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EXECUTIVE SUMMARY

General:

The National Marine Fisheries Service (NMFS), Endangered Species Act - Section 7
Consultation, Biological Opinion issued March 2, 1995, requires the U.S. Army
Corps of Engineers to develop an emergency auxiliary water supply (EAWS) system
for all adult fishways where determined to be necessary in coordination with NMFS.
A reconnaissance level technical report [Lower Snake River, Adult Ladder Systems,
Emergency Auxiliary Water Supply (Phase | - Technical Report)] prepared in 1995
identified several alternative methods of providing emergency auxiliary water supply
for each of the adult fishway systems at each of the four lower Snake River locks
and dams to address the Biological Opinion requirement. This Emergency Auxiliary
Water Supply, Phase Il - Technical Report (Phase Il - Technical Report) continues to
evaluate the Phase | report alternatives for the Little Goose and Lower Granite
Locks and Dams (Little Goose and Lower Granite) at a greater level of detail.

Adult fishway auxiliary water supply (AWS) systems provide fish attraction water
flows to help migrating adult salmonids to find fish ladder entrances and to proceed
up the fishways with minimum delay. The focus of this Phase Il - Technical Report
is the reliability of these auxiliary water supply systems at two of the four lower
Snake River locks and dams.

The objectives of this Phase Il report are to evaluate, in greater detail, the
alternatives previously identified in the Phase | report and recommend a selected
alternative for providing emergency auxiliary water supplies for each of the adult
fishway systems at Little Goose and Lower Granite. This Phase Il report identifies a
construction cost estimate including engineering and design, supervision and
administrative costs and presents a proposed schedule for completing the design
and construction of the recommended alternatives for each dam.

Little Goose Lock and Dam:

An evaluation of the reliability of the existing AWS system and its ability to provide
an emergency auxiliary water supply in the event of a failure in the AWS system
determined the following:

System Reliability:

The existing auxiliary water system at Little Goose has generally been a reliable
system over the years. The turbine/gearbox/pump system appears to have
considerable remaining service life. The electric wicket gate operators are
susceptible to a single mode failure rendering them without electrical actuation
capability for an extended period of time.

EAWS Status:

All three AWS pumps are required to meet Fish Passage Plan (FPP) criteria,
although conformance to the criteria is marginal (but apparently acceptable) at the
North Shore ladder entrances due to sub-criteria head differentials and low transport
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velocities at various locations in the fishway channel. Because all three pumps are
required, there is no emergency spare capacity (emergency auxiliary water supply)
at the project in the event of a single-pump failure. Thus, the EAWS requirement for
a minimum of a one-pump equivalent spare capacity is not being met at this project.

Little Goose Alternatives:

A total of five alternatives were reviewed in this Phase |l report for Little Goose.
Four of these alternatives would provide the project with the required EAWS one-
pump spare capacity (Alternatives 1, 2, 3, and 5) while the remaining alternative
(Alternative 4) would increase the reliability of the existing AWS system through a
program of enhanced maintenance, an increased spare parts inventory, and by
reliability upgrades. A brief description of these alternatives follows:

Alternative 1:

In Alternative 1, a new forebay intake routes flow by gravity via a new 90-inch
steel pipe constructed through the South Non-Overflow Dam to the existing AWS
pump discharge chamber at the Erection Bay, providing 850 cfs of EAWS flow to the
AWS system. The forebay intake is comprised of two dual-flow traveling screens
designed to exclude fish and debris. Flow is controlled by a single 72-inch in-line
sleeve valve located near the pump chamber.

Alternative 2:

In Alternative 2, a new emergency pump station is constructed off the tailrace
deck above the draft tube discharge at Turbine Unit No. 2, providing 850 cfs of
EAWS flow to the AWS system. The water from the pump station is discharged
through an existing conduit to the north to Diffuser No. 12 and to the south to the
main pump discharge chamber to serve the rest of the auxiliary water system.

Alternative 3:

In Alternative 3, the existing hydro-turbine AWS pump system is replaced with
three large capacity electric motor-driven pumps. Two of the three pumps would
provide the normal AWS water. The third new pump would become the spare pump
in the event of failure of one of the other two pumps, thus providing the EAWS flow
for the system.

Alternative 4:

In Alternative 4, the spare parts inventory is increased for the existing AWS
system. Oil heaters are added to the speed reducers for the pumps and an
automatic transfer switch is added to the wicket gate operator circuit. These
equipment modifications are intended to improve the reliability of the system. Note
that Alternative 4 increases reliability but does not provide spare EAWS capacity in
the event of a long-term outage of one of the AWS pumps.

Alternative 5:

In Alternative 5, a new emergency pumped supply is constructed utilizing the
existing AWS pump intake, providing 850 cfs of EAWS flow to the AWS system.
Three new pumps are installed in a new pump well drawing water through openings
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created in the roof of the intake. Water is pumped to Diffusers No. 1 and 2, which
are isolated from the rest of the AWS system during operation of the EAWS system.

Cost Estimates:

The estimated construction costs for the Little Goose alternatives are as follows:

Little Goose
EAWS Construction Total
Alternative Cost " Cost @ Comments

Alternative 1 $4,776,227 $6,447,906
Alternative 2  $8,701,465  $11,746,978
Alternative 3 $10,878,471 $14,685,936
Alternative 4 $50,576 $68,278 Does not meet EAWS criteria
Alternative 5  $4,935,628 $6,663,098

™ Includes contractor mob/demob,OH and profit, and a 25% construction contingency
@ includes engineering and planning, and construction management
© Alternative 4 costs not included in costs for these alternatives (not applicable to Alternative 3)

Little Goose EAWS Alternative Cost Summary
Conclusions and Recommendations:

Alternatives 1 and 5 compare very favorably to each other. Alternative 3, despite
being good in most regards, was eliminated because of excessive construction cost
compared to the other comparable systems. Alternative 2, because of the combined
need for pumps and fish screening equipment (both costly components),
considerably more expensive than either Alternatives 1 or 5.

Either Alternative 1 or 5 appear to be the most appropriate EAWS designs for
Little Goose. However, because of the inherently more simplistic system
represented in Alternative 5, this is selected as the recommended system.

Alternative 4, which increases the reliability of the existing AWS system, is
recommended to supplement Alternative 5 to add a measure of increased reliability.

Design and Construction Schedule:

The total design and construction duration is estimated to be from the start of
design on June 1, 2001 to completion of operational tests in late March, 2003.

Lower Granite Lock and Dam:

An evaluation of the reliability of the existing AWS system and its ability to provide
an emergency auxiliary water supply in the event of a failure in the AWS system
determined the following:

System Reliability:

Like the system at Little Goose, the existing auxiliary water system at Lower
Granite has generally been a reliable system over the years. The electric motor-
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gear box-pump system appears to have considerable remaining service life based
on the performance history of comparable systems.

AWS Pump 1 (which has not been operated successfully since 1995) is not
currently operable and consequently there is no spare capacity until it is repaired
(see EAWS Status discussion below).

The reliability of electrical power supply to the motors is not acceptable. This is
due to the lack of redundancy of the power supply to the motors and the potential for
a single-mode system failure caused by an electrical fault in the electrical equipment
enclosure.

EAWS Status:

Based on the operational history at the Lower Granite, only two of the existing
three pumps are required to meet FPP criteria, although conformance to these
criteria is marginal (but apparently acceptable) at the North Shore ladder entrances
due to sub-criteria head differentials and low transport velocities at various locations
in the fishway channel. Thus, when all three pumps are in operating condition, there
is a one-pump spare capacity at the project, meeting the spare capacity requirement
listed in the assessment criteria.

Lower Granite Alternatives:

Two alternatives were reviewed in this Phase Il report for Lower Granite.
Because the project currently has spare EAWS system capacity in the third (unused)
pump, no EAWS alternatives were evaluated. Rather, efforts concentrated on
upgrading the equipment to improve reliability and increasing spare parts inventories
(Alternative 1) or simply increasing the spare parts inventory (Alternative 2). AWS
Pump 1 is inspected, refurbished as needed and thoroughly tested before either
alternative is implemented. This work is funded separately as part of normal project
operations. A brief description of these alternatives follows:

Alternative 1:

In Altemnative 1, oil heaters are recommended for the speed reducers to
improve operability and increase reliability and the Formsprag anti-backspin device
on Pump 1 is repaired. The existing Philadelphia speed reducer on Pump 1 is
replaced by the spare Falk unit to provide consistent equipment in the pump house.
On the electrical side, an automatic transfer switch is added to the reconfigured
pump power supply system and the motor control centers for the pumps are
physically separated. In addition to these equipment upgrades, an expanded
inventory of spare parts is proposed.

Alternative 2:

In Alternative 2, none of the equipment upgrades are made. Only the spare
parts inventory is provided.

Cost Estimates:

The estimated construction costs for the Lower Granite alternatives are as
follows:
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. Lower Granite
EAWS Construction Total
Alternative Cost " Cost? Comments

Alternative 1 $206,321 $278,534 Spare Parts Cost: $144,130
Alternative 2 (NA) (NA) Spare Parts Cost: $144,130

™ |ncludes contractor mob/demob,OH and profit, and a 25% construction contingency

@ |ncludes engineering and planning, and construction management

Lower Granite EAWS Alternative Cost Summary

Conclusions and Recommendations:

Alternatives 1 and 2 are different only in that Alternative 2 does not include the
equipment reliability upgrades proposed for the pumping equipment. Because of the
modest investment represented by the equipment reliability upgrades proposed for
Alternative 1 and the significant increase in reliability and operability they represent,
Alternative 1 should be selected. The benefit of an enhanced parts inventory will
only increase the reliability and decrease the maintenance pressures resulting from
failure of critical parts. Thus, Alternative 1 is the recommended alternative at Lower
Granite.

. Design and Construction Schedule:

All of the constructed features associated with Alternative 1 must be completed
during the maintenance window for the fish ladders in January and February.
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SECTION 1 - INTRODUCTION

1.1 GENERAL

The National Marine Fisheries Service (NMFS), Endangered Species Act -
Section 7 Consultation, Biological Opinion issued March 2, 1995, requires the U.S.
Army Corps of Engineers to develop an emergency auxiliary water supply system for
all adult fishways where determined to be necessary in coordination with NMFS. A
reconnaissance level technical report [Lower Snake River, Adult Ladder Systems,
Emergency Auxiliary Water Supply (Phase | - Technical Report)] [1] prepared in
1995 identified several alternative methods of providing emergency auxiliary water
supply for each of the adult fishway systems at each of the four lower Snake River
locks and dams to address the Biological Opinion requirement. This Emergency
Auxiliary Water Supply, Phase Il - Technical Report (Phase Il - Technical Report)
continues to evaluate the Phase | report alternatives for the Little Goose and Lower
Granite Locks and Dams (Little Goose and Lower Granite) at a greater level of
detail.

1.2 AUTHORIZATION

This study is an element of the Columbia River Fish Mitigation Program
(CRFMP) and is being conducted under the Rivers and Harbors Act of 1945, Public
Law 79-14, dated March 2, 1945.

1.3 PURPOSE

Adult fishway auxiliary water supply systems provide fish attraction water
flows to help migrating adult salmonids to find fish ladder entrances and to proceed
up the fishways with minimum delay. The focus of this Phase Il - Technical Report
is the reliability of these auxiliary water supply systems at two of the four lower
Snake River locks and dams.

1.4 SCOPE

The objectives of this Phase |l report are to evaluate, in greater detail, the
alternatives previously identified in the Phase | report and recommend a selected
alternative for providing emergency auxiliary water supplies for each of the adult
fishway systems at Little Goose and Lower Granite. This Phase Il report identifies a
construction cost estimate including engineering and design (E&D) and supervision
and administrative (S&A) costs and presents a proposed schedule for completing
the design and construction of the recommended alternatives for each dam.

1.5 PRIOR STUDIES

Several studies and reports already completed as well as new investigations
were used to help prepare this Phase Il - Technical Report. The following is a partial
listing of prior studies and reports:
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Lower Snake River, Adult Ladder Systems, Emergency Auxiliary Water
Supply, November 1, 1995, (Phase | - Technical Report) [1]

Lower Snake River, Ice Harbor and Lower Monumental Locks and Dams,
Adult Fishway Systems Emergency Auxiliary Water Supply, August 1999,
(Phase |l - Technical Report) [2]

Hydraulic Evaluation of Adult Fish Passage Facilities at Lower Granite Dam,
July 1995 [3]

Columbia River Salmon Mitigation Analysis System Configuration Study
Phase I, April 1994 [4]

Hydraulic Evaluation of Adult Fish Passage Facilities at Little Goose, Lower
Monumental, and McNary (South Shore) Dams, November 1988. [5]

Value Engineering Study Ice Harbor and Lower Monumental Dams EAWS,
May 2000. [6]

Other references utilized in this report are listed in Appendix E.

1.6

SUMMARY OF PHASE | — TECHNICAL REPORT
The Phase | report discussed four basic types of alternatives for improving

the reliability of the existing auxiliary water supply and for providing additional
emergency auxiliary water as follows:

Modify the existing auxiliary water pump system to improve reliability.
Develop new sources of gravity water supply from the forebay.
Develop new sources of pumped water supply from the tailrace.

No action.

Specific alternatives evaluated for Little Goose and Lower Granite in the

Phase | report were as follows:

Little Goose:

Alternative 1 -  Gravity feed through non-overflow section
Alternative 2 -  Spiral case tap to pump discharge chamber
Alternative 3 -  Add two pumps north of north fishway entrance
Alternative 4 - Enhanced preventive maintenance program
Alternative 5 -  No action

The recommended alternative for Little Goose was Alternative 4 - Enhanced

preventive maintenance program.

Lower Granite:

Alternative 1 - Increase the reliability of the electrical supply and enhanced
preventive maintenance program

Alternative 2 -  Gravity feed supply through south non-overflow section

Alternative 3 - Enhanced preventive maintenance program

Alternative 4 - No action
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The recommended alternative for Lower Granite was Alternative 1 - Increase
the reliability of the electrical supply and enhanced preventive maintenance
program.
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SECTION 2 - TECHNICAL CRITERIA AND PROJECT DATA

2.1 PERTINENT PROJECT DATA

2.1.1 Little Goose Lock and Dam

General:

River Location (from confluence with Columbia River) ...........cccviinnennen ...70.3 miles
Number of Generating Units ........ccooeriiiiiiiiiiiii e, 6
Output Capacity (Nameplate Rating) ........cccccerneirnieiiiei i 810,000 kW
Number of Spillbays.........cevveiiiii e 8
Intake Diversion SCreen TYPE ...t reeee e ses e ESBS
Number of Adult Fish Ladders .........oooovviiieeiiiiee e e 1
Dimensions:

Powerhouse Overall Length...........ccoveiiimiieiiiiiii et 656 ft
Unit Width (UNitS 120 5)..eveieeiieeeeeccecieeee et e e e 90 ft
Unit Width (UNit 8) ....covreeiiiieeiiir it srre e e s ere e e srabe e e s e e e 96 ft
Erection Bay Width ...t e e 110 ft
Spillway Overall Length ..o 512 ft
Spillbay Center-to-Center SPacing .......cccccveriiiiiriiiee s 64 ft
Spillbay Gate Width .........coooiiiiiiiiiiicrr e e 50 ft
Spillbay Gate Height (above spillway crest) ... 59 ft
Elevations: (referenced to mean sea level)

Maximum Pool (Design Flood Condition)............ccvvviiieeeinicceininnans 646.5 ft
Maximum Operating POOl ... 638.0 ft
Minimum Operating Poo! ... 633.0 ft
Top of Tainter Gates (CloSed) ........ooouvviiiiiiiiiiie e 640.0 ft
SPIlWAY CresSt ... et 581.0 ft
Maximum Flood Tailwater (850,000 CfS)......cccovvmrriiiiiieiiieie s 564.4 ft
Max. Normal TaillWater...........ooviiiiiiiiic e 540.0 ft
Min. Normal Tailwater (M.O.P. at Lower Monumental) ............ccccceeeeriiinneen. 537.0 ft
INtake DECK......ccvii 651.0 ft

Upstream Migrants Fish Ladder:

Number of fish ladderS......coevvvieeiiiie e s e eraa s eee e 1
0] o] o1 TS UR PSP 1V on 10H
Ladder clear WIAth .........oooviiiiriec e e e 20 ft
DeSIgN CAPACIY ....evvieeeeiiiiiiee ettt r e et eeab e e e e e s e s rae e e e e s e nnrraeeeeeaas 75 cfs
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Exit channel:

LoCAtION .vvvveeeeeeee e Between weir 637 and pool in non-overflow section
Top of trashrack......ccccceeviviiiniiiiie s 632.0 ft
14N Z=Y o SUTTU T U USSP PP PTPRPTPPO 627.0 ft
171 Ao 1o AT RPTUPRUPRR 6 ft

Pumps for fishway system attraction water:

N[0T 1] o T=) PP 3
Rated Capacity (total at 4 ft. of pumping head)...........cccooimninniis 2,550 cfs
2.1.2 Lower Granite Lock and Dam

General:

River Location (from confluence with Columbia River) .........cccccoeeeieniinn, 107.5 miles
Number of Generating Units ........ccccoovviiiiiicciiiec i, 6
Output Capacity (Nameplate Rating) ..........ccccovviiiiiiiiiii 810,000 kW
Number of SPillDaYS.......couuiiiiiiiieeeee e 8
Intake Diversion SCreen TYPe. ..o ESBS
Dimensions:

Powerhouse Overall Length...........ooooiiiiiiiiii e, 656 ft
Unit Width (UnitS 110 5)..eeeiiiiiiiiiiiiceie e 90 ft
UNit WiIdth (UNit B) ....veeeeeeeeieeeie ettt s 96 ft
Erection Bay Width ..o, 110 ft
Spillway Overall Length .........ccooiiiiiiiiiiic e 512 ft
Spillbay Center-to-Center SPacing ........c.coevceieriieeeiiieeiie e 64 ft
Spillbay Gate Width ...t 50 ft
Spillbay Gate Height (above spillway crest).......cccccooomiiiiiiiiiiiiiiiiiiee, 59 ft

Elevations: (referenced to mean sea level)

Maximum Pool (Design Flood Condition)...........ooooeeiiiiiiiiiiiiiceeee 746.5 ft
Maximum Operating Pool .......c..uuiiiiiii e 738.0 ft
Minimum Operating POo! .......cocuuiiiiiiie 733.0 ft
Minimum Flood Control POOL...........cooiiiiiiieiie e 724.0 ft
Top of Tainter Gates (Closed) .........ccevviiiiiieiiiiii 740.0 ft
SPIlIWAY Crest .o ittt 681.0 ft
Maximum Flood Tailwater (850,000 CfS) ......c.cvrviiiriioiiiiiiiiiiiiii e, 662.9 ft
Normal Maximum Tailwater (340,000 CfS) ......ovviiiiiiiiiiiiii e 645.5 ft
Tailwater at Maximum Powerhouse Flow (130,000 ¢fS) ......cccoevvmiiriniiiiiniiinns 639.2 ft
NOrMal TaIWALEL .....iieeeeieee e 638.0 ft
Minimum Tailwater (Zero FIOW) .....oovveeiiiiiicee e 633.0 ft
INtAKE DECK...cci i 751.0 ft
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Upstream Migrants Fish Ladder:

Number of fish 1adders.........ccccoiiereiii e 1
Slope:
WEIE 634 - WEIE 727 ...ttt eseaeee e 1V on 10H
WEIE 728 = WEIE 737 et ssanaene 1V on 32H
Ladder clear Width ..........oooiiiiiiic et e rrere e e 20 ft
DESIGN CAPACITY ..vvverneererieriieie ettt et b e s 75 cfs
Exit channel:
Location ....cccecvmvveereeeninie s Between weir 737 and pool in non-overflow section
TOp Of trasShraCk.....cooc e 732.0 ft
11771 o S UPUPRTTPPRTROPRORt 727.0 ft
1L To {5 T TP PSRRI 6 ft

Alternate exit channel (pool El. below 727 ft.):
EXit pipe t0 reSEIVOIr......cccoivirririeeeeereerce e 18-inch-diameter full plastic
pipe down to EI. 718 ft.
and a half-round
plastic pipe down to El. 710 ft.

Pumps for fishway system attraction water:
I U0 ] o= SRR 3

2.2 EXISTING SYSTEM ASSESSMENT METHODOLOGY

2.2.1 Hydraulic and Adult Fish Passage

The hydraulic and fish passage performance of the existing adult fish
passage and auxiliary water systems was evaluated through review of existing
drawings and documents. These included the Fish Passage Plan (for Lower Granite
and Little Goose), February 2000 [7][8]; Little Goose Lock and Dam Operations
Manual, Fishway and Equipment (Chapter 5) [9]; Hydraulic Evaluation of Adult Fish
Passage Facilities at Little Goose, Lower Monumental, and McNary (South Shore)
Dams, November 1988 [5]; Lower Granite Lock and Dam, Fishway Operation Guide
[11];, and Hydraulic Evaluation of Adult Fish Passage Facilities at Lower Granite
Dam, July 1995 [3]. In addition, during the project kickoff site visit on February 28
and 29, 2000, hydraulic performance characteristics of the adult fishways at Little
Goose and Lower Granite Dams were also discussed with project personnel,
primarily Ray Eakin (USACE, Little Goose) and Dick Hammer (USACE, Lower
Granite). Notes from these meetings are found in Appendix B. A second inspection
trip was made to both plants on May 16 and 17, 2000 to obtain additional
mechanical and electrical data. Notes from these meetings are also found in
Appendix B.
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2.2.2 Mechanical and Electrical Systems

The performance of the mechanical and electrical systems associated
with the auxiliary water systems at Little Goose and Lower Granite were evaluated
through a combination of a review of existing drawings and documents including
operations and maintenance manuals and reports, and original equipment vendor
information. The projects were visited on February 28 and 29, 2000 during the initial
site visit, making it possible to interview project maintenance staff regarding the
operations and maintenance aspects of the equipment. A subsequent site visit to
both Little Goose and Lower Granite was conducted on May 16 and 17, 2000 to
further document the condition and status of the AWS systems.

During the initial site visit, the pumps and their auxiliaries were
observed in operation to the extent possible noting that the pumps at Lower Granite
(including Pump 1 which has not operated in over 5 years) were not operating and
therefore could not be observed in that manner. On the subsequent visit, Pumps 2
and 3 at Lower Granite were operating, although Pump 1 was again not available for
observation. = The pumps were observed for vibrations, noise, operating
temperatures and pressures. These observations formed a basis for evaluation of
the existing installations. Detailed inspection of turbine or pump water passages
was not possible.

Plant personnel were also interviewed for overall operation of the
auxiliary water supply system. Of prime importance for the mechanical evaluation
was the maintenance history of the pumping systems. Plant operations and
maintenance records were inspected at the plants. Copies of pertinent materials
were obtained. Some of the project data were not available for review and as such,
were not utilized in this report.

2.3 ASSESSMENT AND DESIGN CRITERIA

Providing spare water supply capacity increases system reliability by
providing emergency water supply for use during partial failures. It also increases
the opportunity for practicing preventive maintenance on idle equipment without
requiring system operation outside the criteria of the Fish Passage Plan (FPP), U.S.
Army Corps of Engineers, (February 2000) [7][8], during the maintenance activity.
Spare water supplies can be used periodically so that actual operating time on
equipment can be reduced, thus increasing useful operating life. The following
general criteria were used in Phase | and Phase |l reports for assessing existing
systems, sizing-gravity supply systems, sizing additional pumping alternatives, and
providing improved reliability:

2.3.1 Mechanical

The mechanical pumping system’s reliability should provide
approximately one pump equivalent of additional “emergency” flow capacity above
the flow required to supply the current AWS system needs. In the event of a single
pump outage, the system should be able to stay within the FPP criteria, or perhaps
more correctly stated, should meet the FPP criteria to at least the same degree of
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conformance as the current system. It is assumed that repairs would be made
efficiently, and that systems would be returned to operating condition expeditiously.
Performing expeditious repairs and efficient, cost effective routine maintenance,
requires that certain mission essential support equipment and staff be available on
short notice. As such, sufficient spare parts should be on hand to effect rapid
repairs during the adult migration season. In general, repairs should be possible
within 24 hours except for failures of major equipment such as motors, turbines,
pumps or speed reducers. Also, adequate facilities should be provided to perform
rapid repairs. e.g., cranes, hoists, isolating bulkheads and gates. Changes in pump
(or other water supply) configuration should be accomplished in less than 24 hours.
This would include rotating a spare “emergency” AWS pump into operation and a
failed pump out of operation or an “emergency” water supply such as a standby
pump station into operation to replace a failed pump.

In assessing the existing system components, it is assumed that the
present condition of existing systems must be suitable for continued service for a 25-
year period, assuming continued good maintenance practices. New system designs
should similarly provide for a minimum of 25 years of service with appropriate
maintenance.

Mechanical system designs for new installations shall be in
conformance with the applicable industry codes and standards including:

American Institute of Steel Construction (AISC)
American National Standards Institute (ANSI)
American Society for Testing and Materials (ASTM)
American Welding Society (AWS)

American Water Works Association (AWWA)
American Society of Mechanical Engineers (ASME)
Hydraulic Institute Pump Standards (ANSI/HI)
American Gear Manufacturers Association (AGMA)

2.3.2 Electrical

Ideally, the electrical reliability should provide for 100 percent backup
in the event of electrical outage due to bus, switchgear, or transformer failures. For
some features (e.g., station service transformers, main feeders, and switchgear),
this redundancy was provided in the original design. Where historical data shows
that failures have been rare or have never occurred in key components, changes in
the electrical arrangement (required for full 100 percent backup of those
components) are not economically justified. However, where aging equipment
justifies it or where current technology has improved, changes in equipment to
increase system reliability are proposed. Also, a logical division of electrical service
is proposed to provide for the FPP required water supply during the repair period
following any motor controller electrical failure. '
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Electrical system designs for new installations shall be in conformance
with the applicable industry codes and standards including:

National Electric Code (NEC)

National Electrical Manufacturers Association (NEMA)
Institute of Electrical and Electronic Engineers (IEEE)
Underwriters Laboratory (UL)

American National Standards Institute (ANSI)
American Society for Testing and Materials (ASTM)
Association of Edison llluminating Companies ((AEIC)
Insulated Cable Engineers Association (ICEA)
National Fire Protection Association (NFPA)

2.3.3 Adult Fish Passage and General Hydraulics

2.3.3.1 History

In 1969 from July through September, Burton Carnegie and
Charles Junge conducted operational fishway studies at The Dalles Lock and Dam.
They found that the largest percentage of the adult salmonids passed through the
entrance with a weir depth of 8.0 ft. in the north fishway. When the weir depth was
4, 6, and 7.5 ft., the percentage of adult salmonids that passed through the entrance
over the weir decreased. Additional experimentation was initiated at Ice Harbor in
September 1969 to test the advisability of increasing the auxiliary water supply used
to obtain a head of at least 1 ft. and a weir depth of 8 ft. The results from that
experiment indicated that the preferred depth for both ladder entrances was also 8 ft.
Studies in the 1970’s further indicated that salmonids prefer a depth of 8 ft. or
greater in the fishways.

2.3.3.2 Current Criteria

In 1980, the criteria for the Snake River locks and dams
were changed to the new criteria resulting from the studies noted in paragraph
2.3.3.1. The new criteria were included in the FPP (a document that describes year-
round project operations necessary to protect and enhance salmon species as well
as other anadromous fish species). The FPP is revised periodically to incorporate
changes to project operation and maintenance (O&M) as a result of new facilities or
changes in operational procedures developed through coordination with other
agencies. Fish biologists believe that dam passage delays for migrating salmon
would be reduced if fishways are operated within the new optimum criteria in the
FPP. The 2000 FPP criteria for the operation of adult fishways for Little Goose and
Lower Granite are listed below:

Little Goose

e South Shore Entrances (SSE-1 and 2) - Both gates will be operated. A weir
depth will be maintained at 8 ft. or greater below tailwater elevation. Elevation of
top of gates when on sill = 529.0 ft.
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o North Powerhouse Entrances (NPE-1 and 2) - Both gates will be operated. A
weir depth will be maintained at 7 ft. or greater below tailwater elevation. When
the tailwater elevation is less than 539.0 ft, then the weir will be on sill (elevation
of the top of the weir gate on sill = 532.0 ft).

¢ North Shore Entrances (NSE-1 and 2) - Operate both downstream gates. A weir
depth will be maintained at 6 ft. or greater below tailwater elevation. Elevation of
the top of the weir gate on sill = 529.0 ft.

o Powerhouse Collection System - Operate 4 floating orifices (numbers 1, 4, 6, and
10). '

e Head on all Fishway Entrances - The head differential across all fishway
entrances will be between 1 ft. and 2 ft.

o Transportation Velocity - The velocity of flow in all fish conduits will be between
1.5 fps and 4 fps.

Lower Granite

o South Shore Entrances (SSE-1 and 2) - Both gates will be operated. A weir
depth will be maintained at 8 ft. or greater below tailwater elevation. Elevation of
top of gates when on sill = 625 ft.

o North Powerhouse Entrances (NPE-1 and 2) - Both gates will be operated. A
weir depth will be maintained at 8 ft or greater below tailwater elevation. When
the tailwater elevation is less than 636.0 ft, then the weir will be on sill (elevation
of the top of the weir gate on sill = 628.0 ft).

e North Shore Entrances (NSE-1 and 2) - Operate both downstream gates. A weir
depth will be maintained at 7 ft. or greater below tailwater elevation. Elevation of
top of gates when on sill = 625 fi.

o Powerhouse Collection System - Operate 4 floating orifices (numbers 1, 4, 7, and
10).

e Head on all Fishway Entrances - The head differential across all fishway
entrances will be between 1 and 2 ft.

» Transportation Velocity - The velocity of flow in all fish conduits will be between
1.5 fps and 4 fps.

2.3.3.3 Criteria for New Design

For the design of new fish-bearing water conduits and
appurtenances in the adult fishways, criteria are established on a site-specific basis
in the Fish Passage Plan, USACE (see above). Criteria stated in the Fish Passage
Plan reflect optimum conditions established by general fish passage research and
site-specific limitations. The Fisheries Handbook of Engineering Requirements and
Biological Criteria, USACE, North Pacific Division, Milo C. Bell; and Fishway Design
Guidelines For Pacific Salmon, K. Bates are appropriate general references that
further address design issues and criteria. The design of juvenile fish facilities shall

2-7




Little Goose / Lower Granite Lock and Dam EAWS Final Report
Phase Il - Technical Report September 2000

conform to the latest National Marine Fisheries Service Juvenile Fish Screening
Criteria.

The combined influences of entrance widths, submergence
of weir gates, and required head differentials (which generate flow velocity at the
fishway entrances) establish flow rates that must be supplied to the fishways. The
auxiliary water supply is the primary source of this flow. Local flow rates through the
fishway in conjunction with fishway cross-section also establish local transport
velocities. In addition, the influence of diffusers that locally add flow to the fishway
and loss of flow at the various fishway entrances change flow rates and transport
velocities along the fishway.

It is desirable that the quality (including temperature) of the
water supplied by the AWS and EAWS systems match the quality of the water
passing through the ladders. The quality of the water in the ladders and in the AWS
and EAWS systems can be influenced by reservoir stratification and the elevations
of flow withdrawal from the reservoir. Fortunately, vertical stratifications, depending
on season, are weak to non-existent at both Lower Granite and Little Goose. As a
consequence, variations in water quality as a function of elevation of withdrawal are
small. Currently, AWS water is primarily drawn from the tailraces in zones that are
supplied by the deep power releases. The water quality match achieved through
use of the proposed EAWS systems will be comparable to, or better than, the water
quality matches obtained with these current systems.

For the design of new non-fish-bearing water conduits and
appurtenances, industry codes and standards apply including those established by
the American Water Works Association (AWWA) as well as design guidelines
presented in the Hydraulic Institute Pump Intake Design Standards (ANSI/HI),
Hydraulic Design Criteria, U.S. Army Corps of Engineers; Design of Small Dams,
U.S. Bureau of Reclamation; Hydraulic Design of Stilling Basins and Energy
Dissipators, U.S. Bureau of Reclamation, and Internal Flow Systems, D. S. Miller.

2.3.4 Structural

No assessment of the structural components of the existing auxiliary
water system were performed in conjunction with this Phase Il report since the
reliability and adequacy of the existing structural components in the system were not
issues for review. Since many of the alternatives reviewed in the Phase | and Phase
Il reports involve development of new structural systems, such as new pump
stations, penetrations through the dam, and new loading conditions on existing dam
structures, structural criteria are presented in this section to address these designs.
Therefore, structural design for new components associated with the auxiliary water
systems at Little Goose and Lower Granite shall be in accordance with the following:

e Strength Design for Reinforced-Concrete Hydraulic Structures - U.S. Army Corps
of Engineers, Engineer Manual EM 1110-2-2104, June 30, 1992.

o Design of Hydraulic Steel Structures - U.S. Army Corps of Engineers, Engineer
Manual EM 1110-2-2105, March 31, 1993.
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e Gravity Dam Design - U.S. Amrmy Corps of Engineers, Engineer Manual EM 1110-
2-2200, June 30, 1995 (Original Publication September 25, 1958).

e Planning and Design of Hydroelectric Power Plant Structures — Engineer Manual
EM-1110-2-3001, April 30, 1995.

e General Principles of Pumping Station Design and Layout — Engineer Manual EM
1110-2-3102, February 28, 1995.

e Mechanical and Electrical Design of Pumping Stations — Engineer Manual EM-
1110-2-3105, November 30, 1995.

e Seismic Design for Buildings - Departments of the Army, Navy, and Air Force,

Army Technical Manual Designation TM 5-809-10, October 20, 1992.

American Concrete Institute (ACI)

American Institute of Steel Construction (AISC)

American National Standards Institute (ANSI)

American Welding Society (AWS)

American Society for Testing and Materials (ASTM)

American Water Works Association (AWWA)

Military Specifications (MS)

Structural Steel Painting Council (SSPC)

Uniform Building Code (UBC)

FEMA 302, NEHRP Recommended Provisions for Seismic Regulations for New

Buildings and Other Structures

24 LIST OF ABBREVIATIONS AND ACRONYMS

The following is a listing of commonly applied abbreviations and acronyms.
Abbreviations and acronyms associated with design codes and standards have not
been included.

Abbreviation /

Acronym Description

AWS Auxiliary water supply

cfs Cubic feet per second

EAWS Emergency auxiliary water supply

El Elevation

ESBS Extended length submersible bar screens
FPP Fish Passage Plan

fps - Feet per second

ft feet

gpm Gallons per minute

H horizontal

kW kilowatt

msl Mean Sea Level

NPE North Powerhouse (Ladder) Entrance
NSE North Shore (Ladder) Entrance

O&M Operations and maintenance
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Abbreviation / .
Acronym Description

rpm Revolutions per minute

S&A Supervision and Administration

SSE South Shore (Ladder) Entrance

TDH Total Dynamic (Pumping) Head

USACE U.S. Army Corps of Engineers

\Y vertical
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SECTION 3 - METHODOLOGY

3.1 DESIGN

Development of the designs of the physical improvements described in this
Phase |l report were conducted in a manner that will allow for 1) an assessment of
feasibility and; 2) development of cost estimates consistent with the level of detail
typically found in a Phase Il report. Consequently, the level of detail and the degree
of optimization found in this report is not that normally associated with final plans
and specifications. For example, in the development of the structural designs, more
complex and sophisticated dynamic analyses of structures to evaluate interactions
with rotating equipment has not been performed. Typically, only simple static
analyses have been performed. Also, secondary members not associated with
primary loads have not been designed. Likewise, detailed hydraulic calculations
involving numerical or physical modeling has not been performed. The report
identifies where such detailed analysis should be performed for final design.

Equipment selection for valves, pumps, screens, and electrical gear, etc. has
been conducted with sufficient vendor input to establish feasibility and develop
budget costs but not to procure such equipment for final design. Structural and
mechanical details have typically not been included except as required to establish
cost and feasibility.

Field investigations, interviews with project and District staff, and reviews of
drawings and previous studies were conducted to establish the historical context of
the facilities and any physical or functional/operational constraints associated with
the proposed physical improvements. However, only a cursory attempt has been
made to establish specific site conditions for example; soil conditions, interferences
with existing field routed small conduit, piping, and other items not depicted on the
drawings. For more discussion on the evaluation methodology of the existing AWS
systems, see Section 2.2.

3.2 COST ESTIMATES

Conceptual level cost estimates for construction and for expanded parts
inventories have been developed for the various alternatives described in this report.
These estimates are summarized following the discussions for each of the
alternatives. Detailed cost information for Little Goose alternatives is presented in
Appendix C while detailed cost information for Lower Granite alternatives is
presented in Appendix D.

Cost estimates were prepared using standard cost guides (Means, etc.), vendor
information on specific equipment, vendor catalogs, previous reports produced by
the Corps of Engineers and their consultants, as well as other similar projects
supplemented by engineering judgement. Quantity take-off calculations and other
cost details used in preparing this report are provided in the design documentation
report (DDR) accompanying this document.
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SECTION 4 - LITTLE GOOSE LOCK AND DAM

41 GENERAL

Little Goose Lock and Dam, completed in 1970, is located on the lower Snake
River at River Mile 70.3. The normal range of forebay elevations is 633 to 638 ft.
mean sea level (msl). The tailwater elevation typically varies between elevation 537
to 543.7 ft. The main project features of the dam include a powerhouse with six
main turbine units, a concrete spillway with eight 50-ft. wide spillways separated by
14-ft. piers, a navigation lock, concrete and earth fill non-overflow sections, juvenile
fish collection and bypass facilities, and a single adult fish ladder on the south shore
and associated fishway collection system with entrances on the north shore, south
shore, and along the downstream face of the powerhouse.

4.2 EXISTING SYSTEM

4.2.1 Existing System Description

4211 Fish Ladder

The adult fishway at Little Goose consists of a fish ladder on
the south shore with entrances on the south shore, across the downstream face of
the powerhouse, at the non-overflow section between the powerhouse and spiliway,
and on the north shore (Figure 4.1). The fish ladder is 20 feet wide with a floor slope
of 1 vertical to 10 horizontal. Along the length of the ladder are 90 dual-crest
overflow weirs and 10 vertical slot and orifice control weirs. The overflow weirs have
two 18-inch by 18-inch orifices at the bottom to allow low level fish passage. The
orifice and vertical slot control weirs are 6 feet high with two low level orifices 18
inches by 37 inches high and a 1-foot wide variable height slot in the middle. A
junction pool at the bottom of the fish ladder splits the ladder flow to the various
fishway entrances. These include two entrances on the south shore (SSE-1 and
SSE-2), three powerhouse fish collection channel entrances (NPE-1, NPE-2, and
NPE-3) plus four floating orifice entrances, and three north shore entrances (NSE-1,
NSE-2, and NSE-3). Entrances NPE-3 and NSE-3 are not normally operated. Flow
to the north shore entrances is supplied by a continuation of the powerhouse
collection channel that continues past the powerhouse running through the central
non-overflow dam section and then through the spiliway monolith to the north
fishway entrance. The ladder exit is located at the forebay on the south end of the
powerhouse.

4.2.1.2 Auxiliary Water Supply System

The auxiliary water supply system for the fishway provides
supplemental flow to the north and south shore ladder entrances as well as the
powerhouse collection channel entrances in excess of the 75 cfs supplied by the
ladder itself. The auxiliary water supply system has three components. The first
component, a gravity supply system at the ladder exit, supplies the upper portions of
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the ladder and contributes to the total ladder flow of 75 cfs, providing for a constant
flow at all times in the ladder. The second component, a pumped system, supplies
auxiliary water through diffusers in the floor of the ladder or channel to supplement
the flow in the north and south fishway entrances and the powerhouse fish collection
channel. The third component, a gravity supply providing excess water from the
juvenile fish dewatering facility, discharges into the pump discharge chamber and
supplements the larger AWS pumps.

The pumped system consists of three water turbine-driven
pumps, with a total rated capacity of 2,550 cfs (including approximately 260 cfs
turbine discharge) at 4 feet of pumping head. Each unit consists of a hydraulic
turbine, a speed reducer, and an axial-flow, fixed-blade, propeller pump. These
pumps, located in the Erection Bay on the south shore, discharge into a pump
discharge chamber. From here, the flow is routed through three separate conduits
to the entrance and lower ladder diffusers in the south shore fish ladder, the diffuser
between the spillway and powerhouse in the central non-overflow section (Diffuser
No. 12), and to the fish collection channel along the downstream powerhouse face.
The pumps are manually controlled to provide the supplemental flow consistent with
tailwater demands. Slide gates and orifices regulate this pumped flow into the
system.

4.2.2 Existing System Evaluation

4221 Hydraulic and Adult Fish Passage Evaluation

Flow rates supplied to the auxiliary water system: Flow is
supplied to the auxiliary system from two sources.

» Approximately 240 cfs excess water from the juvenile fish dewatering structure
e Approximately 2,100 to 2,550 cfs combined pumped flow from the three turbine-
driven pumps (including 260 cfs turbine discharge)

The pumped auxiliary flow is the dominant component of the
total discharge. There is considerable uncertainty about actual flow rates supplied
by the pumps. Evaluations conducted using model study ratings, computational
analysis of the auxiliary water distribution system, and field calibration with reference
to the rating curves supplied by the turbine—-pump manufacturer indicated that
pumped flow rates may fall as much as 34% below the original project design
requirements (Hydraulic Evaluation of Adult Fish Passage Facilities at Little Goose,
Lower Monumental, and McNary (South Shore) Dams), November 1988 [5].
Sources of the shortfall may include:

¢ Inefficiencies/head losses in the turbine penstock system

» |Inefficiencies/head losses in the auxiliary water supply system that require
operation with increased pumped head which in turn reduces pumped flow rates

» Excessive leakage that may be occurring from the collection channel which adds
inaccuracy to the field rating of pumped flow rates and also requires additional
flow to be supplied to the system to meet entrance criteria
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e Turbine-pump units that are operating at less than design efficiency
e Evaluation errors

A subsequent study (Turbine Drive Feasibility Study, Little Goose/Lower
Monumental Fishwater Pumps), September 1989 [13], calculated turbine penstock
system losses and determined that losses were higher than originally designed for.

Adult Fishway Performance: Substantial efforts have been
made to refine fishway operation with the objective of complying with established
criteria as described in the 2000 FPP [8]. In general the existing operation does
comply. Exceptions are:

e Head differentials generated at the North Shore Entrances are approximately 0.8
ft. which does not meet the 1.0 ft. minimum FPP criteria.

e Transport velocities in the collection channel across the powerhouse and near
the South Shore fishway entrance are lower than the 1.5 fps minimum FPP
criteria.

Simultaneous operation of all three turbine-pumps is
required to achieve this performance. Although fishway operation could be
improved by reducing head losses in the penstock system and in the auxiliary water
supply system and by reducing leakage from the fishway; it is unlikely that sufficient
improvement could be achieved to allow criteria-compliant operation to be obtained
through the use of just two turbine-pumps (thus allowing the third unit to be a
backup). It appears that flow rates equal to the combined capacity of the three
turbine-pump units must be supplied to the auxiliary water system for operations to
be in near compliance with criteria.

4.2.2.2 Mechanical Evaluation

The pumped auxiliary water supply system for Little Goose
consists of three identical horizontal Francis hydraulic turbine-driven pumps provided
by Baldwin-Lima-Hamilton. The turbines drive the pumps through right angle speed
reducers.

The pumps were manufactured by Baldwin-Lima-Hamilton.
Impellers are 3-blade, 115 inches in diameter. Rated speed is 80 rpm; normal
speed range is 60 to 80 rpm. Rated pump flow is 760 cfs at 4 feet pump head.
Total unit flow, including turbine flow, is 850 cfs at 4 feet pump head.

The turbines were also manufactured by Baldwin-Lima-
Hamilton. The turbines are horizontal Francis units with a rated speed of 690 rpm.
The runners are 22 inches in diameter and have 13 blades. The turbines are rated
to provide the required pump performance at 93 feet gross head. Turbine speed is
adjusted by the wicket gates through an electric-gearmotor gateshaft operator.

The speed reducers were manufactured by Philadelphia
Gear Company. They are right angle spiral-helical design. Ratio is 8.63:1 providing
the required speed reduction from the turbine to the pump shaft. Speed reducers
are rated for 562 hp at 690 rpm input. Gears and bearings are pressure lubricated.
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Water-oil heat exchangers maintain oil temperatures. Kingsbury thrust bearings are
incorporated into the speed reducers to handle pump hydraulic thrust requirements.
A disk brake is installed on the input shaft to prevent backspin due to reverse flow
when the pump is not operating.

All three fish pump units are operated during the fish
passage season. The original control system reduced the wicket gate position to
60% open on the remaining turbines if one of the pump units shuts down to prevent
overspeed due to the increased head available to the remaining turbines due to
reduced penstock friction at the reduced flow. This has been recently modified to
reduce the wicket gates to 80% to provide more water to the AWS on loss of a

pump.

The Little Goose project has an established program of
preventive maintenance for the AWS pumps. It is apparent that the program has
been working well as the pump units appear to have been well maintained through
the years despite continued maintenance cost constraints. As noted in the Fish
Passage Plan for Little Goose, scheduled maintenance requiring dewatering of the
pumps is to be conducted during January and February. Maintenance that does not
have a significant effect on fish passage is conducted during the rest of the year and
includes monthly, semi-annual, and annual maintenance.

A number of upgrades have been made over the years.
These include:

e The turbines were rebuilt in 1994 and 1995. Work inciuded replacing the original
bronze runners with stainless steel, rehabilitating the spiral case, replacing the
guide bearings, replacing the grease-lubricated wicket gate bearings with oiless
bearings and new wicket gates. It is expected that this work would improve
turbine performance as well as extend the turbine’s life. The exact performance
improvement could not be determined from project records.

e Grease lubricated pump bearings were replaced with water lubricated bearings.

e Pump shaft seals were reworked.

e Various improvements and upgrades have been made to unit instruments and
auxiliaries.

o A comprehensive data indicating panel has been installed on the turbine floor. A
recent upgrade was the installation of a Rosemont temperature monitoring and
alarm panel.

- As was noted in the previous section, a hydraulic study
conducted in November 1988 indicated that the fish water pumps are not operating
at their original design capabilities. Several reasons were offered but no final
conclusions were made. Instead, with regards to the fish pump units, further studies
in the form of more accurate flow measurements and/or detailed equipment studies
were recommended to be made by Corps of Engineers turbine-pump specialists. It
does not appear that those recommendations have been implemented. However,
the study did find that with regards to total pump system output, current fish passage
criteria was being met.
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Pump Units No. 2 and 3 were observed to operate without
undue noise or vibration. Cavitation could not be heard in the spiral case or draft
tube areas of the turbines. Pump Unit No. 1 has a distinct vibration occurring at
pump rotating speed (about 1/second at 70 = rpm). It can be felt on the pump cover
and speed reducer but not at the turbine coupling. Plant personnel reported that
they were aware of the vibration but had not been able to locate its source. The
vibration could be due to a bent shaft, an impeller out of balance if the bearings are
very loose or an impeller blade that is not pitched properly. It is recommended that
the cause of the vibration be determined during the next maintenance period.

Turbine wicket gates have been known to develop a “set”
after remaining in one position for a period of time. The plant operators have had to
bump the gateshaft operator back and forth for some time before the wicket gates
will move. This process could take several hours. This problem has been
essentially corrected in turbines 1 and 2 by cycling the wicket gates about twice a
week . Turbine 3 is still causing problems. Plant personnel plan to investigate
turbine 3 during the next maintenance period. The problem is not critical to AWS
operation since, when shutting a turbine down, the penstock supply butterfly valve is
used.

The original equipment, installed in 1970, has 30 years of
service. The equipment has been overhauled, rebuilt and refurbished throughout
the years. USACE ER 37-2-10 (Chapter 31, Appendix A), lists normal service life of
house turbines, speed reducers, pumps and their major sub-components as follows:

e Turbine Runner 30 Years
e  Pump Impeller 30 Years
e Thrust Bearing 35 Years
e Speed Reducer 40 Years

The service life of the equipment listed above have to be
evaluated in the context of present condition and level of maintenance and
upgrades. With the level of maintenance and upgrades at the plant, the pump units
should have an effective service life of another 25 years.

Since the initial installation at Little Goose, system reliability
has been tied to that of the spiral-helical speed reducers. The other major
components of the system have proven dependable. Work required on either the
turbines or the pumps have not resulted in substantial downtime during fish runs.
The Phase | report indicated that the speed reducers were the weak link in the
system, due to their age. As noted above, their age alone is not a good criterion for
replacement.

The speed reducers were subject to major failures during the
first 20 or so years of operation. The failures are summarized below:
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Date Speed Red. Problem

October 1970 No. 1 Lube Qil Failure - Gears Destroyed

April 1981 No. 2 Gear Failed

July 1981 No. 3 Broken Gear Teeth

March 1986 No. 1 Vibration. New Gears Ordered

October 1986 No. 2 Replaced Bearings

March 1989 No. 2 Replaced Speed Reducer — Used Spare

January 1990 No. 2 Replaced Speed Reducer — Used Spare

Maintenance records available for review did not give
complete details of failures in all cases. However, the records, and previous
investigations, do indicate that most of the speed reducer failures have been related
to manufacturer design deficiencies or quality control/manufacturing deficiencies.
These problems have been corrected during the various rebuilds. The last recorded
major failure was in January 1990. Since then, speed reducer reliability has been
equal to or better than the other major pump unit components.

A spare Philadelphia speed reducer is kept on site. It is
shared with Lower Monumental. Previous studies indicate that the spare speed
reducer can be replaced within two weeks [12].

A spare turbine is stored at Lower Monumental. It is shared
with Little Goose. Turbine replacement using the spare unit would take
approximately 4 weeks. Lower Monumental also has casting patterns for the turbine
runners.

Philadelphia Gear technical service personnel were
contacted to determine replacement parts availability. Philadelphia maintains a
stock of spare bearings and seals for the speed reducer. Major items, such as gears
and shafts, can be manufactured from the original drawings by Philadelphia.
Baldwin-Lima-Hamilton is no longer in business. However, Voith Hydro, York, PA,
maintains drawings and patterns for Baldwin-Lima-Hamilton turbines, and can
produce repair parts should there be major failures. As noted above, new runners
were procured in 1995. Baldwin-Lima-Hamilton pump drawings and patterns are
maintained by Ingersoll-Dresser Pumps, Liberty Corner, NJ, who can provide pump
impellers and other major parts. Minor items, such as instruments and auxiliaries
are readily available for all equipment.

The AWS pumps are isolated by intake and discharge
bulkheads. Intake bulkheads are needed only when the intake water passage or
pump impeller area is to be serviced or inspected. Discharge bulkheads are
installed when a pump is not operating to prevent reverse flow through the pump.
The bulkheads are installed by the plant's mobile crane. Plant personnel estimate
installation of intake bulkheads takes about three hours on a weekday day shift and
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about 7 hours at other times due to the need to call out personnel. This is well within
the criteria of providing an alternate source of EAWS within 24 hours on a major
equipment failure event. Therefore, the existing bulkhead system is satisfactory.

4223 Electrical Evaluation

Since the three auxiliary water pumps at Little Goose are
hydraulic turbine-driven, only low-voltage electrical power is required for support
functions and instrumentation. One critical support function is regulation of flow
through the turbines via the electric operators connected to the turbine wicket gates.
The gate operators are each equipped with a DC and AC powered motor. All three
operators derive their AC power from one 480-volt panel board (FCQ1) with a single
225-amp main circuit breaker. This panel board and panel board FCQ2, also with a
225-amp main breaker, are both fed from a 200-amp circuit breaker in station
service substation SQO. Substation SQO is fed from two separate sources with an
automatic tie breaker in case of the loss of either main power source for the
substation. An electrical fault in the circuit feeding the wicket gate operators
downstream of substation SQO will tend to trip the 200-amp circuit breaker in
substation SQO, leaving the turbines without AC power. Upon loss of AC power, the
turbine shutoff valve closes preventing damage to the turbines. The valve is DC
operated, deriving its power from the station batteries. The gates and valves can be
manually operated although this is a somewhat cumbersome procedure. The
operating mechanism for the turbine wicket gates was designed and installed to
provide the operators with a constant source of power.  Since the main regulating
elements of the turbines, and therefore the fish water pump discharge, are
electrically operated, it is essential that these systems be able to operate at all times.
This points to an electrical system vulnerability that reduces the reliability of the
pumps. The electric wicket gate operators are susceptible to a single mode failure,
in that there is only a single source of power for all three operators. Failure in the
single source of power would leave the turbines without electric actuation for an
extended period of time. Alternate sources of power are available and could be
connected to the turbine auxiliary systems through an automatic transfer switch.
Although failure of the power system may be mitigated by a work-around plan
(including manual actuation), this is a vulnerability that should be rectified.

4.2.3 Evaluation Summary

The existing auxiliary water system at Little Goose has generally been
a reliable system over the years, thanks in part to a consistent maintenance
program. The speed reducers, which were very unreliable in the early days, appear
to have had the systemic problems corrected through numerous rebuilds and now
match the other components in reliability.

However, a speed reducer failure would still cause major disruption to
the AWS. This is presently fairly well mitigated, as there is a spare Philadelphia
speed reducer on site. It is to be shared with Lower Monumental Dam which uses
the same type and size. A previous report estimated installation of the spare speed
reducer would require two weeks. Without the on-site spare, procurement of a new
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unit would require approximately 35 weeks with accelerated “sole source”
procurement. The turbine/gearbox/pump system appears to have considerable
remaining service life based on the performance history of comparable systems.

All three pumps are required to meet FPP criteria, although
conformance to the criteria is marginal (but apparently acceptable) at the North
Shore ladder entrances due to sub-criteria head differentials and transport velocities
at various locations in the fishway channel. Contributions from the dewatering
structure at the juvenile facilities supplement the total attraction flow during the
period that the dewatering facility is operational (approximately April 1 to December
15). Thus, there is no spare capacity at the project in the event of a single-pump
failure. Certainly, the requirement for a minimum of a one-pump equivalent spare
capacity is not being met at this project.

The electric wicket gate operators are susceptible to a single mode
failure, in that there is only a single source of power for all three operators. Failure
in the single source of power would leave the turbines without electric actuation for
an extended period of time. Alternate sources of power are available and could be
connected to the turbine auxiliary systems through an automatic transfer switch.
Although failure of the power transfer system may be mitigated by a work-around
plan, this is a vulnerability that should be rectified.

43 DEVELOPMENT OF ALTERNATIVES TO BE REVIEWED IN THE PHASE i
REPORT

4.3.1 Phase | Report Alternatives

As was noted in Section 1.4, the objectives of this Phase 1l report are
to evaluate, in greater detail, the alternatives previously identified in the Phase |
report and recommend a selected alternative. Following the evaluation of the
auxiliary water system at Little Goose, which was performed in the preceding
section, and following a review of the alternatives identified in the Phase | report
alternatives, it is clear that not all of the alternatives reviewed in the earlier report are
suitable for a more detailed review. In this section, each of the Phase | report
alternatives for Little Goose will be evaluated for merit for further investigation in this
report.

4.3.1.1 Alternative 1 - Gravity feed through non-overflow section

- In Alternative 1 in the Phase | report, it was proposed that a
gravity feed system be developed to be routed through either the north, central, or
south non-overflow sections of the dam and to be delivered to the AWS at one of
several locations. The quantity of water to be supplied with this alternative would be
equivalent to one pump resulting in spare capacity for the AWS. Since the existing
auxiliary water system at Little Goose currently has no spare capacity, as noted
earlier, and since the proposal has merit from a functional standpoint, more detailed
review of this type of system is warranted and will be presented in this report as
Alternative 1. :
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Alternative 1 in the Phase | report provided 700 cfs additional
flow by installing one 80-inch diameter steel conduit cored through the north, south
or center non-overflow section monolith. The energy would be dissipated by
submerged cone, sleeve type or Monovar valves in an energy dissipation chamber
and then discharged into the existing pump discharge chamber, fish ladder entrance
diffusers, or the North Shore Fishwater Supply Conduit diffuser (Diffuser No. 12) at
the north end of the powerhouse. It was noted that if the additional flow is
discharged into Diffuser No. 12, the auxiliary water pump discharge chamber
bulkhead to this diffuser would be closed, thus isolating it. Modifications would also
be necessary to this diffuser to handle 700 cfs since it has a capacity of only
approximately 275 cfs.

In the review of this alternative for development in the Phase
Il report, the following observations were made:

e The proposed 700 cfs additional water supplied by the gravity system from the
forebay in this alternative does not fulfill the “one-pump spare capacity”
requirement, which at Little Goose is 850 cfs. In the Phase | report, the 700 cfs
was to be combined with about 180 cfs from the juvenile facilities dewatering
structure to meet the full 850 cfs required capacity. Since the juvenile system is
only operated from April 1 to December 15, while the ladder is operated year-
round (except for periods of one week to one-month during January and
February for maintenance), the excess water from the juvenile facilities is not
available for a period of as long as three and one-half months depending on
ladder maintenance requirements. This is judged to be unacceptable. Thus, the
system should provide the full capacity of one pump or 850 cfs.

e The drawings in the Phase | report indicate a trash rack as being required for the
forebay intake. Actual development of this intake will require juvenile fish
screens conforming to NMFS juvenile screening requirements.

e The development of the forebay intake at the central and north non-overflow
sections of the dam will require that the water be carried a significant distance to
where it can be best utilized for the AWS, namely the pump discharge chamber.
The extended length of piping required to route flow to this location plus the
modifications required to accommodate the piping are seen as compelling
disadvantages to these locations.

» Significantly more efficient and less costly energy dissipation configurations are
possible than shown in the Phase | report.

4.3.1.2 Alternative 2 - Spiral case tap to pump discharge chamber

Alternative 2 in the Phase | report proposed to install a tap in
the spiral case of the southernmost turbine in the powerhouse. The tap would
consist of a bonneted slide gate and would feed flow to the Powerhouse Fish Water
Supply Conduit through an energy dissipation chamber mined out of the
downstream powerhouse wall. Like Alternative 1, the quantity of water supplied
would be equivalent to one pump capacity. In the review of this concept for inclusion
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into the Phase |l report, it was noted that disadvantages included the fact that this
alternative would require discharge of unscreened flow, and consequently juvenile
and adult fish, from the forebay into the AWS. This is judged to be an unacceptable
configuration from a fish protection standpoint. Moreover, it was questionable
whether the system could be operated with the turbine running because of a
possible increase in shaft bearing vibrations and/or turbine runner cavitation. For
the purposes of the Phase |l report, it was concluded that this alternative should not
be pursued further and was dropped.

4.3.1.3 Alternative 3 - Add two pumps north of north fishway entrance

Alternative 3 in the Phase | report would provide water to the
AWS through pumping from the tailrace. It was proposed that a new pump station
be developed on the north bank and that this facility would pump water to the central
non-overflow diffuser. The equivalent of one pump capacity would be developed.
As was noted above, since there is currently no spare capacity at Little Goose, and
since no obvious fatal flaws exist with the concept, this alternative will be carried
forward to the Phase Il report as Alternative 2 for further design development.

In Alternative 3 in the Phase | report, an additional 700 cfs of
flow was to be provided by adding two 350 cfs pumps to the auxiliary water supply
system. The pumps would be installed in a pump intake structure in the area north
of the north fishway entrance in the embankment. Two large-diameter conduits
running along the roof of the existing fish gallery in the spillway monolith would
supply an independent source of water to the diffuser in the central non-overflow
section feeding the north shore fishway entrance. It was noted that modifications
would be necessary to the central non-overflow section diffuser (Diffuser No. 12) to
handle 700 cfs since the diffuser has a designed capacity of only approximately 275
cfs.

In the review of this alternative for further development in the
Phase Il report, the following observations were made:

e The proposed 700 cfs additional water supplied by the pump station in this
alternative does not fulffill the “one-pump spare capacity” requirement of 850 cfs.
As was noted earlier, in the Phase | report, the 700 cfs was to be combined with
about 180 cfs from the juvenile facilities dewatering structure to meet the full 850
cfs required capacity. Because the excess water from the juvenile facilities is not
available for a period of as long as three and one-half months, the emergency
supply would be deficient during this period. This is judged to be unacceptable.
Thus, the pump station should provide the full capacity of one pump or 850 cfs.

e Introducing the entire flow to Diffuser No. 12 or the area of the diffuser would
negatively impact fishway hydraulics. Since the fishway is designed to introduce
only 275 cfs at the central non-overflow section (Diffuser No. 12), introducing 700
(or 850 cfs) at this location would effectively rob the upstream portions of the
fishway of 475 cfs (700 cfs — 275 cfs). This would result in reduced (or reversed)
flow velocities in the upstream channel and the robbing of the south shore and
north powerhouse fish entrances of required flow.
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e The water is not withdrawn from the closest and most efficient location. The
proposed location at the north shore of the project is over 1300 ft. from the
proposed delivery location. A closer location should be investigated to reduce
pumping costs from head loss in the pipes and avoid construction of the long
piping system. '

e Because of the eddy effects due to spill, small fish are likely to find their way to
this area. Consequently, screening of the pump station will likely be required.
Recent directives from NMFS [16] requiring screening of any new withdrawals in
the forebay and tailrace areas further bolsters this conclusion.

4.3.1.4 Alternatives 4 - Enhanced preventive maintenance program,
and Alternative 5 - “No Action”

Alternative 4 in the Phase | report proposed to increase the
reliability of the existing turbine/pump system through a more aggressive
maintenance program and through an increased inventory of spare parts with the
objective of anticipating possible failures and working to prevent them, and institute
a program of increased readiness to resolve them promptly if they occur. This
alternative was identified as being attractive since the Phase | report had concluded
that spare pumping capacity was currently available at the project since, by that
analysis, only two pumps were required to meet FPP criteria. Thus, one pump
would be available in case of failure of one of the other two pumps. The review in
this Phase |l report of the FPP, and hydraulic studies performed at the project
indicate that all three pumps are required and are currently operated to meet
(nominally) the FPP criteria. Thus, no spare capacity actually exists. Consequently,
an enhanced maintenance program and increased spare parts inventory would only
address minor failures of the AWS system; ones that would allow the system to be
restored to full operating capacity in less than 24 hours (per the criteria). Long-term
outages would mean extended periods of operation on less than three pumps. This
was deemed to be unacceptable since it did not meet the operational criteria of the
FPP. It is felt, however, that any proposal for increasing the reliability of the AWS
system should include an enhanced maintenance program of the AWS to guard
against system failures which might result in the failure of one or more pumps and
should include reliability upgrades to the equipment to improve its overall reliability.
An increased inventory of spare parts would contribute to this increased reliability.
Thus, enhanced maintenance as a stand-alone concept is not viewed as being a
viable alternative for the Phase Il report, however, it should be reviewed as a
supplementary “alternative to one of the other alternatives and as such, will be
included in the report as Alternative 4.

Alternative 5, the “No Action” alternative from the Phase |
report, was not pursued further since by default, the existing system does not meet
basic spare capacity needs or does it adequately address reliability concerns and as
such, a proposal for “No Action” was not an appropriate response to these issues.
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4.3.2 Other Water Supply Alternatives

In addition to the altematives identified in the Phase | repon, a review
of other concepts was initiated to determine if other emergency water supply
configurations were feasible. Some of the other concepts considered for this report
included ones pursued in the Phase |l report for Lower Monumental and Ice Harbor
[2], concepts developed during a value engineering (VE) study for EAWS for these
projects, completed in May 2000 [6], and a concept that was suggest by Ray Eakin,
Operations Chief at Little Goose Dam, during the 60% Draft Report review meeting
(see Appendix B for meeting minutes).

The most promising of the other concepts include one that is currently
being developed more extensively for Lower Monumental in a separate study. This
alternative would replace the existing three pump/turbine arrangement (which has
hydraulic capacity of approximately 2,100 cfs) with a higher capacity system. Three
new electric motor-driven pumps would replace the existing hydraulic turbine-driven
pumps to increase the output capacity of each pump to approximately 1,050 cfs.
Thus, two pumps would have the same capacity as the existing three-pump system.
With this design, one pump would function as the spare pump, thus meeting the
one-pump spare capacity criteria. Since Little Goose has almost an identical
turbine/pump arrangement to Lower Monumental, such a concept should be
applicable there also. This concept was adopted as Alternative 3, AWS Pumping
System Upgrade, in this report.

The other promising concept, suggested by Ray Eakin, involves
installing pumps through the roof of the existing AWS pump intake in the South
shore tailrace area (thus utilizing the existing AWS pump intakes) and pumping into
the AWS system. This is similar to Alternative 2 except that the pumps are located
in a different place and pump to a different part of the AWS system. This concept
was adopted as Alternative 5 in this report.

44 ALTERNATIVE 1 - GRAVITY FEED THROUGH NON-OVERFLOW
SECTION

4.4.1 Design Development Criteria

In refining this alternative for the Phase Il report, the following criteria
were used for design development:

e The intake for the gravity supply pipe should be screened for juvenile fish.
Recent directives by NMFS [16] require any new diversion of water from the
forebay or tailrace area to be screened for juvenile fish. Existing diversions are
accepted as long as diverted amounts are not substantially increased over
original designed withdrawals (example, the existing AWS pump intakes).

o Generate uniform velocity distributions through juvenile fish screens in the
forebay with velocity magnitudes that fully comply with National Marine Fisheries
Service fry criteria.
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e Develop a through screen velocity distribution control concept that minimizes
complexity and yet allows field adjustment.

o Design the system to supply a discharge of 850 cfs at minimum forebay to
tailwater differential.

e Maintain positive pressures throughout the water supply system to prevent
development of cavitation and release of free air.

e Maintain positive flow control at a single location in the supply line over normal
operating ranges (avoid shifting control).

o Design the system so that continuous, production operation can be effectively
sustained at discharges ranging from 425 cfs to 850 cfs.

e Minimize the complexity and size of transport and energy dissipation structures.

e Introduce flow to the pump discharge chamber/attraction water system in a
manner that sustains or enhances effective flow distribution.

¢ Avoid concepts that interfere with or require modification of existing features.

e Operation of the emergency water supply should be accomplished with a
minimum of system configuration changes during the transition from normal to
emergency operations.

4,42 New System Description

The following is a description of the major features and design
considerations for development of the new gravity feed system. The new gravity
feed system is depicted on Plates 1.1.1 through 1.1.5.

4421 General

In Alternative 1, a new forebay intake routes flow by gravity
via a new 90-inch steel pipe constructed through the South Non-Overflow Dam to
the existing AWS pump discharge chamber at the Erection Bay. The forebay intake
is comprised of two dual-flow traveling screens designed to exclude fish and debris.
The screens are connected to two new steel flow chambers attached to the dam.
Flow is controlled by a single 72-inch in-line sleeve valve located near the pump
chamber and sluice gates located in the flow chambers. Energy dissipation is
accomplished through both the valve and a new header/diffuser pipe located in the
pump discharge chamber, which both dissipates energy and provides for uniform
diffusion of flow in the pump chamber.

The operation of the Alternative 1 system is as follows:

e Upon failure of one of the three AWS pumps and identification of the need to
operate the EAWS system, all of the AWS pumps are shut down and the
bulkhead for the failed pump is placed in its appropriate slot. After placement of
bulkhead, the remaining two operable pumps are turned back on.
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e The traveling screens at the forebay intake on the EAWS system are started and
allowed to flush themselves of any accumulated debris through use of the screen
spray system.

e Since the sluice gates at the forebay intake are normally open and allow full
hydrostatic head to be applied to the closed sleeve valve on the supply line, the
sleeve valve on the EAWS system supply line is slowly opened to a pre-
determined position based on the forebay and tailwater elevations to provide full
design flow (850 cfs) to the pump chamber.

e Once the bulkheaded pump is repaired, the EAWS system is shut down in the
reverse order indicated above.

4422 Hydraulic/Fisheries
a. General Hydraulic Design Overview:

Hydraulic design of the gravity system focused on sizing
screens, control of velocity distributions through the traveling screens, sizing of
piping and control valves, evaluation of velocity and pressures generated through
the system, consideration of alternative energy dissipation concepts, and
consideration of alternatives for introduction of the flow into the existing pump
chamber. Hydraulic designs were developed in compliance with the Design
Development Criteria.

b. Forebay Intake:

The proposed dual-flow traveling screens were sized to
supply sufficient screen surface area to pass a design discharge of 425 cfs per flow
chamber with a minimum forebay operating pool (elevation of 633.0 ft) while
sustaining approach velocities of no greater than 0.4 ft/s applied over the effective
screen area (National Marine Fisheries Service fry criteria). Based on an effective
area coefficient of 0.9 applied to the screen surface width, the screens were sized to
extend to elevation 583.0 ft. with a 12.0 ft basket width (a standard width). This
sizing is conservative in that active flow is sustained through screen baskets as they
pass around the bottom of the screen (bottom area was not considered in sizing).

Since substantial excess head is available, uniform
velocity distributions through the traveling screens could be generated through the
use of velocity distribution control baffling that causes losses through the screen and
baffling that greatly exceed energy influences in the screen approach and exit flow.
By making uniform screen and baffling loss as dominant, local approach and exit
velocity and loss influences have only secondary effects on local differentials across
the screen. As a consequence local approach and exit velocity field characteristics
will exert only secondary influences on through screen velocity distributions.

An internal baffling treatment was designed with input
from a traveling screen vendor (U.S. Filter/Envirex). Through consideration of baffle
placement and resulting internal flow path width, internal flow accelerations within
the screen were evaluated. It was determined that maximum velocity influences on
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local head differentials across the screen would be approximately 0.1 ft. As a
consequence, a baffle element fabricated from perforated plate containing 20-1.0
inch diameter orifices per square foot was selected. In combination with screen
losses, net loss across the combined screen and baffle would be approximately 0.6
ft. This design would result in at most a +5% variation in through screen velocities
over the width of the screen. The baffle would be placed approximately 0.75-ft
behind the screen and would extend from water surface El. 646.5 ft. (maximum
design flood) to the bottom of the screen, wrapping around the bottom of the screen
and back up the other side of the dual-faced screen once again to El. 646.5 ft.
Based on input from U.S. Filter/Envirex it is proposed that the baffle be fabricated
from 0.25 inch thick stainless steel plate. U.S. Filter/Envirex noted that they have
produced screens of similar design that are currently in operation. An example of
such a screen system is at the cooling water intake at Peach Bottom Nuclear Plant
owned by Pennsylvania Electric Power.

To ensure uniform vertical velocity distributions it is
proposed that a vertical slot orifice be used to restrict flow passage from the screen
to the vertical flow chamber. Again the vertical slot was sized to cause head
differentials that greatly exceed velocity and loss influences within the vertical
chamber. With consideration of loss of slot orifice area due to structural members
and the mid-screen vertical positioning of the exit conduit, a slot width of 1.44-ft was
selected. This width would generate a minimum head differential across the slot of
2.0 ft, which would hold vertical flow distributions with +2%. It is proposed that
guides be provided into which orifice blades would be inserted to form the vertical
slot. This would allow field modification of the vertical slot width to allow adjustment
of the through-screen velocity distributions.

c. Supply Pipe:

As addressed in the Design Development Criteria,
specific design objectives included:

e Assuring adequate line size to allow delivery of 850 cfs with a minimum forebay
to tailwater head differential.

e Maintaining positive pressures throughout the system including the control
valves.

e Prevent shifting flow control over normal operating ranges.

- Hydraulic and energy grade lines were computed to
compare alternative designs. For the proposed design, which includes an in-line
sleeve valve placed at an accessible location mid-way along the supply line and a
ported diffuser that discharges a broken jet into the pump discharge chamber, a 90-
inch diameter line would be required to supply needed capacity. For discharges
ranging from approximately 425 to 850 cfs, release flow control would be maintained
at the ported diffuser. By maintaining approximately a 10 to 40-ft differential across
the diffuser, positive back-pressure would be maintained on the discharge from the
sleeve valve. This will be a sufficient back-pressure to prevent negative pressure
development in the conduit below the sleeve valve (which could draw air through the
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air/vacuum valve). Head drops across the sleeve valve would range from 25 to 82-
ft. These ranges of head losses and back pressures are conservatively within the
operating capacity of the sleeve valve.

An_alternative design that was explored used a butterfly
valve instead of the in-line sleeve valve. The butterfly valve offers a less costly
design. However, because the butterfly valve would be susceptible to cavitation
damage if operated with the substantially reduced back-pressures that result when
operated at reduced flow rates, the butterfly valve could only be operated over
relatively narrow range of flow. System operation with butterfly valve control would
be limited to replacement of a full pump’s discharge capacity (approximately 850
cfs). The sleeve valve, on the other hand, can operate without cavitation damage,
with reduced back-pressures. The sleeve valve therefore provides a more durable
scheme with greater operating flexibility. Both designs would require similar piping
and both would require use of the ported diffuser to minimize disruption of flow
conditions in the pump discharge chamber.

Discharges could be monitored and set either through
use of a flow meter (probably a multiple path ultra-sonic meter) or through field
calibration, which establishes control valve set-points. Variation in discharge as a
function of gross head will be minor. It is unlikely that control valve settings would
be adjusted as gross head varies. Opening the control valve to a field calibrated set-
point and leaving it at that setting, appears to be a reasonable operation. As a
consequence a flow meter was not included in the design.

d. Energy Dissipation:

At a discharge of 850 cfs, line losses including screen,
intake structure, and miter bend form losses, plus friction, amount to approximately
20 feet of head. Corresponding line losses at a discharge of 425 cfs would be
approximately 5 feet of head. Additional excess head ranging from 65 to 92 feet
must be dissipated. As discussed above, energy dissipation options include
dissipating most of the excess energy at a dissipation structure (such as the sleeve
valve) with secondary energy loss occurring with release of the flow into the pump
chamber, or balanced dissipation of energy at both a control valve and at the pump
chamber as would occur with the butterfly valve design.

Since both the sleeve valve and the pump chamber are
designed as energy dissipation features, combined utilization of energy dissipation
at the two features is both workable and appropriate. When utilizing the pump
chamber as an energy dissipator the flow should be introduced in such a manner
that it would not significantly change chamber hydraulics and thus, would not
adversely affecting attraction flow delivery. It is proposed that a ported diffuser,
running the length of the pump chamber, be used to disperse the inflow to minimize
the influences of local concentrated jets and/or flow impingement. The diffuser
would be fabricated from 90-inch diameter steel pipe with 4.0-inch diameter orifices
placed at 9-inch centers in the lower quadrant of the pipe oriented into the chamber.
Minor adjustments could be made either to orifice diameter or number of orifices to
compensate for velocity head recovery within the diffuser and maintain uniform flow
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distribution over its length. Effectiveness of the diffuser in introducing flow uniformly
will vary with the head differential across the diffuser. As designed, the diffuser will
generate uniform distributions with high flows (approximately 850 cfs) and high head
differentials. With reduced flows, velocity variations within the diffuser have greater
influence on differential distributions. However, because flow rates are reduced, the
resulting impacts on flow distribution from the chamber should be less significant.
Consequently, an  adjustable diffuser design would not be warranted. The diffuser
would be submerged and placed below the existing diffuser, which receives excess
water from the juvenile system.

4.42.3 Mechanical
a. Fish Screens:

As was noted above, exclusion of fish (and debris) from
the intake is required for this system. There are a number of fish screening systems
which have been employed by the COE and others. These include traveling
screens, rotating drum screens, static screens with brush wipers, static screens with
air burst systems, and rotating screens as are currently being prototyped at McNary
Dam. The objective of the screening system for the forebay intake for Alternative 1
is to provide a safe, cost-effective, reliable system which meets the screening criteria
established by NMFS.

One of the challenges faced with developing screens in
the forebay is that there is little or no opportunity for developing flushing flows for
debris removal and transport flows to carry fish past the screens except in front of
the spillways and the turbine intakes. In locations where it is practical to locate an
intake for this project, the reservoir environment is more or less that of a quiescent
lake with little or no perceptible velocities near the dam. As such, static screens
which rely on air-burst systems (or water back flush systems) to remove debris, risk
having the material re-attached to the screen as flow through the screen is re-
started. Screens can be mechanically cleaned with brushes with material physically
removed from the screen face. Once again, unless there is sufficient flushing flow,
the debris, once detached, will re-attach at another location. Rather, it seems that
removing the material from the flow path using a moving screen face and an above-
surface spray system appears to have merit. This is the basic premise of traveling
screens.

Historically, traveling screens have been notorious for
maintenance problems with a myriad of moving parts, some of which require
complete removal of the screen for service. Adverse environments (excessively silty
or sandy source water) contributes to premature failure of critical moving and
rotating components. More recently, with the advent of newer screen technologies,
the more problematic components (the foot shaft and lower sprocket systems) have
been replaced on some screens with continuous steel guide rails which allows the
screen chains to roll around the foot terminal in a 180 degree arc, thus eliminating
any moving parts which cannot be accessed from above the water surface. With the
development of dual-flow screens, which draw water from both screen faces (both
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the upward moving as well as the downward moving face) and allow water to
discharge out one side, a dramatic reduction in the civil works required has been
made possible.

Traveling screens developed for fish diversion leave fish
in the flow rather than scoop fish out, as is more common on traveling screens at
retrofitted intakes. Thus, debris which is impinged onto the screen face, travels up
the screen (or down the screen and then up the screen as would be the case for a
dual-flow screen) and is flushed off the screen face by water jets. Debris and
flushing flow is routed back to the forebay or can be routed downstream. Fish
remain in the forebay.

As was noted above, in the development of the fish
screening system for Alternative 1, a traveling screen vendor (U.S. Filter/Envirex)
was approached and provided basic design information for the project. Selected re-
configuring of their standard Dual-Flow Traveling Water Screen to include additional
static porosity control features downstream of trie traveling face, has resuited in a
design which will provide a uniform approach flow, positive fish screening and
protection, and improved maintenance and reliability characteristics. Screen mesh
to meet NMFS criteria would be applied to the moving panels. The screen material
selection would be accomplished during final design and might be either metallic or
non-metallic materials. The screen’s open side would be attached to a new steel
flow chamber through which flow would be routed to the 90-inch supply pipe. Two
such screens would be required to meet the flow capacity requirements for the
project. To guard against floating debris impacting the more delicate moving screen
faces, a removable trash rack has been included. The rack extends to El. 625.0 ft or
approximately 8 feet below the normal low operating water surface at El. 633.0 ft.

Water supply for the debris spray system would be
provided by a small pumping system located on the equipment. The source of water
for the pump would be the screened water in the flow chambers. Additional filtration
for the spray system would be provided by an in-line filter.

One of the design issues to address during final design
would be the susceptibility of the screens to icing conditions. Since the screens
would not normally operate during January and February, which are critical months
from an icing standpoint, the issue of operating during severe cold temperatures
should not be a concemn. Also, because of the quiescent nature of the forebay, frazil
ice, the primary concern for screen plugging, should not be an issue. The trash
racks should protect the screens from surface ice damage. Also, selection of non-
metallic screen material should be investigated from an ice mitigation standpoint.

b. Flow Control and Air/Vacuum Release Equipment:

Flow control for the pipe system is provided by an in-line
72-inch sleeve valve as discussed in Section 4.4.2.2. Valve discharge would be
controlled by an electric or hydraulic geared actuator with a 5 to 10 hp electric motor.
To avoid over-pressurizing the ported diffuser pipe proposed for the pump chamber,
position limit switches on the actuator would be utilized to limit discharge through the
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valve. The valve has a total static design head of approximately 98 feet of water at a
maximum design flood of 646.5 feet. The valve is located in a new concrete valve
pit south of the Erection Bay. Because the groundwater at the excavation is likely to
be above the bottom of the valve pit, a concrete bottom slab is added to the valve
pit. Also, because of the groundwater, the valve pit design would need to address
potential buoyancy issues. A small sump pump would be required to control
accumulations of water in the pit.

Additional on-off flow control is provided in the new flow
chambers in the forebay at the intake where two sluice gates (one in each flow
chamber) provide isolation for the pipe downstream. These gates would not be used
for throttling. Rather, they would only be used as isolation valves. Total design
seating head on these gates is approximately 41 feet of water under maximum
design flood conditions in the forebay. No unseating head design is required.
These gates would be fitted with electric or hydraulic actuators.

Combination air/'vacuum release valves are provided in
two locations. One is located just as the pipe emerges from the downstream wall of
the South Non-Overflow Dam while the other is located just downstream of the 72-
inch sleeve valve. The valves protect the pipe from excessive negative pressures
during emptying of the pipe and allow accumulated air to be released during filling of
the piping. Since the fill and emptying rates of the relatively short pipe can be strictly
controlled, the sizing of the valves would be based on the desired operating plan for
the pipeline.

c. Piping and Supports/Restraints:

The 90-inch supply pipe is proposed as an epoxy-lined
welded steel pipe meeting AWWA C-210 with a painted external coating system for
above-grade installation and a polyurethane coating system meeting AWWA C-222
below grade. Alternative interior and exterior coatings meeting AWWA requirements
are available including mortar lining for the interior and tape coating for the exterior.
Piping design shall be for all relevant internal pressure loads and externally applied
loads in the buried section of the pipe. Thrust restraints are provided at pipe bends
and would be sized for the maximum design load due to static and transient
pressures, where applicable. To guard against differential settlement at the
soil/structure interface, harnessed flexible couplings would be added where the pipe
transitions from soil to concrete structures. Dewatering of the pipe trench and will
likely be required during construction due to anticipated high groundwater in the area
due to the proximity of the tailwater. A means of gaining access to the pipe interior
for inspection should be provided. The most reasonable location for these access
ports would be in the sleeve valve pit discussed above. Filling of the pipe would be
accomplished by a small valved port at the Tee section of the pipe in the forebay.
This valve would be operated from the screen platform.

Installation of the 90-inch supply pipe will require
penetration of the concrete non-overflow dam (approximately lineal 45 feet of
concrete) as described in Section 4.4.2.4, and penetration of the south wall of the
pump discharge chamber (7-foot thick concrete wall). It will also require excavation
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of approximately 1250 cubic yards of earth in the area south of the Erection Bay
where the pipe is buried, demolition of approximately 20 feet of the buried temporary
fish ladder used during construction of the dam, and temporary removal of Vault C
associated with the excess water system from the juvenile fish facilities. A review of
buried utilities shows that an existing 39-inch pipe will also have to be skirted during
installation of the pipe (see Plate 1.1.1). Miscellaneous buried electrical conduit and
smalil diameter piping may also be impacted during pipe installation.

d. Header/Diffuser Piping and Supports:

The header/diffuser piping in the AWS pump discharge
chamber would be fabricated out of flanged 90-inch welded steel pipe. Diffuser
modifications to the raw pipe would consist of adding three arrays of 4-inch diameter
holes located in the lower left quadrant of the pipe (looking downstream). Flanged
sections would allow the pipe to be installed through the construction opening in the
south wall of the pump chamber. Pipe supports for the pipe in the chamber would
be designed for a radial thrust load of approximately 1250 Ibs. per lineal foot in the
opposite direction of the diffuser jets, gravity loads for the empty pipe, and gravity
and seismic loading as well as Westergaard loading for the submerged pipe. Since
the pipe is submerged during normal operation, the intemal pipe water weight would
not be added for gravity loading of the pipe.

4424 Structural
a. Dam Stability Issues:

A relative assessment of the impacts of the new forebay
structures and 90-inch concrete core on the stability of the South Non-Overflow Dam
was performed. Based on that analysis, the additional overturning moment due to
the horizontal seismic forces from the forebay structures (and confined water) and
the decrease in the concrete mass of the dam due to the removal of the concrete
core, are lower than the restoring moment caused by the new vertical loads of the
new structures in the forebay and the decrease in seismic overturning forces due to
the removed concrete. Thus, the impact to overall dam stability is acceptable.

b. Forebay Intake Structure:

The intake structures are composed of three main
components; the (two) flow chambers, the equipment platform, and the (two)
traveling screens. Each flow chamber routes flow from a single traveling screen
(see discussion above on traveling screens) to the 90-inch supply pipe. The design
of the flow chambers is such that flow through the screens is initiated by a 1 to 1.5-
foot differential head through a tall vertical slot in the upstream side of each flow
chamber. Thus, the flow chambers become large negatively-pressurized chambers
(relative to the forebay). The design head loss for the design of the flow chambers is
4 feet of water which will far exceed the normal operating head loss through the
control slot. The chambers are comprised of vertically stacked horizontal frames
over which spans steel plate to make up the skin of the chambers. The screens are
attached on their downstream side to the upstream side of the flow chambers and
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transfer horizontal loads to the structures. The vertical loads for the screens are
assumed to be carried by the equipment platform at the top although some vertical
load transfer through the flow chambers to the forebay wall will occur. The flow
chambers are attached to the upstream forebay wall with surface-mounted base
plates using rock bolts installed by divers. Water level sensors monitoring the water
surface elevations at the forebay and inside the screens should be included to alert
plant operators to a fouled screen condition

The equipment platform, as noted above, supports the
traveling screen equipment, provides access to the equipment, and supports the
relatively shallow trash racks which protect the upper reaches of the screens from
wave-generated debris damage. The platform is horizontally braced. It is also
vertically braced back to the forebay wall at each side and at the center of the
platform. Attachments to the concrete forebay wall are made with surface mounted
base plates using rock anchors. Grating and handrails provide access around the
equipment. Portions of the platform framing would be removable to allow for access
for maintenance of the sluice gates.

Since portions of the steel structure located below the
water surface would not be designed to be removable, and therefore could not be
maintained like other steel structures, the coating system would need to be designed
for the life of the structure. Conventional paint systems employed on hydraulic
structures will perform adequately for many years, but historical evidence suggests
that they will fail well before the 50-year design life proposed for this structure.
Cathodic protection system using impressed current have been successful at
protecting steel structure in water. Poor reliability of these systems, typically due to
failure of the protection system itself, has led to poor long-term performance.
Metallized coatings (essentially a sacrificial metal coating sprayed onto the steel) are
gaining increased popularity due to improvements in technology resulting in cost
which are now competitive with high quality paint systems. The durability of
metallized coatings is very good and can approach the 50-year design life.
Consequently, it is proposed that a zinc-aluminum metallized coating system be
employed for the structure.

c. Concrete Removal:

Two areas require significant concrete removal to install
the 90-inch supply piping for this alternative. The first is the forebay wall which is
nominally 45 feet thick at the point of penetration. Two strategies for removing the
concrete include diamond wire sawing, and core drilling and splitting/chipping. A
caisson would be required for the upstream face of the dam to allow final penetration
to the forebay. The work face, however, is assumed to be the downstream face of
the dam. This will require construction of temporary access platforms to reach the
work area. Good access for concrete removal by crane exists from below, however,
the existing fish channel, which is located above the penetration, will prevent direct
access to the face. Depending on when construction takes place, weather-related
issues (icing, cold weather, etc.) may complicate construction. Since the structure is
mass concrete, little impact on the design of the monolith is anticipated although this
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assumption should be checked during final design. The pipe would be grouted in
place after installation. Seep and thrust rings would be incorporated into the
penetration design.

The second main concrete removal activity is located at
the 7-foot thick south wall of the pump discharge chamber where the 90-inch pipe
enters the pump discharge chamber. Since the north face of the wall can be
dewatered during the fishway maintenance window (January and February), and
since excavation at the south side of the wall can be accomplished independent of
project operations, good construction opportunities exist for this work. An existing
48-inch excess water diversion pipe from the fish facilities is located directly above
the work area and would have to be supported independently during construction.
Vault C, located on the 48-inch pipeline and directly above the excavation for the 90-
inch pipe, would have to be removed and replaced after installation of the new pipe.
Diamond-wire sawing or core drilling and splitting would be appropriate concrete
removal techniques for this area. The concrete structure should be analyzed for the
new penetration during final design although the close proximity to other massive
walls intersecting with this massive wall should make the analysis straightforward.

4425 Electrical
a. System Loads:

The electrical power requirements of the proposed
gravity water supply system are located at the forebay intake and near the discharge
end of the supply pipe at the pump chamber. Both of these areas would require
small 480-volt circuits. These circuits would be from spare, or out of service circuits,
in the 480-volt power centers. Control centers, CQ01, CQ02, CQ03 and CQ04 all
have sufficient capacity and either abandoned or spare circuits to accommodate this
load. These control centers derive their power from both station service busses.

The forebay intake has primarily small 480-volt motor
loads for the fish screens, screen spray system, flow control equipment (sluice gate
actuators), and lighting; and 120-volt control power for instrumentation and
convenience receptacles. The two screens typically require a 1 to 1.5 hp electric
motor each to circulate the moving screen. A single 5 to 10 hp pump for the screen
spray system is anticipated. The two sluice gate actuators have similar
requirements with either an electric or hydraulic operator.

_ The 72-inch sleeve valve near the discharge potions of
the facility will also require similar amounts of power. The valve will require a 5 to 10
hp drive system, for either an electric or hydraulic operator. Status and control
signals will need to be taken from and brought to the supervisory system.

b. Power Supply and Routing:

This system will require two 480-volt circuits, one each
feeding the upper and lower areas. A 480-volt power distribution pane! will be
provided for each area, and local 120-volt power will be provided through a step-
down transformer, feeding a 120-volt distribution panel. The 480-volt system will
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provide power for screen and sluice gate motors, and the 120-volt panel will provide
power for controls, receptacles, and lighting. New power and control circuits will be
routed though the existing cable tray and conduit system to the central or north non-
overflow section. From here, the concrete will have to be bored to get the power to
the upper and lower areas.

4.4.3 Estimated Construction Costs

The following table presents the estimated construction costs for
Alternative 1. Detailed cost information for Little Goose EAWS system alternatives
is provided in Appendix C.

DIRECT CONSTRUCTION COSTS $2,876,703
CONSTRUCTION RELATED COSTS

Mobilization/Demobilization (5%) $143,835

General Contractors Overhead and Profit (26.5%) $800,443
CONSTRUCTION SUBTOTAL $3,820,981

Construction Contingency (25%) $955,245
TOTAL CONSTRUCTION COSTS $4,776,227
PLANNING AND ENGINEERING (22.5%) $1,074,651
CONSTRUCTION MANAGEMENT (12.5%) $597,028
TOTAL ESTIMATED COST OF CONSTRUCTION (IN 2000 DOLLARS) $6,447,906

4.4.4 Conclusions

The following section discusses how Alternative 1 meets the criteria
established earlier in this report with regards to providing emergency auxiliary water
supply and addresses design complexity, constructability, operations and
maintenance, construction and O&M costs, and other issues.

EAWS Criteria: Alternative 1 accomplishes the goal of providing one-
pump “spare” or emergency flow capacity to the auxiliary water system. Moreover, it
delivers this flow to a desirable location in the AWS pump chamber making it a very
flexible system in terms of project operations.

The system can be brought on line in a relatively short period of time
with the greatest amount of time likely to be associated with the bulkheading of the
failed pump. After ensuring that the traveling screens are free of debris, start-up
should be a matter of turning on the screen drive and spray systems and allowing
the screen to cycle around.

Design and Construction Issues: The system is a fairly straightforward
design; similar components of which have been designed at other COE projects.
The system components should have a relatively long life. The traveling screens,
the most complex of the mechanical systems, have good durability. Periodic
replacement of drive or spray system components, and repair of damaged screen
panels is likely for this equipment, but overall, the screens should have good, long-
term performance. The proposed metallized coating system for the underwater steel
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flow chambers which are not easily removable, nor intended to be removable,
should perform well and give excellent durability.

Like the design, the construction complexity is moderate. Much larger
concrete removal projects than this one have been carried out under more severe
circumstances (example, the construction of the Lower Monumental fish gallery).
The excavation work should be relatively easy given the lack of sensitive adjacent
structures. Existing utilities will need to be supported (or removed and replaced)
during construction.

For the most pant, construction of Alternative 1 will have minimal
impact on the operations of the dam. The major work effort occurs in the large open
area south of the erection bay where there is little apparent operational activity. The
forebay work would be constructed relatively independent of dam operations with no
unit outages foreseen. Periodic blockages of the intake deck will occur as
equipment is installed in the forebay. The operations of the make-up water intake
for the fish collection gallery at the south non-overflow dam may be impacted on a
short-term basis as the equipment is installed underwater on the face of the dam.
Care must be exercised to minimize disturbances in the area of the adult ladder exit
near the forebay construction site. No specific construction timing constraints are
seen due to this, though.

Impacts to the normal operations of the AWS system during
construction should be minimal. The work required to install the piping inside the
pump chamber, which includes penetrating the 7-foot thick south wall of the
chamber, should be able to be accomplished during the normal ladder maintenance
window. All other construction activities are separate from the AWS system.

Operations and Maintenance Issues: = The systems associated with
Alternative 1 should be very compatible with current dam operations. Except for the
penstock piping on the downstream face of the south non-overflow section and the
screen equipment platform on the forebay side of the dam (both of which occupy
areas not normally accessed), there are no physical features which restrict access or
otherwise appear to interfere with existing operations.

The components of the system represent known technologies with
proven reliabilities. The traveling screens are simple, reliable pieces of equipment
while the only other mechanical components, the sleeve valve and sluice gates, are
proven designs and are also very reliable.

Given the benign nature of the operation of the screens (turn them on
and let them run), the operability of the system should be quite straightforward and
should have minimal impacts to the day-to-day operations of the dam. Given the
fact that the system is designed specifically for emergency conditions, operational
impacts of the system are even further reduced.

The traveling screens will likely require the most maintenance of any of
the components of the EAWS. Once the fish screens are confirmed to be free of
any accumulated debris, it is simply a matter of opening the control gates and
valves. As was noted earlier, it is anticipated that periodic inspection of the screen
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panels for damage, the drive system for wear, and the spray system for
effectiveness will be required. Given the anticipated low usage of the system, the
greater risk is perhaps lack of use. Consequently, the equipment should be run
periodically and inspected to ensure that it is available when it is needed. If used for
more extended operation (example, used as a flow supplementation system), more
maintenance would be expected than in its designed role as an emergency water
supply system. Either role would appear to be feasible.

The trash racks would require periodic cleaning at a frequency
determined by use. The cleaning method would be similar to that employed for the
AWS pump intakes which is to lift them with a mobile crane and “swoosh” them off in
the forebay. Debris that does not come free would be removed by hand.

Construction and O&M Costs:  The estimated construction costs for
this alternative are presented in Section 4.4.3 and compared to the other
comparable alternatives at Little Goose (Alternatives 2, 3 and 5), are the lowest of all
the Little Goose EAWS alternatives. However, they are quite close to Alternative 5
and thus can be considered as being virtually the same at this level of design
development.

The daily maintenance costs for this alternative are expected to be
lower than Alternative 2 (the pumped tailrace alternative) which has both fish
screens and pumps), but higher than those for Alternative 5 (the pumped alternative
using the AWS pump intakes) which has pumps but no screens to maintain. From a
long-term maintenance standpoint, the simplicity of the screens and the relatively
low cost of the equipment ($200,000 for each screen compared to $500,000 and up
for each pump in the other alternatives) may in fact lead to an overall lower
maintenance cost. Major pump maintenance work, should it be required, will require
significantly greater expenditures in maintenance dollars than would be expected
with periodic replacement of relatively modestly priced screen panels, small drive
motors, or replacement of miscellaneous spray system components.

The cost of operating the EAWS system for Alternative 1 must include
the value of the energy lost while diverting 850 cfs of water with over 100 feet of
head from the project turbines. Assuming that the system is operated for a total of
one month a year, and assuming the value of power at $17.45 per MW hour [2] and
a turbine efficiency of 86%, the value of the lost energy would be just over $100,000
per year. This compares with just over $10,000 per year in energy costs for a
pumped tailrace system with comparable discharges and durations. It should be
noted that durinig periods when the project hydraulic capacity is exceeded (requiring
spill), this apparent loss of revenue is not accurate since the water would be spilled
at the spillways instead. During these periods, the water would be effectively “free”.
If the use of the system is expanded to provide a source of supplemental flow for the
AWS system, the value of the lost energy will obviously increase. Energy recovery
generators could be installed in the gravity supply system, but these would also
increase the complexity and expense of the system and reduce the reliability of what
is intended to be an emergency backup system.
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Other Issues: It has been suggested in review meetings during
the development of this report that the use of the EAWS system might eventually be
expanded to include its use as a supplemental source of water for the AWS pumps.
While not specifically designed with the ability to accomplish this in mind, this
alternative, with the significant amount of potential head available, is certainly
capable of providing supplemental flow to the existing pump chamber with all the
AWS pumps running. It should be noted, however, that simply adding flow to the
AWS system at the pump chamber may not necessarily significantly increase
discharge as might be assumed. As more flow is added to the pump chamber, the
water level in the pump chamber rises. As the water level rises, the pump
discharges start to fall off. The hydraulic issues and mechanical/electrical
consequences of operating the system in this manner were not evaluated as they
were beyond the scope of this project. A separate evaluation of the entire AWS
system with this in mind should be performed before the system is used in this
manner.

Conclusions: Alternative 1 is a very viable alternative with
advantages in simplicity of design, flexibility in operation, good constructability, good
O&M characteristics, and the lowest construction costs of the other alternatives.
The operations costs associated with the value of lost energy (during periods when
the project hydraulic capacity is not exceeded) is the highest of the alternatives. ltis
also very flexible in terms of adaptation as a supplemental flow for AWS uses.

45 ALTERNATIVE 2 - NEW PUMPED SUPPLY FROM TAILRACE

451 Design Development Criteria

In refining the tailrace pump station alternative for the Phase |l report,
the following criteria were used for design development:

o The pump station should provide 850 cfs additional emergency flow capacity to
the auxiliary water system (one-pump equivalent capacity).

e The optimal location to introduce the new flow capacity in order to be compatible
with the existing hydraulic design of the fishway would be at or near the pump
discharge chamber near the existing AWS pumps in the Erection Bay.

e The intake for the pump station should be screened for juvenile fish. Recent
directives by NMFS [16] require any new diversion of water from the forebay or
tailrace area to be screened for juvenile fish. Existing diversions are accepted as
long as diverted amounts are not substantially increased over original designed
withdrawals (example, the existing AWS pump intakes). New screen systems
should be sized to fully comply with NMFS velocity criteria.

e Fish protection screens and cleaner systems should be designed to maximize
reliability and minimize maintenance.

e The hydraulic conditions at the pump intake should be appropriate to provide
efficient, vibration free pump operation.
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e The new pump station location should not significantly affect plant operations.

e Operation of the emergency water supply should be accomplished with a
minimum of system configuration changes during the transition from normal to
emergency operations.

e The pumps should be readily serviceable. |f possible, pumping equipment
should be serviceable without dewatering the pump sump.

e Techniques for construction of the pump station structure should minimize
dewatering during construction.

e The location and operation of the pump station should not negatively impact adult
fish upstream passage.

o The pump station should not negatively impact turbine draft tube hydraulics.

Review of potential sites for a new pump station concentrated primarily
around the area immediately surrounding the existing pump chamber. The most
promising location appears to be immediately downstream of the tailrace deck at
Units 2 or 3 in the area of the bulkhead slots for the draft tube dewatering bulkhead.
This site has distinct advantages in that it is near the fish pump discharge chamber
where the water can be used most advantageously, an existing conduit is readily
available to route the flow to the chamber (the North Shore Fishwater Supply
Conduit), and plant operations would not appear to be significantly impacted by a
new facility at this location. Other sites downstream of the existing fish pump intake
would require routing of the water through a new conduit to the pump chamber.

4,52 New System Description

The following is a description of the major features and design
considerations for development of the new pumping station. The new pump station
is depicted on Plates 1.2.1 through 1.2.3.

4521 General

In Alternative 2, a new emergency pump station is
constructed off the tailrace deck above the draft tube discharge at Turbine Unit No.
2. Two new modular steel structures are bolted to the downstream face of the dam
above each discharge opening creating two new pump discharge chambers at the
draft tube bulkhead gate slots. Backflow is prevented by a flap gate on the
discharge of each pump. Two 12 ft. by 8 ft. openings are cut into the downstream
concrete wall of the North Shore Fishwater Supply Conduit. The water from the four
new pumps is discharged through these openings into the conduit by gravity flow.
Within the conduit the water is routed to the north to Diffuser No. 12 and to the south
to the main pump discharge chamber to serve the rest of the auxiliary water system.
When the primary AWS pumping system has been restored to full capacity, the
emergency supply is shut down.
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The operation of the Alternative 2 system is as follows:

e Upon failure of one of the three AWS pumps and identification of the need to
operate the EAWS system, all of the AWS pumps are shut down and the
bulkhead for the failed pump is placed in its appropriate slot. After placement of
bulkhead, the remaining two operable pumps are turned back on.

e The water control gates at Diffuser No. 12 are set to their pre-determined
positions.

e The screen cleaners at the tailrace pump station for the EAWS system are
started and allowed to rid the screens of any accumulated debris. Since the
EAWS pump station pump chamber is normally hydraulically connected to the
North Shore Fishwater Conduit (the two 12 ft. by 8 ft. bulkhead gates are
normally left open), the pump station is ready to be brought on line.

e The pumps are started and flow is initiated to the tailrace pump station pump
chamber and through the two openings in the wall of the North Shore Fishwater
Conduit to the AWS pump chamber and to Diffuser No. 12.

e Once the bulkheaded pump is repaired, the EAWS system is shut down in the
reverse order indicated above.

45.2.2 Hydraulic/Fisheries
a. General Hydraulic Design Overview:

Hydraulic design of the emergency pump station initially
focused on the North Shore Fishwater Supply Conduit to determine the compatibility
of the introduced flow with the function of the existing water supply. Head losses
associated with flow passage through the conduit and thus lift that must be supplied
by the pump station were then determined. Alternative station and sump designs
were considered with the objectives of providing good approach flow hydraulics to
the pumps while finding a design that would best fit into the available space. Station
designs that included two and four pumps were considered. Hydraulic designs were
developed in compliance with the Design Development Criteria as stated above
(Section 4.5.1) as well as pump intake design standards.

Influences of the flow introduction to the main pump
chamber on flow distribution from that chamber were also considered. Because the
flow will be introduced at a relatively low velocity (approximately 3.5 ft/s), local
influences will-not be sufficient to preclude effective distribution and delivery.
However it is likely that local influences on circulation within the chamber will be
sufficient to require adjustment of control gate settings at diffusers.

b. Fish Screens:

The fixed plate fish screen was sized based on an
approach velocity of 0.4 ft/s and an effective screen area ratio of 0.9. It is proposed
that through screen velocity distributions would be controlled through use of a
spatially varied porosity control backing. Through use of varied backing, head
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losses across the screen/porosity control system could be minimized thus reducing
adverse effects on pump performance. Use of a physical model study would likely
be required to develop the design of this porosity control.

c. Pump Station:

The proposed pump station includes four equally-sized
pumps. The pump station is comprised of two modular structures, each of which
contains two pumps. Each pump sits in a short pump bay, approximately 14 feet
long by 15 feet (two pump bell diameters) wide. Use of short pump bays is possible
since each pump is fitted with a vaned basket to straighten flow and dissipate
vortices. The pumps discharge horizontally into pump discharge chambers (two
pumps per chamber) where the water is then directed down and through rectangular
openings to the North Shore Fishwater Supply Conduit. A flap gate prevents
backflow when the pumps are not operating.

A number of alternative sump configurations were
considered and eventually ruled out for various reasons. Primary objectives were to
provide good approach flow hydraulics to the pumps while finding a design that
would best fit in the available space off the tailrace deck.

Two and four pump configurations were investigated with
consideration given to facility symmetry, reasonable pump sizing, and the
restrictions on sizing and placement of the openings into the fishwater supply
conduit (two openings). A standard rectangular intake structure and a Type 10
formed suction inlet (FSI), based on Hydraulic Institute Pump Intake Design
Standards (1998), were first considered. To limit velocity head losses, the maximum
desired flow velocities at the pump throat and pump bell were set at 12 ft/sec and
5.5 ft/sec. The resulting pump columns and pump bells diameters were 59 and 87
inches respectively for 223 cfs pumps and 83 and 122 inches for 445 cfs pumps.
Analyses of alternative designs showed that a four-pump station results in
substantial shortening of the required pump bay. As a consequence, only four pump
configurations were considered.

Various pump bay designs were investigated based on a
standard rectangular intake structure and a Type 10 formed suction inlet (FSI). Both
supplied good approach flow hydraulics, but resulting bay lengths were longer than
desired, which caused the resulting structure to extend an excessive distance out
from the tailrace deck. An alternative that was considered would remove the pump
bays entirely by providing an attachment to the pump bells that would provide
adequate approach flow. This however would directly expose the pumps to debris
loading and would entrain fish which was deemed unacceptable. In order to shorten
the intake structure the pumps were placed in a shortened intake bay with a vaned
basket placed over the pump bells which improved approach flow hydraulics. Fish
and debris will be effectively excluded by the fish screens. Influences of the fish
screens on required Total Dynamic Head (TDH) supplied by the pumps and on
debris maintenance are discussed later.
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The shortened pump bays and pump placement retain
critical features as established by the Hydraulic Institute Pump Intake Design
Standards (1998). The bay width is set at two pump bell diameters, and the
minimum submergence requirement for the pump is met.

The vaned baskets added to the pump bells provide
adequate approach flow conditions to the pump. These baskets have vanes spaced
at 7.5 degree intervals around the perimeter (48 vanes total). The depth of the
vanes must be equal to or greater than the spacing between them. The bottom of
the basket is made of commercially available grating where the grid sizing is similar
to the vane spacing and where the depth of the grating is equal to or greater than
the spacing between grating bars. By maintaining the depth to spacing ratio at or
greater than one for both the vanes and the grating, vortices that form in the vicinity
of the pump bell will be dissipated. If the vanes or grating are not deep enough the
vortices will simply pass through the vanes/grating. The vanes and grating also help
to dissipate turbulence and reduce pre-swirl, thus providing uniform approach flow
conditions to the pump.

With the sump designed, the pump discharge and pump
discharge chamber configurations were addressed. The design was selected to
minimize structure extension away from the tailrace deck while supplying adequate
access. Direct piping from the pump to the North Shore Fishwater Supply Conduit
was not used to avoid interference with draft tube bulkhead operation. With the
proposed design, the pumps discharge horizontally into the chamber. A full velocity
head loss occurs at this location.

Head losses associated with the fish screen/through-
screen velocity distribution control assembly, pump chamber head loss, head losses
in the fishwater supply conduit, and the requirement for a 4.0-ft differential for
supplied water (above tailwater) were summed to determine a required TDH of
approximately 7.7 feet. This compares to the approximately 4.5-ft of TDH supplied
by the present pumps. Note that in final design, fish screen (with velocity distribution
control) and pump receiving chamber alternatives should be explored that reduce
head losses and thus reduce TDH that must be supplied by the pumps. These
efforts might include physical modeling of the screen and its associated velocity
distribution control features.

Given the four pump configuration and a required pump
capacity of 212.5 cfs per pump (with associated minimum pump bell and a minimum
pump throat diameters), pumps could be selected that would supply the required
discharge and TDH. Pumps of this size and capacity are commercially available
(MWI/Couch offers a pump with a pump bell diameter of 90 inches and a pump
throat diameter of 60 inches that will supply 220 cfs with 7.5 feet TDH - driven by a
300 HP motor).

d. Fishway Water Supply Conduit:

With emergency operation, 275 cfs out of the total 850
cfs supplied to the North Shore Fishwater Supply Conduit would be routed to
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Diffuser 12 where it would supply flow to the North Shore Fishway and North Shore
Fishway entrance. The remainder of the pump supplied flow (575 cfs) would pass
down the supply conduit to the turbine-pump discharge chamber where it would be
distributed. The flow rate supplied to Diffuser 12 would be controlled by the sluice
gates at the diffuser. These gates have been removed and consequently would
have to be reinstalled. If gates are reinstalled, enlarging the gates from the original
3-ft by 4-ft size should be considered in an effort to reduce associated head losses.
A flow meter, that would be used to guide sluice gate setting, could be included in
the supply conduit. However, the sluice gates could be opened to a specific field
calibrated set-point with no further adjustment of the gate setting as tailwater
elevation varies. This alternative was selected and a flow meter was not included in
the proposed design.

The presence of the two 12-ft by 8-ft openings in the wall
of the supply conduit will generate additional head loss during normal AWS
operation. However because of the relatively low velocities in the conduit (1.65 ft/s),
head losses generated by the two openings are small. Added loss is estimated to
be 0.04-ft.

452.3 Mechanical

a. Pumps:

The pumping equipment depicted in the drawings for
Alternative 2 consist of four 223 cfs (100,000 gpm) axial flow pumps configured with
the pump components (60-inch propellers, guide vanes, bearings, etc.) located at
depth in the pump sump. They are supported along the vertical discharge pipe and
at the discharge flange at the horizontal discharge. The pump is driven through a
vertical head shaft inside a column extension which is connected to a right angle
gear drive at the tailrace deck level. The driver for each pump is a single 300 hp
electric motor mounted on the pump station deck. The axial flow pump configuration
with driver at the deck level was chosen due to its similarity to other pumping
systems at the project and ease of maintenance of the driver and gear box.

The pump units would be maintained by unbolting the
gear drive support at the deck level, removing the head shaft, unbolting the lower
pumping units at the discharge flange and at the horizontal support (using divers),
and extraction of the lower pumping unit by cranes. Maintenance of the pumps,
although somewhat cumbersome and time consuming due to the underwater work,
is not expected to be extensive due to their relatively infrequent usage as
emergency equipment.

A number of other pumping equipment arrangements
were considered and may be applicable to this pump station depending on the
comfort level of the operators in using and maintaining them. These include
submersible pumps where the all the pumping equipment including the electric
motor are located underwater in a sealed unit, and hydraulic pumping units where
the pump is driven by an electrically driven hydraulic system located on the pump
station deck and connected to the pump by hydraulic hoses. Vegetable oils are
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used in the latter system to guard against environmental concems. Costs for the
hydraulically driven systems (Hydraflo as manufactured by MWI/Couch) are very
competitive with the axial flow system selected. Like the selected configuration,
underwater work would be required to remove the pump units for both the
submersible and hydraulic systems.

The pumps would be fitted with vaned baskets to improve
flow approach to the pumps given the very short pump intake. The baskets would
be attached to the intake bells of the pumps or could be supported by the steel floor
of the intake and compression-fit to the intake bells.

b. Water Control Gates and Bulkheads:

Pump Backflow Gates: Backflow prevention through the
pumps to prevent backspin is important when the pumps are not being operated,
which is a majority of the time. This is necessary since the water level inside the
new pump chambers will reflect the normal operational head in the auxiliary water
system because the pump station is not isolated from the rest of the system. The
configuration depicted on the drawings shows flap gates installed on the pump
discharges. Flap gates are optional features supplied by the pump manufacturers
and are effective, simple devices. Other means of accomplishing this are to install
sluice gates, valves, or bulkhead gates in front of the discharges. These would have
to be manually (or automatically) deployed when the pumps are shut off. The flap
gate is a gravity device and works like a check valve, deploying automatically when
flow is interrupted. Four such gates would be required, one for each of the pumps.

Fishwater Conduit Isolation Bulkheads: Isolating the
pump chamber (and tailrace) from the North Shore Fishwater Supply Conduit is
required when the conduit is dewatered for inspection and maintenance. The
bulkhead gates depicted covering the two new 12-foot by 8-foot openings in the wall
of the conduit would be deployed under those rare circumstances and would be
designed for full flood tailwater. Guide rails comprised of structural shapes bolted to
the face of the concrete structure would allow the gates to be deployed over the
opening. The gates would be comprised of structural shapes with a steel skin plate.
Rubber bulb seals would seal the structure under seating heads of as much as 56
feet of water. While actual operation of the system should result in no unseating
heads at the gates since the gate is not intended to be used to isolate the AWS from
the tailrace when the AWS is operating under normal conditions (using the main
AWS pumps), a minor amount of unseating head equal to the head of the AWS
system should” be designed into the gate and rails to guard against accidental
deployment during normal AWS operations. To this end, a head of approximately 4
feet of water would be the appropriate unseating head.

Draft Tube Bulkhead Opening Slot Plugs: To prevent
flow of water down through the bulkhead gate slot openings at the bottom of the new
pump chambers, two removable steel slot plugs (one for each chamber) would be
needed. These plugs would fit over and seal the openings. Deployment and
retrieval of these plugs would be accomplished in the same manner as the bulkhead
gates. Lifting eyes would be included on the slot plug that match the lifting beam for
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the bulkhead gate. Because the lift beam tracks down the slot inside the same
guides used for the bulkheads, deployment of the plugs should be as predictable as
the existing bulkhead gates. The slot plugs can also be deployed when the
bulkhead gates are installed enabling the use of the pump station even when the
draft tube is bulkheaded. Because the finish of the concrete is unpredictable at the
sealing surface at the slot plugs, resilient rubber seals would likely be necessary to
keep any leakage to a minimum. More drastic measures, including steel sealing
surfaces constructed at the opening may be required to provide the desired seal.

Diffuser No. 12 Control Gates: As was noted above in
Section 4.5.2.2, flow routed into the North Shore Fishwater Supply Conduit will travel
to both the main AWS pump chamber as well as to Diffuser No. 12. Control of flow
into Diffuser No. 12 is required in this alternative since the entire 850 cfs from the
pump station is being routed into the conduit, thereby forcing more flow than was
originally designed to be routed to the diffuser. Consequently, this flow must be
regulated. During relatively recent modifications undertaken to improve the
hydraulic efficiency of the flow to Diffuser No. 12, the original control gates (two 3-
foot wide by 4-foot sluice gates) were removed. Consequently, these gates must be
replaced. It is proposed, however, that the gate openings be enlarged and larger
gates installed to improve the hydraulic efficiency of the original openings. Two new
4-foot x 4-foot gates would replace the original gates. This oversize of gates should
allow for adequate hydraulic efficiency for the gates. A modest amount of concrete
removal would be required to enlarge the gate openings.

c. Fish Screens and Screen Cleaning Systems:

Because the pumps could potentially entrain fish and
debris if not fitted with screens, a series of removable fish screen panels are
provided in front of the pump intakes. The various options for types of fish screens
and cleaning systems are briefly described in Section 4.4.2.3. It was noted that in
the absence of flushing or sweeping velocities, traveling screens are an appropriate
screen system. At the turbine discharge draft tubes where these screens would be
located, however, there is substantial turbulent flow which can be used to extricate
material from screens as they are being brushed. Thus, static screens with vertically
moving brush cleaners are recommended for this installation.

Vertical brush cleaning systems have horizontally
oriented brushes moving up and/or down along the face of the screen. Motion is
often achieved by pulling the brush with cables or chains along tracks. The sliding
contact of the bristles with the screen and the vortices created dislodges debris. The
extended length submerged bar screens (ESBS) in use at many of the Corps
projects on the Snake and Columbia Rivers (including Lower Granite) utilize this
type of vertically sweeping brush cleaner. For these structures, the bar sweeps
vertically along the face of the screen and is driven by a chain drive system
recessed in the support structure on either side. Specific advantages of this type of
system include the virtually unlimited depth to which these systems could be
designed. Stacks of screen panels each fitted with a single vertically sweeping
brush bar would be developed for these fish screens. The cleaner would clean in an
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upward direction pushing material up to where the sweeping velocities in the tailrace
would carry the material away from the screen face. A cam or linkage type
mechanism would hold the bristles against the screen during the upward movement,
and hold the bristles away from the screen during downward travel. To cover the full
length of a fish screen at the intakes, a series of these cleaners would be employed,
each dedicated to a single screen panel stack. The stored position of the vertical
brush cleaner would be at the bottom of the screen panels either directly in the flow
path or in a shielded enclosure. The removable screen panel design proposed for
the pump station could be modified to enable the entire mechanical system for the
cleaners to be removed for maintenance or inspection along with the stack of
screens. This would reduce the maintenance aspects of the screen cleaner system
as the components would be then above the water surface.

The bar screen material on the face of the screen panels
would be a conventional stainless steel wedge-wire or profile bar sized per NMFS fry
criteria. The screen panel structure, constructed of structural steel shapes, would
have a porosity control element such as perforated plate on the downstream side.
As was noted earlier, the porosity of the perforated plates would be determined
through model testing to achieve uniform distribution of flow across the screens.

To guard against damage to the screens due to plugging
caused by failure of the cleaners or excessive debris, an annunciation system of
some type should be included in the design. It is proposed that the water level in the
tailrace and immediately inside of the screens be monitored by an ultrasonic water
level monitoring device to alert operators of a plugged screen condition.

4524 Structural
a. Dam Stability Issues:

Dam stability as related to the new pump station relates
to whether the modifications negatively impact the stability of the powerhouse
structure. A review of the powerhouse stability diagrams for Generator Bays 1-5
shows that the maximum foundation pressures are well below the allowable bearing
stress of the foundation rock. Contributions from the added weight of the water in
the new pump well are approximately 250 kips (an increase of less than 0.3 percent
in the powerhouse monolith water weight). Contributions from the added weight of
the steel from the structure are approximately 750 kips (an increase in powerhouse
monolith weight of slightly greater than 0.3 percent). Neither will have a significant
impact on the stability of the powerhouse given the small increase in total mass, low
horizontal center of mass relative to the base, and applied vertical loads in close
proximity to the resultant of forces.

b. Pump Station:

The pump station design is proposed as two modular
steel structures housing two pumps per structure that can be fabricated off-site and
installed at the project through the use of divers. Because of the likelihood that the
existing concrete structure will have some variability in its dimension and finish, it is
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unlikely that a single module steel assembly could be installed at once. Rather,
subassemblies could be installed with final bolting accomplished underwater. The
structures would be bolted to the downstream face of the piers at Unit No. 2 above
the turbine draft tube discharge. One advantage of a steel structure is that no
dewatering of the tailrace would be required (if it were even possible) except locally
at the new concrete wall penetrations (see discussions below).

The basic concept for the pump structures is to create a
pump discharge chamber between a new steel wall and the existing downstream
face of the powerhouse into which the new pumps would discharge. To create this
pump chamber, the new steel wall would span about 41.5 feet between the existing
piers in a horizontal direction. The main horizontal beams would thus be designed
for the hydrostatic pressure inside the pump chambers plus seismic including
Westergaard loadings. The horizontally spanning walls would tie back to the pier
noses with short walls that would be bolted to the face of the piers creating a
horizontal frame. A wall load of approximately 16 kips per vertical foot would be
transferred to concrete anchors (rock bolts) installed in the mass concrete of the
powerhouse piers in discrete locations through anchor plates. All anchor installation
would be done with divers. Final attachment would also be accomplished with
divers. The wall, effectively a large vertical shear panel, would also take most of the
vertical loading back to the piers. The steel floor panels at El. 485.0 ft. and El 516.0
ft. would act as deep beams adding stiffness to bottom of the wall panel contributing
to a very stiff structural system resulting in very minor horizontal and vertical
deflections. Support for the floor panel is shared between the vertical wall pane! and
the large concrete beam above the turbine discharge.

A latticework of tension bracing is provided at the
downstream face of the structure. This bracing provides lateral support to the
trashrack guides. If predation in the large open areas is a concern, the entire
structure could be enclosed with a stiffened panel system rather than the bracing.
Only light panels would be required because negligible differential loading would
occur. Sufficient flow-through sections would be provided to ensure an exchange of
water through the structure.

Because the steel structures supports large rotating
equipment (the pumps and pump motors), a complete dynamic analysis of the
structures would be required to confirm that the frequency of the equipment is not
close to that of the structures. Typically, the natural frequency of the structures
should be 25 percent greater than or less than that of the rotating equipment to
ensure that detrimental vibration problems are not present. This dynamic analysis
has not been performed at this time but would be required during final design.
Portions of the steel framing supporting the motors and gear drives at the deck
platform should be made removable to accommodate the removal of the pumps.

Installation of the pump station structures would have to
be performed with the unit (Unit No. 2) and adjacent units (Units No. 1 and 3) off line
due to safety concerns for the divers as well as to minimize turbulence in the tailrace
which would make critical alignment and installation activities difficult.
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The coating system for the steel structure is proposed to
be a metallized coating as described in Section 4.4.2.4.

c. Concrete Removal:

It is necessary to remove concrete in two locations to
allow flow from the pump station to flow to the auxiliary water system. Two 12-foot
wide by 8-foot tall openings in the existing 2.5-foot thick concrete walls would have
to be cut at approximately El. 490.75 ft. (bottom of opening). A dewatering cell on
the tailrace side of the wall would be required to perform this work although the
actual work face is assumed to be the inside of the 9.5-foot tall by 17.5-foot wide
conduit. Diamond wire sawing is assumed to create the cut. Small pieces would be
extracted and mucked out through the conduit. Because the wall is structurally
framed by the structural slab above and the mass concrete below, no significant
impact on the concrete structure is anticipated. A complete review of the structure
should be performed during final design.

A modest amount of concrete removal would also be
required to enlarge the existing two 3-foot wide x 4-foot tall control gate openings to
4-foot square at Diffuser No. 12.

4.5.25 Electrical
a. System Loads:

The tailrace-located pumping station will consist of four
pumps, each driven by a single 300 hp electric motor. Minor amounts of additional
power will be required for instrumentation, small motor and control loads, as well as
lighting. A small step down transformer and distribution panel will provide local low
voltage power for the pump auxiliary systems. Instrumentation and control wiring
will be brought from the pump control center and connected to the plant control
system. Two new 5 kv circuit breakers will be added as an extension to the existing
station service switchgear. This scheme will be able to derive its power from the
existing station service busses by adding 1200 kVA to a spare capacity of 2056 kVA.
The uneven distribution of station service loads eliminates the possibility = of
connecting all pumps to a single bus. Bus 1 has spare capacity of 878 kVA, which
allows a two motor capacity, and Bus 2 has 1181 kVA, which is approximately a
three motor capacity. Therefore the scheme will permanently connect two pumps to
each bus.

- There are disadvantages associated with permanently
connecting the motors to the two busses, but there is not sufficient capacity in the
current station service equipment to operate all of the pumps simultaneously from
the same bus. The costs associated with a capacity upgrade of the existing station
service equipment would be very prohibitive. However the probability of one bus
being inoperable for any extended period of time (longer than 24 hours) concurrent
with a failure of a turbine pump is very unlikely. In order to ensure higher reliability,
the pumps would be capable of being powered from a portable generator.
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b. Power Supply and Routing:

This scheme will require two new 5 kV circuits, one from
each of the two station service busses. Two outdoor 5 kV motor control centers will
be mounted to the deck of each section of the pump structure. A separate
compartment will house the control system, the low-voltage distribution panel, and
the power transformer.

High voltage power conductors will be carried from the
new circuit breakers in the station service switchgear, though the existing high
voltage cable tray, to the vicinity of the new pumping station. The control wiring
would also use the existing cable tray within the powerhouse. New power and
control conduit will have to be brought through the powerhouse wall and under the
tailrace deck to the new motor control centers.

453 Estimated Construction Costs

The following table presents the estimated construction costs for
Alternative 2. Detailed cost information for Little Goose EAWS system alternatives
is provided in Appendix C.

DIRECT CONSTRUCTION COSTS $5,240,860
CONSTRUCTION RELATED COSTS

Mobilization/Demobilization (5%) $262,043

General Contractors Overhead and Profit (26.5%) $1,458,269
CONSTRUCTION SUBTOTAL $6,961,172

Construction Contingency (25%) $1,740,293
TOTAL CONSTRUCTION COSTS $8,701,465
PLANNING AND ENGINEERING (22.5%) $1,957,830
CONSTRUCTION MANAGEMENT (12.5%) $1,087,683
TOTAL ESTIMATED COST OF CONSTRUCTION (IN 2000 DOLLARS) [ $11,746,978

4.5.4 Conclusion

The following section discusses how Alternative 2 meets the criteria
established earlier in this report with regards to providing emergency auxiliary water
supply and addresses design complexity, constructability, operations and
maintenance, construction and O&M costs, and other issues.

EAWS Criteria: Like Alternative 1, Alternative 2 accomplishes the goal
of providing one-pump “spare” or emergency flow capacity to the auxiliary water
system. Unlike Alternative 1, flow is delivered to the North Shore Fishwater conduit
rather than directly to the AWS pump chamber. From the delivery point, about 30%
of the flow is directed to Diffuser No. 12 and about 70% to the AWS pump chamber.
Being that the delivery point is very close to the pump chamber, functionally and
operationally, it is quite similar in that regard to Alternative 1. Thus, the inherently
greater flexibility afforded by supplying water (almost directly) to the pump chamber
is also found in Alternative 2.
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Like Alternative 1, the system can be brought on line in a relatively
short period of time with the greatest amount of time likely to be associated with the
bulkheading of the failed pump. The actual startup time associated with Alternative
2 is likely to be shorter than Alternative 1 since the pump station is already
hydraulically connected to the AWS system. Thus, no sluice gates or sleeve valves
need be opened since the flap gates on the pump discharges open automatically
upon pump startup. The only gate adjustments would occur at Diffuser No. 12
where the gates would be throttled down to a pre-determined position. Once the fish
screens at the new pump station are confirmed to be free of any accumulated debris
(like Alternative 1), it is simply a matter of turning on the pumps.

Design and Construction Issues: Like Alternative 1, Alternative 2 is a
fairly straightforward design although the pump station structure is seen to be a
more complex structure than found on Alternative 1. The pump station, a steel
structure, will require careful design attention to vibration issues to guard against
resonance problems with the pumps. This analysis was not performed on the
structure depicted on the sketches for this alternative. The development of the
screening system is also seen as being more complex and potentially problematic
than for Alternative 1 where a vendor-supplied screen system is procured and
installed. For this alternative, the proposed brush bar system would require design
development and testing to confirm its performance characteristics. With examples
of this type of system already in operation at other facilities, some of this
development work has already been performed. Yet, it is not as “clean” as the
traveling screen design.

The system components should have a relatively long life. The fish
screen cleaning system will require periodic replacement of components, especially
the brush bar and drive chain assemblies. The pumps are proven designs with good
long-term performance characteristics. The proposed metallized coating system for
the underwater steel structures, which are not removable, should perform well and
give excellent durability.

The construction complexity for this alternative is comparable to that of
Alternative 1 except that the underwater installation of the pump station in the
tailrace will require more diligence and care. This is primarily due to the fact that the
proposed design requires careful (and fairly extensive) underwater drilling and
bolting to the existing concrete piers on the downstream face of the dam in the
tailrace which is inherently a turbulent area even with adjacent units off-line for
construction. Also, large pre-assembled sections of the structure will have to be
bolted together underwater. The turbulent nature of the tailrace will not make this
any easier. The final installation and alignment of the pumping equipment will
require close attention to fabrication and installation tolerances and a method of
making modest adjustments to the pump supports underwater during final
installation. Installation of the bulkhead gates and gate guide system will also
require diver-assisted construction. Again, careful alignment of components
-underwater will be required for proper performance of this system. The concrete
removal effort can be accomplished in the dry through use of a dewatering bulkhead
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and should be straightforward except for the mucking out of debris which will have to
be transported through the conduit to an access hatch in the deck.

Construction of Alternative 2 will have greater impacts on the
operations of the dam than Alternative 1. During the critical installation of the pump
structure, at least three turbine units (Units 1, 2 and 3) will have to be shut down to
allow installation of the underwater components. This is required both for diver
safety and to make it possible to align and install large components accurately. It is
expected that some disruption of the tailrace deck area near Unit 2 will occur with
large cranes blocking (or partially blocking) access to the deck area during
installation of the structures. At times, this blockage could be extensive. Close
coordination with dam operations will be required.

Impacts to the normal operations of the AWS system during
construction should be minimal. The work required to remove concrete and install
the bulkhead gates (to allow the system to be brought back on line as the other
construction progresses), should be able to be accomplished during the normal fish
ladder/AWS maintenance window. All other construction activities are separate from
the AWS system.

Operations and Maintenance Issues:  The systems associated with
Alternative 2 should be quite compatible with current dam operations. Operation of
the pump station does require blockage of the draft tube bulkhead slot opening just
above the draft tubes. Thus, if the bulkhead gates for the draft tube at Unit 2 need to
be deployed (and then subsequently removed) the pump station will have to be shut
down and the new slot plug removed. This slot plug is designed to be manipulated
by the same crane and lift beam used for the bulkhead gates. This procedure will
also impact the AWS system since it will have to be shut down while bulkhead gate
installation takes place since the system is assumed to always be hydraulically
connected to the pump station.

The pumping components of the system represent known technologies
with proven reliabilities. The screen cleaning systems should be quite reliable,
although these would be new designs for a new installation and the reliability of the
system will be proven over time. The screen system is not seen to be as reliable as
the traveling screen system in Alternative 1.

Given the benign nature of the operation of the screen cleaners and
pumps (turn them on and let them run), the operability of the system should be quite
straightforward_and should have minimal impacts on the day-to-day operations of the
dam. Given the fact that the system is designed specifically for emergency
conditions, operational impacts of the system are even further reduced.

The fish screen system will likely require the most maintenance of any
of the components of the EAWS. It is anticipated that periodic inspection of the
screen panels for damage and the brush bars and drive system for wear will be
required. The screen and brush bars can be removed or lifted clear of the water
surface for maintenance, however, the cleaner drive system mechanisms will require
diver inspection unless a removable cleaner system is designed. Like Alternative 1,
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given the anticipated low usage of the system, the greater risk is likely to be lack of
use. Periodically, the equipment should be run and inspected to ensure that it is
available when it is needed. If used for more extended operation (example, used as
a flow supplementation system), more maintenance would be expected than in its
designed role as an emergency water supply system. Either role would appear to be
feasible. Maintenance of the pump components below the water surface will require
the pump to be unbolted (by divers) and lifted out by crane. Since the gear boxes
and prime movers are conveniently located on the pump platform, these items are
readily accessible for maintenance.

Construction and O&M Costs: The estimated construction costs for
this alternative are presented in Section 4.5.3 and compared to the other
comparable alternatives at Little Goose (Alternatives 1, 3 and 5), are second highest
behind Alternative 3.

The daily maintenance costs for this alternative are expected to be
higher than Altemative 1, which has only fish screens, and higher than those for
Alternative 5 which only has pumps but no screens to maintain. From a long-term
maintenance standpoint, the relatively high cost of the pumping equipment (and
more expensive maintenance thereof) certainly makes this a less attractive
alternative than the more simplistic gravity option for Alternative 1. The Corps is
familiar with and accustomed to large pumping stations, however, and maintenance
is not seen as a serious issue. Certainly, the O&M cost projections for the plant will
need to be adjusted for this additional maintenance.

As was noted in the discussions for Alternative 1, the cost of operating
the EAWS system must include the energy costs. These compare very favorably to
the value of the energy lost for Alternative 1 ($10,000 per year for the assumed
month-long use of the EAWS compared to over $100,000 per year for Alternative 1
assuming $17.45 per MW hour). If the use of the system is expanded to provide a
source of supplemental flow for the AWS system, the cost of operating the system
will obviously increase. As was noted earlier, during periods when the hydraulically
capacity of the project is exceeded, the “cost’ of the water for Alternative 1 is
effectively “free” and would compare very favorably to the cost for pumping for
Alternative 2.

Other Issues: Use of Alternative 2 as a supplemental flow
system to the AWS system (not its intended design use) is considerably more
problematic than for Alternative 1. Since pump discharge is related to pumped
head, and since increasing the total discharge of the fishway will likely involve
increasing the head on the total system, the ability of this system, as designed for
the EAWS, to provide supplemental flow to the existing system is questionable.
Should Alternative 2 be intended as a flow supplementation facility to the AWS, the
design would have to be reviewed in its entirety since additional pumping head will
put additional loads on the structure and pumps.

Conclusions: Alternative 2 is a very viable alternative. It
represents a less extensive construction effort than that proposed for Alternative 1;
however, the construction effort is seen as being more complex. Likewise, the
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design is more complex with more mechanical systems. It has good flexibility in
operation, reasonable constructability, good O&M characteristics, but a cost that is
quite high compared to the other alternatives although not as high as Alternative 3.
It has the added benefit of being less expensive to operate in terms of energy costs
than Alternative 1 and in that regard, is more comparable to Alternatives 3 and 5. In
its current design, it is seen as being less adaptable as a supplemental flow source
for non-EAWS uses.

4.6 ALTERNATIVE 3 - AWS PUMPING EQUIPMENT UPGRADE

4.6.1 General Discussion

Alternative 3 — AWS Pumping Equipment Upgrade, was not
considered in the Phase | report. This alternative was developed based on a recent
Value Engineering (VE) study performed for modifications to the EAWS at Lower
Monumental and Ice Harbor [6]. One of the accepted recommendations from that
study was a proposal to replace the three existing water turbine-driven pumps at
Lower Monumental with three larger electric motor-driven pumps such that two new
pumps would have the same capacity as the three original pumps. This
configuration would result in only two of the three new pumps being used for normal
AWS operations with the third pump being reserved for emergency duties in case of
a failure of one of the other two pumps. As a follow-up to the VE study, the COE
has expanded the investigation of this proposal to determine its feasibility. Since the
AWS pumping configuration at Little Goose is very similar (or nearly identical) to that
at Lower Monumental, the COE recommended that this report address this concept
for applicability and feasibility at Little Goose. It should be noted that replacement
pumps at Lower Monumental were sized to provide a total of 2,100 cfs with two
pumps operating. Little Goose pumps must be sized to provide 2,550 cfs to conform
to the original AWS design parameters.

Alternative 3 in this Phase Il report adapts the effort at Lower
Monumental to Little Goose. Unlike the investigation effort at Lower Monumental,
which is a final design effort and which has been tasked with extensive pump vendor
contacts and hydraulic model studies, etc., the review of this concept for Little Goose
has been conducted in a more cursory manner, consistent with a Phase |l report.
This is possible because of the similarities of the projects with regard to the AWS
pumping configurations as well as other major related features. It is also necessary
because the much broader scope of this report and the necessarily more restricted
resources available with which to make a more detailed investigation.
Consequently, only a single vendor has been contacted to confirm equipment
specifics, and detailed hydraulic investigations have not been conducted.

4.6.2 Design Development Criteria

The foliowing criteria were used for design development of Alternative
3 system improvements for the AWS pumping equipment:
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e The upgrade should provide a total capacity to meet FPP requirements with two
of the three pumps operating. (One pump out of service or on standby).

e Consider adapting the existing turbine penstock system into the new system to
provide water for reducing required pump flow, if feasible.

e The present AWS design pumping capacity of 2,550 cfs will be provided as a
minimum. '

¢ Introduce flow to the turbine-pump discharge chamber/attraction water system in
a manner that sustains effective flow distribution.

e Operation of the emergency water supply should be accomplished with a
minimum of system configuration changes during the transition from normal to
emergency operations.

e The effect of the increased electrical load from the new electric pumps to the 5-
kV station service system should be evaluated.

The following criteria were used for design development for the
modification of the turbine conduit to supply a gravity supplement:

e Maintain positive pressures throughout the supply system to prevent
development of cavitation and release of free air.

¢ Over normal operating ranges maintain positive flow control at a single location in
the supply line (avoid shifting control).

e Where possible, design the system to use existing conduits and butterfly valves.

e When operating over normal operating ranges, butterfly valves used for flow
adjustment should operate with blades positioned in a responsive zone (blade
angle of 25 to 55 degrees with O degrees being full open).

* Minimize the complexity and size of transport and energy dissipation structures.

4.6.3 New System Description

The following is a description of the major features and design
considerations for development of the pump system upgrade. Proposed
modifications are depicted on Plates 1.3.1 through 1.3.3.

4.6.3.1 General

The upgrade of the existing water turbine-driven AWS
pumps to larger, electric motor-driven pumps involves very nearly the complete
removal of all the pumping-related equipment in the AWS system pump house.
Namely, the existing turbines, right-angle speed reducers, shafting, pump rotating
parts and lower casing, turbine discharge pipe and associated auxiliaries would be
removed. Moreover, all of the secondary concrete (grout) around the pump casing
as well as the discharge elbow would need to be removed to allow removal of the
existing equipment and to accommodate the larger propeller blades of the new
pumps. The discharge elbow must then be reconstructed.
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New vertical parallel shaft speed reducers, vertical electric
motors, pump rotating parts and lower casings and associated auxiliaries would be
installed. Vertical parallel shaft speed reducers with vertical motors were selected
because of their simplicity compared to right angle speed reducers, lower cost, and
simpler alignment procedures. If an option using penstock system water were
adopted, a penstock control valve, energy dissipation diffuser and connecting piping
would also be required. New 5 kv electrical service would be routed to the pump
room from two new 2500 kVA substations. The substations would be located on the
intake deck.

To deal with the additional motor heat loads in the pump
room, additional cooling would be required. Sound attenuation enclosures at the
pumps and motors may be desired, similar to the pump room configuration at Lower
Granite which has similarly sized pumps and motors. However, because the vertical
motor configuration proposed in this design results in an installation that is quite tall,
sound attenuation would not be as straightforward as at Lower Granite.

The operation of the Alternative 3 system is as follows:

o Upon failure of one of the two operating AWS pumps (note that one of the three
pumps does not normally operate and functions as a spare), all of the AWS
pumps are shut down and the pump bulkhead for the failed pump is placed in its
appropriate slot while the bulkhead for the spare pump is removed. After
placement and removal of bulkheads, the two remaining operable pumps are
started.

In developing Alternative 3, two pump configuration options
were developed based on the criteria noted above:

Option 1:  Supply the original AWS rated design capacity of
2,550 cfs with two pumps. Provide one spare pump. Three pumps rated at 1,275
cfs would be required. At 4 feet of static lift, motors would be approximately 1,100
hp each.

This option would ensure original design capacity, which
may allow all FPP criteria to be met. Required discharge should be confirmed by a
hydraulic study of the fish attraction system.

Option 2:  Supply the original AWS rated design capacity of
2,550 cfs with the combined use of two of three pumps and the addition of 260 cfs
flow by modifying the existing penstock system to discharge directly to the pump
chamber. Three pumps rated at 1145 cfs each would be required. At 4 feet of static
lift, motors would be approximately 1,000 hp each. In addition, the penstock piping
would be extended to the existing turbine discharge point and flow control valves
and energy dissipating diffusers installed.

This option would ensure original design capacity which may
allow all FPP criteria to be met. This would have to be confirmed by a hydraulic
study of the fish attraction system. This option would add equipment (turbine
penstock valves and diffusers) to the system.
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4.6.3.2 Hydraulics
a. General Hydraulic Design Overview:

As was noted in earlier discussions, the basis for this
review of an AWS pump upgrade at Little Goose is the ongoing work for a similar
proposed upgrade at Lower Monumental. The two projects are nearly identical in
terms of original construction configurations and relative tailwater and forebay water
elevations as related to the AWS pumping system. Little Goose has a 2-foot greater
submergence on the pumps, although the normal minimum and maximum tailwater
fluctuations are 3.0 feet at both projects. In a side-by-side comparison of the water
passages related to the AWS pumping system including the pump intakes, pump
housing, and pump discharge chamber, concrete dimensions are identical. This
makes for a convenient basis for comparison. In terms of applying Lower
Monumental findings to Little Goose, critical issues related to installing larger pumps
such as anticipating hydraulic performance can be applied directly. Hydraulic
conditions beyond the immediate pump discharge chamber in the rest of the fishway
system are less comparable and although are similar may influence required lift.
Detailed hydraulic analysis of the fishway including model studies and anticipated
fishway operation should be considered in a final design process to better establish
required lift and determine the influence of alternative supplied flow rates.

Hydraulic design of the AWS Equipment Upgrade
focused on developing modifications to the existing turbine conduit system (including
butterfly valves) that would allow use of that system as a continuously operated
gravity supply to the existing turbine-pump discharge chamber. Included in the
analysis were consideration of flow control options and consideration of alternatives
for introduction of the flow to the turbine—pump discharge chamber. Hydraulic
issues associated with the upgrade of the AWS pumps including potential effects of
introducing locally increased and varying magnitude flows to the turbine-pump
chamber and its flow distribution characteristics, were also addressed. Hydraulic
Designs were developed in compliance with Design Development Criteria as stated
above in Section 4.6.2.

b. Upgraded AWS Pumps:

Relatively recent field hydraulic studies and ratings have
been conducted on the existing AWS pumping system at Little Goose [5] as
discussed in Section 4.2.2.1. These studies were conducted in part to determine
flow rates supplied by the existing AWS pumps. Despite this, there is substantial
uncertainty about current pump discharge capacity. Indications are that current
system flow rates lie somewhere between 2,100 and 2,550 cfs (between 700 and
850 cfs per pump for each of the three pumps). As a consequence there is
uncertainty regarding what discharge needs to be supplied by upgraded pumps if the
objective is to replace flow in-kind. However, if current or better fishway operating
conditions are to be maintained, it appears that a system flow rate of 2,550 cfs
should be provided. Thus, for a system utilizing only two pumps to provide AWS
system capacity, each of the two pumps would provide 1,275 cfs. The third (spare)
pump would likewise be capable of supplying 1,275 cfs. A comprehensive field
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rating of the existing system should be considered prior to selecting a preferred
option.

The hydraulic performance characteristics of the existing
pump intake and pump discharge related to the addition of larger capacity pumps is
a complex subject integrally related to the characteristics of the final pumping
equipment selection. Moreover, the resolution of these issues is beyond the scope
of this report. Because of the large capital investment required by installing larger
pumps, the pump procurement process should require hydraulic model testing of the
pumps and intake.

Flows introduced to the turbine-pump discharge chamber
will be largely unchanged from existing conditions. However the flow will be
introduced primarily at two, instead of three locations. The particular flow
introduction location will vary with the pumps in use. It appears that there is enough
control capability at discharge openings from the chamber to compensate for
changes in chamber hydraulics. It is uncertain what influence changes in chamber
hydraulics will have on flow distribution characteristics. There is however the
potential that fishway sluice gate settings may have to be modified with changes in
operating pumps.

c. Fishway Performance:

A detailed hydraulic analysis of fishway performance and
the influence of increased flow rates has not been conducted. If a pump upgrade is
pursued, it would be prudent to conduct a hydraulic analysis of the fishway system
(coupled with a detailed field rating) to better establish discharge influences and
clarify design objectives.

d. Former Turbine Penstock Discharge:

It is proposed in Option 2 that the former turbine
penstock discharge be used as a continuously operated gravity supply to
supplement the new larger pumps. This would require that the existing turbines with
draft tube expansions be removed. They would be replaced by long radius bends,
new control butterfly valves, and reducers to ported diffuser plates. The existing
butterfly guard valves would be maintained as guard valves for the new system.

Design and operation of this system are similar to that of
the butterfly valve-controlled design that was considered as an option to the sleeve
valve design developed for Alternative 1 (the south non-overflow gravity system).
Under normal operating conditions the ported plate diffuser would control the release
to the pump discharge chamber. The differential across the ported diffuser would be
approximately 40-ft of water. The perforated plate diffuser would also function to
maintain back-pressure on the flow control butterfly valve to prevent cavitation of the
valve. Head differentials across the butterfly valve would likely range from 24 to 32-
ft which should be sufficient to adjust flows and compensate for variations in forebay
and tailwater elevation.
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Since the ported diffuser would be positioned
approximately 10-ft upstream from the release point to the chamber, jets exiting the
diffuser should be largely dissipated at the entrance to the chamber. Therefore, both
discharge magnitudes and flow velocities release into the turbine-pump chamber
would be comparable to those occurring with the existing system.

, An alternative design would use sleeve valves to
dissipate energy and control flow. Sleeve valve designs are available that accept
the inflow at 90 degrees to the discharge orientation. These valves appear to be
well suited for replacement of the existing turbines and draft tubes. Although likely
to be quite serviceable, it is expected that cost of these valves is substantial.
Ongoing contacts are being maintained with a vendor (Lindsey Fabricators/Hartman
Sleeve Valves) to cost out this option.

4.6.3.3 Mechanical

a. Pumps:

Pumps would be vertical propeller types. Option 1 would
consist of three 1,275 cfs pumps with 149.5-inch diameter impellers, operating at 64
rpm capable of a static lift of 4 feet. Option 2 would consist of three 1,145 cfs pumps
with 141.5-inch impellers, operating at 72 rpm, capable of a static lift of 4 feet.
These are preliminary sizing data provided by Ingersoll-Dresser Pumps. Size and
speed would be optimized during final design.

Pumps would be specified with stainless steel impellers
and water lubricated bearings. A thrust bearing mounted in the speed reducer would
accommodate hydraulic thrust.

Pumps of this size, being installed in an existing inlet
channel, should be model tested to verify operation.

b. Speed Reducers:

Speed reducers would be vertical, parallel shaft types. A
service factor (safety factor) of at least 1.5 would be required. Auxiliaries would
include sump heaters and water cooled oil heat exchangers. The reducers would
incorporate a thrust bearing for the pump and motor and an anti-backspin device.

c. Motors:

Motors would be vertical, mounted on the speed reducer
through a flexible coupling; 5kV, induction type with heaters. Enclosures would be
drip-proof. Motor speed would be selected for the most economical combination of
motor and speed reducer cost. Option 1 would require an 1,100 hp motor; Option 2
a 1,000 hp motor. Preliminary sizing is based on a 1,200 rpm nominal speed.

d. Penstock Piping:

Option 2 would make use of the existing penstock system
to provide additional water to the AWS. Each of the existing turbines passes
approximately 85 to 90 cfs to the pump discharge chamber. Maintaining the same
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flow would provide approximately 260 cfs additional flow beyond the pump
capacities. Piping would be added to connect the present penstock termination to
the present turbine draft tube discharge at the downstream wall. Energy dissipation
would be by a stainless steel butterfly flow control valve, dissipating 1/3 of the 95
feet of head; with a stainless steel diffuser, located within the new piping, dissipating
the remaining head.

4.6.3.4 Pump Room Modifications

a. Hoists and Structure:

The existing power house crane and fish pump trolley will
be adequate to serve the new pumping equipment. A new structural support system
will be required for the new pumping equipment. Supports can use the existing
beam pockets.

b. Noise Control:

If a noise attenuation enclosures are desired at the pump
motors, light, prefabricated systems can be installed in the ample areas surrounding
the pumps. However, noise levels should be comparable to the existing turbine-
driven pumps.

c. HVAC:

The motors will produce considerably more heat than the
existing turbines. The existing ventilation system will be retained to provide outdoor
air requirements and will be supplemented by installing two raw water cooled air
conditioners, recirculating air within the space via a system of supply and return
ductwork. Each unit will be rated for 13,000 cfm and require 28 gpm of raw water.
Space temperature can be maintained at 95° F with raw water cooling. This would
be sufficient for machinery spaces.

4.6.3.5 Electrical

a. System Loads:

This system will remove the existing turbine-driven
pumps and replace them with new electric motor-driven pumps. The three new
pumps will each require at least 1000 hp electric drive motors depending on the final
pump selection. The new pumps will be installed in the existing pump room, and
use vertically mounted motors with a parallel shaft gearboxes. Low voltage control
power will be required for auxiliary systems such as oil heaters and circulation
pumps for the gearboxes. Instrumentation and control wiring will be brought from
the pump room to the plant control system through existing cable tray.

This scheme will place significant new load onto the
present station service system. The current system can only accommodate one
pump on station service Bus 2. There are several limiting factors with the current 5
kV buss system that would make it impractical to modify the system to handle the
new motors. The primary limiting factor is the size of station service transformers,
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which are currently 2500 kVA. The new scheme will require at least 3000 kVA
additional load on the station service system, with 2000 kVA being provided on a
continuous basis. Therefore each bus would need to accommodate 2000 kVA in
additional loads.

Even if the transformers were upgraded to 5000 kVA, the
remainder of the station service system would require replacement to accommodate
the additional capacity. The power cabling from the transformer to the switchgear
will need to be replaced and the bus bar within the switchgear would be too small to
handle to increased load. Replacement of the bus bar is very expensive. It would
be less costly to replace the 5 kV station service switchgear. Equipment
downstream from the switchgear would require little or no modifications.

A less expensive alternative to revisions to the existing
switchgear would use two new power transformers installed on the upper deck of the
powerhouse, each connected to separate sections of the station 13.8 kV bus. This
would be similar to the existing station service arrangement. Each transformer
would be 2500 kVA in size, large enough to power two pumps, and would have one
pump permanently connected. The third pump would be allowed to alternate
between the two busses, assuring adequate water under all conditions.

b. Power Supply and Routing:

The new transformers will be installed on the upper deck
of the powerhouse, with high voltage fuses connecting them to a 13.8 kV bus
extension. The 5 KV side of the transformer will be routed to a new current limiting
reactor, surge arrestors, and then using existing cable tray, to two new 5 kV circuit
breakers near the existing station service switchgear. The power cables will be
routed from the switchgear through new cable tray and conduit to the pump room
and connect to two of the three 5 kV motor starters and a 5 kV automatic transfer
switch. The automatic transfer switch will be connected to one pump, which will be
able to derive its power from either bus, assuring adequate water under all
conditions. A similar method will be used for low voltage control power and
instrumentation wiring, however the majority of this portion of the new system will be
able to use existing wiring and conduit.

4.6.3.6 Constructability

Unlike the other alternatives, Alternative 3 requires the
existing AWS pumps to be out of service while removing the existing pumps and
installing the new pumps. Removal and installation of a pump will require three
months.  This assumes some two-shift and Saturday work. The normal
maintenance period for the AWS is January and February — two months. In order to
install a new pump, this period will have to be extended by one month. This will
require prior agency agreements. Construction will extend over a three year period
with one pump replaced each year.

Following is a proposed construction sequence:
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« Before starting pump work, procure and install electrical upgrades and auxiliaries
that do not affect the existing pumps.

e Procure and have the first pump on site.

e Prefabricate and have formwork for the new concrete pump casing and elbow on
site.

e Remove first pump, turbine, speed reducer and second stage concrete.

Install replacement pump stationary parts

Form and pour new second stage concrete.

Install replacement pump rotating parts, speed reducer and motor.

Connect electrical feeder to motor.

Test and startup replacement pump.

Repeat the process (except for the electrical upgrades) for
the second and third pump in the following years. Construction costs for installing
the second and third pumps have been escalated 4% per year to account for the
extended construction period.

Interim first year operation with one large pump and two
existing smaller pumps would require adjusting the wicket gates on the turbine-
driven pumps to maintain the proper flows.

4.6.4 Estimated Construction Costs

The following table presents the estimated construction costs for
Alternative 3. Detailed cost information for Little Goose EAWS system alternatives
is provided in Appendix C.

In the development of construction costs for Alternative 3, it was
determined that costs for Option 1 and Option 2 for Alternative 3 will be similar.
Option 1 pump costs are higher than Option 2 due to the slightly large pumps, but
Option 2 has penstock pipes sections and control valves associated with redirecting
flow from the former turbine to the pump chamber. There are also considerations of
lost revenue for bypass water not run through the main generating units associated
with Option 2. Therefore, estimated construction costs were developed for Option 1
only.

DIRECT CONSTRUCTION COSTS $6,552,063
CONSTRUCTION RELATED COSTS

Mobilization/Demobilization (5%) $327,603

General Contractors Overhead and Profit (26.5%) $1,823,111
CONSTRUCTION SUBTOTAL $8,702,777

Construction Contingency (25%) $2,175,694
TOTAL CONSTRUCTION COSTS $10,878,471
PLANNING AND ENGINEERING (22.5%) $2,447,656
CONSTRUCTION MANAGEMENT (12.5%) $1,359,809
TOTAL ESTIMATED COST OF CONSTRUCTION (IN 2000 DOLLARS) $14,685,936
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4.6.5 Conclusion

The following section discusses how Alternative 3 meets the criteria
established earlier in this report with regards to providing emergency auxiliary water
supply and addresses design complexity, constructability, operations and
maintenance, construction and O&M costs, and other issues.

EAWS Criteria: Like Altenatives 1, 2 and 5, Alternative 3
accomplishes the goal of providing one-pump “spare” or emergency flow capacity to
the auxiliary water system. Like Alternative 1, flow is delivered directly to the AWS
pump discharge chamber where is can be used with the greatest degree of flexibility.

The “spare” third AWS pump (functioning as the EAWS) can be
brought on line in a relatively short period of time with the greatest amount of time
likely to be associated with removing and inserting the bulkheads. Startup will only
require removing the bulkhead from the “spare” pump and installing the bulkhead in
the failed pump. Then it is simply a matter of turning on the pump.

Design and Construction Issues: Alternative 3 is a fairly
straightforward design using the intake and discharge water passages of the existing
pumps. Increasing the pump flow from 850 cfs to 1275 cfs with the existing
waterways increases both suction intake and discharge velocities by 140 percent.
Velocity increases can have a detrimental effect on pump performance, especially
pump suction conditions. However, with approximately 70 feet of submergence, the
larger pumps should handle increases of this magnitude. It is recommended that the
pump be model tested during the procurement process to verify satisfactory
operation. Thus, one of the greatest design burdens will likely rest on the pump
manufacturer to confirm the pump design for the new installation. By using the
same water passages and intakes, additional screening for fish will not be required
reducing the complexity of the design considerably.

The system components should have a relatively long life, as the
pumps are slow speed. Parallel shaft speed reducers are more reliable than the
existing right-angle units. The motors are of standard construction.

Using the existing waterways and blockouts, the construction is not
very complex. However, the construction sequencing is. Because of the limited
downtime allowed by the maintenance period, construction of this alternative will
have to be spread over three years. Removal of an existing pump and installation of
a new pump will take at least three months, requiring the present two-month fish
passage system maintenance period to be extended an additional month barring any
construction or system startup and testing delays. This will require agency
approvals.

Some aspects of the installation that impact the construction time
include removing all of the second stage concrete to install the larger pump, forming
and reconstruction of new pump water passages and discharge elbows, then
pouring new second stage concrete. Only after this work is completed can the
mechanical installation take place. To minimize the construction period, pump parts
would have to be on site and ready to go. Concrete forms for the pump water
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passages would have to be prefabricated and ready for installation in the blockout.
After installation of the first pump, the process must be repeated in subsequent
years for the remaining two pumps. The work area can be isolated from the tailrace
by installing the pump intake bulkheads and dewatering the pump discharge
chamber.

Alternative 3 will require extensive modification to the 5 kV station
service system in that two new dedicated substations and extensive high voltage
cabling will be required.

Construction of Alternative 3 will have moderate impact on the
operations of the dam since most of the work is confined to the erection bay and for
the most part, will take place during the normal maintenance periods. Addition of the
electrical substations will require a short “cutover” shutdown of the dam’s station
service system. Storage space must be provided so pump parts can be pre-
positioned on site before pump work begins

Impacts to the normal operations of AWS system during construction
should be moderate since the work schedule would include the normal AWS
maintenance period plus possibly a one-month extension.

Operations and Maintenance Issues: The systems associated with
Alternative 3 should be quite compatible with current dam operations. The pumping
components of the system represent known technologies with proven reliabilities.
Electric motor drivers and parallel-shaft speed reducers require less maintenance
than the present turbine drivers and right angle speed reducers. Also, being new
equipment, downtime for minor auxiliaries failures will be greatly reduced.

Construction and O&M Costs:  The estimated construction costs for
this alternative are presented in Section 4.6.4 and compared to the other similar
alternatives at Little Goose (Alternatives 1, 2 and 5), are considerably higher than
the others.

The daily maintenance costs for this alternative are expected to be
lower than the other alternatives. The other alternatives still retain the maintenance
requirements of the existing turbine-driven pumps plus the maintenance required by
the specific alternative. In fact, maintenance cost for this system may be lower than
the present system since the electric motors will require less maintenance than the
existing turbine-drive system.

With regards to energy costs, the higher energy consumption of the
new electric motor drivers (versus the existing fish pump hydro-turbines) is offset by
no longer needing to divert the 260 cfs of forebay water for the turbines since the
fish pump turbines are removed in this alternative. The diverted water can thus be
used for additional generation in the main units. It should be noted that as in
Alternative 1 with its gravity intake, if the hydraulic capacity of the project has been
exceeded (water is being spilled), this water is effectively “free” making this less of
an advantage. For energy consumption calculation purposes, two electric motor-
driven pumps require approximately 1730 kW of electrical power. The redirected
260 cfs of flow will generate approximately 1880 kW. Therefore, changing to electric
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pumps provides a 170 kW benefit worth $20,400 per year at $17.45 per MW hour
[2]. Present value would be $237,300 (7% interest, 25-year period).

Other Issues: Use of Alternative 3 as a supplemental flow
system to the AWS system. (not its intended design use) would be possible to a
limited extent by providing one of the pumps with a two-speed motor and running it
at low speed in conjunction with the other two pumps at normal speed. The present
discussion and cost estimates assumes only single speed pumps. Since pump
discharge is related to pumped head, and since increasing the total discharge of the
fishway will likely involve increasing the head on the total system, the ability of this
system, as designed for the EAWS, to provide supplemental flow to the existing
system is questionable. Should Altemative 3 be intended as a flow supplementation
facility to the AWS, the design would have to be reviewed in its entirety since
additional pumping head will put additional loads on the structure and pumps.

Conclusions: Because of its high initial costs, Alternative 3 is not
a very viable alternative. This is especially true since the existing pump-turbine
system is in relatively good condition and should provide many additional years of
service. Installation of the new pumps represents a complex and multi-year
construction effort. The design is also more complex. It has good O&M
characteristics, and good O&M costs with some savings in energy costs over the
turbine pumps. In its current design, it is seen as being less adaptable as a
supplemental flow source for non-EAWS uses.

47 ALTERNATIVE 4 - ENHANCED MAINTENANCE AND EQUIPMENT
RELIABILITY UPGRADES

4.7.1 Phase | — Technical Report Alternative Review

A program of enhanced maintenance was presented as Alternative 4 in
the Phase | report. As was noted earlier in Section 4.3.1.4, a program of enhanced
maintenance will not by itself satisfy the EAWS criteria established in Section 2.3.
This is due to the fact that even with enhanced maintenance, the requirement for
one-pump spare capacity cannot be met at Little Goose with the existing AWS
pumping equipment. At best, it would decrease the downtime for minor auxiliary
equipment failures. Major equipment failures, on the other hand, would result in a
long-term period of inadequate flows for the AWS. In this Phase Il report, the
concept of enhanced maintenance will be investigated further and developed not as
a stand-alone alternative, but rather as a supplemental alternative to Little Goose
Alternatives 1, 2, and 5 which develop new sources of water to achieve the one-
pump spare capacity.

Two types of enhancements will be considered: 1) Correction of known
operating and maintenance problems to existing equipment, and 2) increased spare
parts inventory to permit rapid correction of minor auxiliary equipment failures.

A third area mentioned in the Phase | report, a more aggressive
operation and maintenance program, is not required. The maintenance staff is well
aware of the importance to maintaining the AWS and repairs to the systems are a
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high priority. Preventive maintenance is also high with monthly, semiannual and
annual programs in effect. Even if it were valid, this solution would probably be
nearly impossible to implement considering present and expected future budget
constraints on maintenance functions.

This alternative would be a responsibility of Project Operations and
would require increased funding through the Operations and Maintenance Budget.

4.7.2 Design Development Criteria

The following criteria was used for design development of the
enhanced maintenance and equipment reliability upgrades:

e Correct known problems causing lost time or service in the operation of the AWS
system. Such problems either reduce reliability or cause the shutdown or startup
of equipment to be excessively delayed.

» Recommend spare parts to maintain in inventory to permit repair of minor
auxiliaries within a 24-hour period.

4.7.3 New System Description

The following is a description of the major features and design
considerations for development of Alternative 4. Electrical system modifications are
shown on Plate 1.4.1.

4.7.3.1 Mechanical
a. Correcting Known Problems:

Problem: The AWS pumps are difficult to start due to
high oil viscosity in the speed reducers when the oil is cold. Operators have to go
through several attempts until the oil is warm enough to allow the turbines to reach
operating speed. This can take several hours.

Recommended Solution: The recommended solution is
to install an oil heating circuit to circulate speed reducer oil through an electric heater
when the pump unit is not running. The circuit would consist of a connection to the
pressure oil pump suction line, a small (1 or 2 gpm) circulating pump, an in-line
electric heater and discharge piping with filter terminating at the sump oil drain port.
The heater would be thermostatically controlled.

This modification is applicable to any alternate that
retains the existing pumps. New speed reducers provided under Alternate 3 would
be procured with oil heaters.

b. Enhanced Mechanical Spare Parts Inventory:

This part of Alternative 4 would provide a stock of spare
parts to permit rapid replacement of failed items, thus improving overall system
reliability. The items listed in the following table covers longer lead purchased items.
Common materials such as pipe, fittings, small hand valves, conduit and wire should
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be readily available at the plant or quickly procured from local sources. Sufficient
quantities for one pump unit should be provided.

| Speed Reducer Lub. Oil Pump Pump Shaft Seal
Speed Reducer Thrust Bearing Oil Pump | Pump Bearing Set
Speed Reducer Qil Flow Switch Turbine Wicket Gate Pins
Speed Reducer Temperature Transmitter | Turbine Wicket Gate Bushings
Speed reducer Water Flow Switch Gateshaft Opr. Brake Shoes & Springs
Speed Reducer Temperature Relay Gateshaft Opr. Gearmotor
Speed Reducer Gear and Shaft Set Water Solenoid Valves

Speed Reducer Bearings

Thrust Bearing Shoes, Set

Recommended Spare Parts Inventory

There is a complete spare Philadelphia speed reducer on
site. This will serve all three pumps. It is also shared with Lower Monumental.
There is a complete spare turbine at Lower Monumental which can be used at Little
Goose. Casting patterns for new runners are also stored at Lower Monumental.

4.7.3.2 Electrical

As was noted in Section 4.2.2.3, the electric wicket gate
operators are susceptible to a single mode failure, in that there is only a single
source of power for all three operators. Failure in the single source of power would
leave the turbines inoperative for an extended period of time (longer than 24 hours).
Alternate sources of power are available and should be connected to the turbine
auxiliary systems through an automatic transfer switch.  Although failure of the
power system may be mitigated by a work-around plan, this is a vulnerability that
should be rectified. Installation of an automatic transfer switch is the recommended
solution. See Plate 1.4.1 for a one-line diagram for this improvement.

4.7.4 Estimated Construction and Expanded Parnts Inventory Costs

The following table presents the estimated construction costs for
Alternative 4. Detailed cost information for Little Goose EAWS system alternatives
is provided in Appendix C.
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DIRECT CONSTRUCTION COSTS $30,462
CONSTRUCTION RELATED COSTS

Mobilization/Demobilization (5%) $1,523

General Contractors Overhead and Profit (26.5%) $8.476
CONSTRUCTION SUBTOTAL $40,461

Construction Contingency (25%) $10,115
TOTAL CONSTRUCTION COSTS _ $50,576
PLANNING AND ENGINEERING (22.5%) $11,380
CONSTRUCTION MANAGEMENT (12.5%) $6,322
TOTAL ESTIMATED COST OF CONSTRUCTION (IN 2000 DOLLARS)

The cost for procurement of the proposed expanded inventory of spare
parts for the Little Goose AWS system is $148,140. Detailed cost information for the
expanded parts inventory described in this alternative is provided with the
construction cost estimate in Appendix C.

4.7.5 Conclusion

Alternative 4 does not meet the basic EAWS criteria of providing one-
pump spare flow capacity. In that sense, this alternative cannot fulfill the needs of
the project as a stand-alone EAWS alternative. What Alternative 4 does is provide
an increased level of reliability to the existing AWS system. The proposed
equipment reliability upgrades and the expanded inventory of critical spare parts
would dramatically increase the reliability of the existing system. Thus, its merits as
a complementary alternative to Alternatives 1, 2, and 5 are unquestioned. Since
Alternative 3 replaces the existing AWS pump system with an entirely different
system of pumps, and since Alternative 4 is specifically targeted to the existing AWS
system, it is not applicable to Alternative 3.

4.8 ALTERNATIVE 5 - NEW PUMPED SUPPLY FROM THE TAILRACE AT THE
EXISTING AWS PUMP INTAKES

4.8.1 Design Development Criteria

Alternative 5 proposes to install pumps in the roof of the existing AWS
pump intake with flow from the pump being directed into the AWS system. In
developing this-pumped flow alternative, the following criteria were used for design
development. These criteria are similar to those developed for Alternative 2, the
other tailrace pumped alternative:

e The pump station should provide a minimum of 850 cfs additional emergency
flow capacity to the auxiliary water system (one-pump equivalent capacity).

e The optimal location to introduce the new flow capacity, in order to be compatible
with the existing hydraulic design of the fishway, would be at or near the pump
discharge chamber near the existing AWS pumps in the Erection Bay.
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e The new pump station location should not significantly affect plant operations.

e The pumps should be readily serviceable. If possible, pumping equipment
should be serviceable without dewatering the pump sump.

e The existing intakes for the AWS pump system are to be utilized in this
alternative.

e The hydraulic conditions at the pump intake should be appropriate to provide
efficient, vibration-free pump operation.

e Operation of the emergency water supply should be accomplished with a
minimum of system configuration changes during the transition from normal to
emergency operations.

e Techniques for construction of the pump station structure should minimize
dewatering during construction.

e The location and operation of the pump station should not negatively impact adult
fish upstream passage.

¢ The pump station should not negatively impact AWS pump intake hydraulics.

The objective of this alternative, as noted earlier, is to construct new
emergency pumping capacity by utilizing the same pump intake currently utilized by
the existing three main fishwater pumps for the AWS system. Thus, a new intake
structure would not need to be constructed in the tailrace. By reviewing the project
drawings for the AWS system and the geometry of the intake structure, it is apparent
that the only feasible way to add additional pumping capacity and utilize the existing
intakes is to penetrate the 7-foot thick roof slab of the intake, place one or more
pumps through the roof, and pump into the AWS system through the west wall of the
concrete structure containing Diffusers No. 1 and 2. The pumps would be located
immediately adjacent to this wall. Since the top of the intake roof is 45 feet below
grade, some type of pump well or other structure would have to be constructed to
accommodate the pumps.

4.8.2 New System Description

The following is a description of the major features and design
considerations for development of the new pumping station. The new pump station
is depicted on Plates 1.5.1 through 1.5.4.

48.2.1 General

In Alternative 5, a new emergency pumped supply is
constructed utilizing the existing AWS pump intake. Three new submersible pumps
are installed through three new openings created in the roof of the intake, one in
each of the three water passages. A new pump well, partitioned into three separate
wells, is constructed from the top of the roof at El. 513.0 ft. to the existing top of
grade at El. 558.0 ft. One of the four sides of the new pump well makes use of the
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west wall of the existing structure. Water is pumped vertically into the pump wells
and flows through new gated openings created in the west wall of the existing
concrete structure. During operation of the EAWS system, the existing gated
openings to Diffusers No. 1 and 2 would be closed, isolating these diffusers from the
rest of the main AWS system. Flow from new pumps would be started, the new
gates opened, and flow to Diffusers No. 1 and 2 would be restored, now using the
new EAWS pumps. Approximately 665 cfs (333 cfs per pump) would be routed from
EAWS Pumps No. 1 and 2, (the southernmost and middle pumps) to Diffuser No. 2.
Approximately 205 cfs would be routed from EAWS Pump No. 3 (the northernmost
pump) to Diffuser No. 1. These flows closely match the current flow distribution to
these diffusers using the AWS pump system.

The operation of the Alternative 5 system is as follows:

e Upon failure of one of the three AWS pumps and identification of the need to
operate the EAWS system, all of the AWS pumps are shut down and the
bulkhead for the failed pump is placed in its appropriate slot.

e The existing water control gates for Diffusers No. 1 and 2 are closed.

e The new water control gates for Diffusers No. 1 and 2 (leading from the new
pump chamber) are opened to a pre-determined setting.

e The new EAWS pumps as well as the remaining two operable AWS pumps are
started.

Once the bulkheaded pump is repaired, the EAWS system is
shut down in the reverse order indicated above.

4.8.2.2 Hydraulic/Fisheries
a. General Hydraulic Design Overview:

The hydraulic design of an emergency pump station that
draws from the existing pump intakes focused on evaluating the influence of pump
station operation on the existing intakes, evaluation of pump station hydraulic
performance characteristics for determination of the required TDH, and evaluation of
the compatibility of the emergency pump station supply with the existing
diffuser/fishway supply conduit system. Hydraulic designs were developed in
compliance with the Design Development Criteria as stated above (Section 4.8.1).

b. Influence on Existing Intakes:

The existing AWS pump intakes draw flow from the
tailrace, through the trashrack and then through three conduits that are isolated from
each other by walls. These conduits in turn supply flow to a common chamber
which supplies all three turbine-pumps. The common chamber feature of the
existing intake design will tend to uniformly distribute flow among the three conduits
independent of the specific turbine-pumps that are in use. Since the EAWS station
would be operated when a turbine-pump was down, and one of the EAWS pumps
draws from each of the conduits, operation of the EAWS station will generally
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maintain existing velocities in the intake conduits and at the existing trashracks. As
a consequence, influences of the EAWS system on the operational characteristics of
the intake should be minimal.

c. Pump Station:

The EAWS pumps discharge flow vertically into up-wells.
There is sufficient expansion in the up-well from the pump exit to largely dissipate
the full pump exit velocity head. A gravity flow then passes through sluice gates and
into a vertical conduit that feeds Diffusers 1 and 2. The sluice gates were sized and
positioned to mimic the existing diffuser supply control gates. This was done in an
effort to provide a velocity field approaching the diffuser intakes that is comparable
to existing conditions. Based on a full velocity head loss in the up-well, a full velocity
head loss in the vertical conduit (with a 0.6 gate coefficient), and an estimated
required differential in the vertical conduit above tailwater of 2.0 ft; the smaller pump
would have to supply a TDH of 6.9-ft and the larger pump would have to supply a
TDH of 6.7-ft. This is within the capability of the proposed pumps.

Limited submergence is supplied above the sluice gates
in the up-well. It is likely that air entraining vortices will form at this location. Most of
the entrained air is expected to rise and vent from the vertical conduit. If vortex
entrained air did prove to be a problem (for example due to bubbles venting through
the diffuser), a retrofit vortex suppressor could easily be added to the up-well.

This analysis includes numerous simplifications and
approximations that may significantly influence supply to the diffusers and thus
diffuser performance. If this concept is further pursued it is recommended that a
physical mode! study be used to refine and verify the design.

d. Fishway Water Supply Conduit Operations:

Operation and control options associated with the
operation of Alternative 5 in combination with the remainder of the AWS system
were reviewed. It was noted that unlike Alternative 2, the capability of effectively
controlling flow rates supplied to Diffusers 1 and 2 while maintaining open conduits
to the remainder of the AWS system is uncertain. Since the pump-supplied flow rate
closely matches required flows for Diffusers 1 and 2, it appears that a more direct
operation would be to isolate the Alternative 5 pump station and Diffusers 1 and 2
from the remainder of the system and operate them in isolation. This should
minimize control changes required for the remainder of the system (when
transitioning from normal to emergency operation) and thus would simplify that
transition.

4.8.2.3 Mechanical

a. Pumps:

As was discussed above, the pumps for the new
structure withdraw water from the existing AWS pump intake conduits and feed
Diffusers No. 1 and 2 in the adjacent structure. To accomplish this, a number of
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strategies can be employed as was discussed above. Because of the
configurational constraints of the facility, however, it was concluded that the most
effective way to pump the water was vertically through the roof of the intake into a
new pump chamber and then supply the diffuser by gravity flow through new
openings in the west wall of the diffuser structure. These new openings are
arranged to mimic the existing flow distribution method for the diffusers.

The pumps proposed to accomplish this are electric
submersible pumps. These pumps, which are configured with the drive motor,
gears, and propeller all contained within a sealed housing, are completely
submerged in their installed position. The pumps would be provided with internal
moisture and oil level sensors and alarms. Gears would be lubricated with an
environmentally acceptable vegetable based oil. Submersible pumps typically
operate at higher efficiencies than conventional lineshaft pumps and are more cost
effective than other types of pumps due to more simplistic installation configurations.

Submersible pumps are installed in an encasing pipe.
Pump radial alignment is maintained by guides and mating grooves. Vertical
positioning is by pump weight and hydraulic thrust. Pump removal would be a
straight lift by a mobile crane using a permanently attached cable. Installation
requires aligning guides and grooves and lowering the pump. A diver may be
required for guidance during initial insertion of the pump into the pipe. This will
depend on how high the pipe extends. Once removed, maintenance is
straightforward in the plant’s shop.

Because the pump is not bolted down, the removal
procedure is less complex and time consuming than lineshaft pumps. On the other
hand, because the driver for lineshaft pumps is located above water, only work on
the pump impellers, guides, and bearings would require removal of that type of
pump whereas any work on the submersible would require complete removal of the
pump. The structure required to accommodate the submersible pumps is less
complex and extensive than it would likely be for lineshaft pumps (see discussion in
following text).

Two pump sizes are proposed. The smaller pump, Pump
No. 3, is rated at 92,000 gpm (205 cfs) and would feed Diffuser No. 1. This pump
has a 300 hp, 1200 rpm electric motor with a 6.6:1 gear, a 60-inch propelier with a
90-inch intake and a 66-inch discharge. Weight of the pump is slightly over 12,000
Ibs. The larger pumps, Pumps No. 1 and 2, are rated at 150,000 gpm (334 cfs) and
feed Diffuser No. 2 from separate pump chambers. These pumps, also submersible,
have 500 hp, 1200 rpm electric motors each with a 6.8:1 gear, 60-inch propeller with
a 90-inch intake, and each with an 84-inch discharge. The weight of the larger
pumps is 20,000 lbs.

The final selection of pumps, either submersible or
lineshaft, may depend on the particular preference of the Corps. The design
depicted could be modified to accommodate lineshaft pumps. The resulting
structure would likely be more complex due to the need to support the pump at a
higher elevation. Also, the pump discharges would have to be routed either directly
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through the wall, employing some type of baffling structure in the narrow 3-foot wide
chamber, or into a new pump chamber within the new pump structure and then
through the wall using sluice gates as shown on the proposed design. This would
make the overall structure somewhat larger. The cost of the lineshaft pumps is also
greater.

b. Water Control Gates:

Two 48-inch square and four 60-inch square gates are
required for the pump station to control water flow through the west wall of the
existing structure. Conventional medium duty sluice gates are proposed with stem
extensions which allow the stems to rise but not protrude from the concrete deck
and into traffic. A similar installation is employed at various other gate locations at
the project. The gates would be designed for 30 feet of seating head and only 5 feet
of unseating head since the pump chamber cannot be dewatered.

c. Debris Maintenance:

The trash racks at the AWS pump intakes, which provide
debris control to the existing AWS pumps, will provide debris control for the new
pumps since the water is withdrawn from the same supply conduits.

4.8.2.4 Structural
a. Dam Stability Issues:

Modifications related to the construction of the new
pumping station at the AWS pump intake structure will have a negligible effect on
the stability of the intake structure. The pump chamber is not designed to be
dewatered; therefore, no additional uplift is experienced. The new concrete
structure added to the intake will increase the overall weight of the structure but
represents a relatively small increase in the total structure mass.

b. Pump Station:

The new pump station is designed as a reinforced
concrete structure to be constructed adjacent to and on top of the existing AWS
pump intake. The structure is divided into three hydraulically separate pump
chambers into which the three new pumps discharge. The two chambers for the
larger pumps are nominally 23 ft. long, 12 - 14 feet wide, and 45 feet tall. The
chamber for the single smaller pump is almost 36 feet long, 12-14 feet wide and 45
feet tall. Three sides of the new structure are new cast-in-place concrete
construction while the fourth side makes use of the west wall of the existing
structure. The bottom of the structure is the roof of the AWS pump intake. Where
new construction interfaces with existing concrete, the new reinforcing at the
interface is drilled and grouted into the existing structure. The top of the structure is
also cast-in-place concrete construction and is designed with three concrete access
hatches located above the pumps. For water to enter the pump chamber, the 7-foot
thick roof of the AWS pump intake is penetrated in three places with 96-inch
diameter openings. These openings accommodate the pumps. For water to exit the
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chamber and feed Diffusers No. 1 and 2, the existing west wall is penetrated in six
places with 4-foot and 5-foot square openings. Issues related to concrete removal
are discussed later.

The roof of the structure needs to be driveable and
therefore is designed for highway (HS-20) loads. After penetration of the AWS
pump intake roof to accommodate the pumps, the structure will be flooded with
water and cannot be dewatered. Consequently, the normal design for the structure
is for an internal pressure equivalent to a pumped head of 4 feet of water above
tailwater. Seismic accelerations are applied to the mass of water inside the
structure, the structure itself, and the backfill.

It is assumed in the design that no backfill will be placed
until the intake roof penetrations are made and the interior flooded, which will
partially offset the exterior loads. This allows for an economy of structure, as the
structure would never see hydrostatic groundwater pressures from the outside since
the structure interior cannot be dewatered after construction.

The basic design philosophy for the structure is to
recreate in the new structure the load paths found in the existing structure. Based
on a review of the drawings for the existing structure, the west wall spans vertically
and applies loads to the deck slab at the top and to the slab at the intake roof at the
bottom. Since the new structure will have to transfer backfill loads to the existing
structure in a similar fashion, the structure is designed in a similar manner. The new
outside wall spans horizontally between the new pump chamber divider walls which
act as deep beams spanning vertically between the deck slab and the intake roof
slab at the bottom of the structure. These slabs carry the loads from the pump
chamber divider walls to the existing structure.

To construct the new structure, an excavation 45 ft. deep
will need to be made to access the roof of the AWS pump intake. An excavation of
this magnitude in this location will be a significant disruption to normal vehicle
access to the tailrace deck and adjacent areas. Installing a temporary bridge across
the fish ladder could provide vehicle access. Also, the adjacent fish ladder structure
may need to be protected during the excavation. The ladder foundation consists of
concrete footings which extend to bedrock. Thus, settlement of the structure due to
construction activities may not be an issue, however, this should be investigated
during final design. Fill under the ladder will need to be protected since the adjacent
excavation extends below the floor of the ladder. The horizontal extent of the
excavation cah be reduced if the contractor employs conventional vertical
excavation technigques using shoring and soil anchors.

Dewatering of the excavation may prove to be a
formidable task given its close proximity to the tailrace. The headwall of the intake
structure does provide a boundary for the excavation on the river side of the
structure, but groundwater is likely to be plentiful. Water pumped from the
excavation will need to be routed away from the river for disposal.
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c¢. Concrete Removal:

Accomplishing the three 96-inch diameter penetrations in
the 7-foot thick roof of the intake structure (bottom of the new structure) will be
complicated by a lack of dry access to the underside of the roof. It may be possible
to fabricate a caisson that can be floated down into the intake and then pumped dry
in the proper location. This seems to be a rather improbable scenario. Rather, it
seems most likely that the concrete removal in the roof slab would have to be made
entirely (or mostly) in a fully watered chamber. Concrete removal underwater is not
uncommon and was performed at Wanapum Dam in 1994/1995 for a similar sized
hole through comparable thicknesses of concrete. This is the more likely approach
to this work.

The six penetrations (four 60-inch square and two 48-
inch square openings) in the approximately 4-foot thick west wall of the existing
structure can be accomplished during the ladder maintenance window which will
enable dry access (or at least dry conditions) on the east side of the wall (inside the
3-foot wide chamber). These penetrations would be made prior to the roof
penetrations to take advantage of dewatered conditions inside the new structure. All
concrete removal work would be accomplished in the fully constructed chamber.
Removal of the materials would be through the access hatches in the roof of the new
structure.

An analysis of the existing structures has not been
performed with regard to the concrete penetrations. However, it appears that the
penetrations through the roof of the intake will actually reduce overall loading of the
roof slabs since the penetrations result in the area above the structure being
hydraulically connected to the water conduit. This results in the elimination of 45
feet of overburden for which the structure was originally designed. The 4 and 5-foot
square penetrations through the (battered) 4-foot thick west wall of the existing
structure are located towards the upper portion of the wall and should be justifiable
based on the reduced loading on the wall resulting from the new pump station. This
is because the wall was originally was designed for backfill up to El. 558 ft. while for
this alternative, soil loads are replaced with hydrostatic loads at a normal maximum
water surface 17 feet lower. This will reduce wall loads substantially under normal
operating conditions and will only be critical when the diffuser conduit is dewatered.

4825 Electrical

a. System Loads:

The AWS intake-located pumping station will consist of
three electric pumps, two 500 hp, and one 300 hp.  This scheme will be able to
derive its power from the existing station service busses by using 1300 kVA of a
spare capacity of 2056 kVA. The uneven distribution of station service loads
between the two station service busses eliminates the possibility of connecting all of
the pumps to a single bus. Currently Bus 1 has spare capacity of 878 kVA, which
would accommodate one 500 hp motor. Bus 2 has 1181 kVA, which would be able
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to accommodate the remaining 300 and 500 hp motors.  Two new 5 kV circuit
breakers will be added to the station service switchgear with the downstream power
conductors using the high-voltage cable tray. The conductors will use new conduit
between the cable tray in the powerhouse and the new pumping station.  Minor
amounts of additional power will be required for small motor loads, instrumentation,
controls, and lighting. This will be derived from a transformer and power
distribution panel to supply low voltage power for the pumping station.
Instrumentation and control wiring will be brought from the pump control center
through new conduit, and connected to the plant control system. This scheme will
permanently connect one 500 hp pump and one 300 hp pump to Bus 2, and one 500
hp pump to Bus 1.

There are disadvantages associated with permanently
connecting the motors to separate busses, but there is not sufficient capacity in the
current station service equipment to operate all of the pumps simultaneously from
the same bus. In the case where one of the station service busses is unavailable,
the pumping station would not be able to provide sufficient flow. The shortfall would
depend on which of the two busses failed since Bus 1 has one 500 hp pump and
Bus 2 has one 300 and one 500 horsepower pump connected. The costs
associated with a capacity upgrade of the existing station service equipment would
be prohibitive. However the probability of one bus being inoperable for an extended
period of time (longer than 24 hours) concurrent with a failure of a turbine pump is
unlikely.

The 300 hp pump could easily be operated from a
portable generator. The 500 hp pumps could be operated from portable generators
if the full-voltage motor starters were replaced with "soft" starters or variable
frequency drives.  Variable frequency drives also allow the flexibility of being able
to operate the pump at any speed within its range of operation. Continuously
variable speeds will result in continuously adjustable flow rates.

b. Power Supply and Routing:

This scheme will require the addition of two 5 kv circuit
breakers, one from each of the two station service busses. These will be
connected to a 5 kv motor control center near the new pumping station.  Power will
be carried from the new circuit breakers in the station service switchgear through the
existing high voltage cable tray to the vicinity of the new pumping station.  New
conduit will be brought through the powerhouse wall and under the tailrace deck, so
that the roadway will not be obstructed.

4.8.3 Estimated Construction Costs

The following table presents the estimated construction costs for
Alternative 5. Detailed cost information for Little Goose EAWS system alternatives
is provided in Appendix C.
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DIRECT CONSTRUCTION COSTS $2,972,710
CONSTRUCTION RELATED COSTS

Mobilization/Demobilization (5%) $148,636

General Contractors Overhead and Profit (26.5%) $827,157
CONSTRUCTION SUBTOTAL $3,948,502

Construction Contingency (25%) $987.126
TOTAL CONSTRUCTION COSTS $4,935,628
PLANNING AND ENGINEERING (22.5%) $1,110,516
CONSTRUCTION MANAGEMENT (12.5%) ' : $616,954
TOTAL ESTIMATED COST OF CONSTRUCTION (IN 2000 DOLLARS) $6,663,098

4.8.4 Conclusion

The following section discusses how Alternative 5 meets the criteria
established earlier in this report with regards to providing emergency auxiliary water
supply and addresses design complexity, constructability, operations and
maintenance, construction and O&M costs, and other issues.

EAWS Criteria: Like Altematives 1, 2 and 3, Alternative 5
accomplishes the goal of providing one-pump “spare” or emergency flow capacity to
the auxiliary water system. Like Alternative 2, flow is delivered not to the AWS pump
chamber but to one of the supply conduits leading to diffusers. Unlike Alternative 2,
however, none of the flow from the EAWS can be directed back to the AWS pump
chamber. This is because no independent control exists, nor appears to be feasible,
at the individual entrances to the diffusion chambers for Diffusers No. 1 and 2.
Thus, it would not be possible to throttle the flow to these diffusers and force EAWS
flow back up the supply conduit to the pump chamber and the rest of the system.
This does reduce the operational flexibility of the system somewhat over Alternatives
1 and 2.

Like Alternatives 1, 2 and 3, the system can be brought on line in a
relatively short period of time. The actual startup time associated with Alternative 5
is likely to be shorter than Alternatives 1 and 2, but longer than Alternative 3 (which
only requires swapping bulkheads from the spare pump to the failed pump). This is
because there are no fish screens to prepare for operation as found in Alternatives 1
and 2. The only required activity is to close the existing sluice gates to Diffusers No.
1 and 2, open the new ones from the EAWS pump station, and start the pumps.

Design and Construction Issues: Of all the EAWS alternatives, the
design of Alternative 5 is likely to be the least complex. It is effectively three large
concrete boxes, each fitted with a pump. There are no fish screens to design and no
special throttling equipment except the very conventional sluice gates, which are
vendor items. The concrete penetrations in the existing structure should be very
easy to justify from a design standpoint.
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Being a reinforced concrete structure with few mechanical parts except
the sluice gates and pumps, the long-term durability of the installation should be
excellent.

The constructability of the system is straightforward with the greatest
challenge coming from dewatering the excavation during construction and providing
shoring to protect the fill material under the adjacent fish ladder. Removal of
concrete to make the 96-inch diameter concrete penetrations for the pumps is made
more difficult due to the need to do this underwater. However, firms specializing in
underwater construction will have no difficulty in accomplishing this.

Impacts to dam operations during construction should be minimal.
Access to the tailrace deck will be provided by a temporary vehicle bridge over the
fish ladder, minimizing the impacts to operations. Employee parking will need to be
relocated during construction and visitor activities may be impacted. Cleaning of the
AWS pump intake racks may be a problem during construction so this activity might
have to be scheduled during another time.

Construction impacts to the AWS system would occur due to the
removal of the concrete at the pump openings in the intake roof and at the new
sluice gate locations in the existing west wall. Both would require the system to be
shut down during the normal ladder maintenance period in January and February.
To make best use of the limited time during this shutdown, it is assumed that the
sluice gates would be installed prior to the penetrations for the gates being made
and prior to the shutdown. Thus, the work sequence during the ladder maintenance
window would involve removing the concrete at the sluice gate penetrations, closing
the sluice gates, and then making the intake roof penetrations for the pumps. It may
be necessary to extend the maintenance window slightly to accomplish the
installation of the pumps. Any extensions of the ladder shutdown would require
coordination with resource agencies and COE biologists.

Operations and Maintenance Issues:  The systems associated with
Alternative 5 should be very compatible with current dam operations. The proposed
improvements are all below grade and should not interfere with any existing
systems.

The reliability of the Altemative 5 systems should be very good
because it employs proven, conventional technologies in the submersible pumps
and sluice gates.

The operability of the EAWS system for Alternative 5 should be very
good. In fact, it should be better than both Alternatives 1 and 2, since there are no
systems to operate except the pumps. Alternative 5 is only surpassed by Alternative
3 in terms of operational simplicity.

Maintenance issues related to Alternative 5 will be limited to the
pumps. When a pump requires maintenance, the deck hatch would be removed,
divers would connect the lifting fixture, and a crane would hoist the pump to the
tailrace deck elevation.
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Construction and O&M Costs:  The estimated construction costs for
this alternative are presented in Section 4.8.3 and compared to the other
comparable alternatives at Little Goose (Alternatives 1, 2, and 3), are second lowest
next to Alternative 1 and can be considered as being virtually the same as
Alternative 1 at this level of design development.

The daily maintenance costs for this alternative are expected to be
comparable to Alternative 3 (which only has pumps) and less than Altematives 1 and
2 which have fish screens. From a long-term maintenance standpoint, the relatively
high cost of the pumping equipment (and more expensive maintenance thereof)
certainly makes this a less attractive alternative than the more simplistic gravity
option for Alternative 1. The Corps is familiar with and accustomed to large pumping
stations, however, and this is not seen as a serious issue. Certainly, the O&M cost
projections for the project will need to be adjusted for this additional maintenance.

As was noted in the discussions for the other alternatives, the cost of
operating the EAWS system must include the energy costs. These compare very
favorably to the value of the energy lost for Alternative 1 ($10,000 per year for the
assumed month-long use of the pumped EAWS systems compared to over
$100,000 per year for Alternative 1 assuming $17.45 per MW hour). If the use of the
system is expanded to provide a source of supplemental flow for the AWS system,
the cost of operating the system will obviously increase.

Other Issues: More so than any other alternative, use of
Alternative 5 as a supplemental flow system to the AWS system (not its intended
design use) is problematic given the dedication of the EAWS to Diffusers No. 1 and
2 and the inability (at least in the depicted design) to pump flow up the conduit and
back into the pump chamber.

Conclusions: Alternative 5 is a very viable alternative. It
represents a very straightforward design and construction effort. It is considerably
less flexible, however, from an EAWS operations viewpoint than the other
alternatives given the dedication of the supply to Diffusers No. 1 and 2. It has good
O&M characteristics, and a cost that is the second lowest of the other alternatives
(virtually the same as Alternative 1) with the added benefit of being less expensive to
operate in terms of energy costs than Alternative 1. It is seen as being the least able
to be adapted as a supplemental flow source for the AWS system.

4.9 ALTERNATIVE COMPARISON

4.9.1 Alternative Comparison

The table below provides a tabulation of the various Little Goose
EAWS alternatives and allows for a direct comparison of each alternative against the
criteria and issues discussed earlier in the report. Note that Alternative 4 has not
been included in the matrix since it is not a comparable alternative in that it does not
provide EAWS. This will be discussed in Section 4.9.2. A cost summary for the
Little Goose alternatives follows the comparison matrix.
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Criteria Conformance Ratings: g ° E - 62 le<
E = Excellent o 25 |Z¢ 22 |2 g ®
G = Good 829 |22 | 2E (252
F - Far S|Esz8a.| 84 |80 E
P = Poor c28|eosl g% |ga=
2 B [} b S 9 () ] [4]
g255|255| 22 |26z
S COUL -0} < | <
EAWS Criteria:
Provides one-pump “spare” flow capacity E E E E
Provides EAWS water to desirable location E G E F
System can be made operational in < 24 hours E E E E
Design and Construction:
Design complexity G F P E
System durability > 25 years E E E E
Constructability G G F G
Impact to dam operations during construction G G G F
Impact to AWS system during construction E E P E
Operations and Maintenance:
Compatibility with existing dam operations E G E E
System reliability G G E E
System operability E G E E
System maintainability G F E E
Cost:
Construction cost G F P G
Maintenance cost G G E G
Operations cost (energy costs) P G E G
Other:
Capable of providing supplemental flow (non-EAWS) [ E | F | F | P |
Little Goose EAWS Alternative Comparison Matrix
Little Goose
EAWS Construction Total
Alternative Cost Cost ? Comments

Alternative 1®  $4,776,227 $6,447,906

Alternative 2 $8,701,465  $11,746,978

Alternative 3 $10,878,471 $14,685,936

Alternative 4 $50,576 $68,278 Does not meet EAWS criteria
Alternative 5% $4,935,628 $6,663,098

“ ncludes contractor mob/demob,OH and profit, and a 25% construction contingency

@ |ncludes engineering and planning, and construction management

®  Alternative 4 costs not included in costs for these alternatives (not applicable to Alternative 3)

Little Goose EAWS Alternative Cost Summary
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4.9.2 Recommendations

From the above comparison, it can be readily seen that Alternatives 1
and 5 compare very favorably to each other. Alternative 3, despite being good in
most regards, must be eliminated because of excessive construction cost compared
to the other comparable systems. Alternative 2, because of the combined need for
pumps and fish screening equipment (both costly components), is considerably
more expensive than either Alternatives 1 or 5.

Thus, in selecting between Alternatives 1 and 5, it is noteworthy that
Alternative 1, while being more expensive to operate from a energy standpoint (lost
power generation potential) and while being more complex from a maintenance
standpoint due to the fish screens, provides flow directly to the pump discharge
chamber where it can be used most flexibly and also is most directly adapted to non-
EAWS purposes (AWS flow supplementation). It also does not require maintenance
of pumps which, while reliable, are inherently less reliable than gravity.

Alternative 5, on the other hand, is a very simple alternative and
provides EAWS flow in a reliable way to Diffusers No. 1 and 2, allowing the
remaining AWS pumps to provide flow to the remainder of the fishway.

Because of the inherently more simplistic system represented in
Alternative 5, this must be the recommended system. If flow supplementation
becomes a critical issue for the project, this should be identified prior to the final
design of the system to make proper design modifications to the alternative to
achieve this goal presuming that it is feasible from an AWS system-wide
perspective.

Alternative 5 (and of course Alternatives 1 and 2), can benefit from the
reliability upgrades and increased spare parts inventory associated with Alternative
4. It is therefore recommended that Alternative 4 be coupled to any EAWS system
improvements.

As mentioned earlier, Alternative 4 does not meet basic EAWS criteria and
therefore cannot be considered as an EAWS system alternative.

4.9.3 Design and Construction Schedule

A design and construction schedule has been developed for Alternative 5, the
recommended alternative for Little Goose. This schedule is presented on the
following page. Specific issues of note in the schedule includes constraints
associated with the construction of the concrete penetrations for the sluice gates and
pump openings in the existing structure. Both of these activities are required to be
performed and completed during the fish ladder maintenance window starting
January 1 and ending February 28.

The total duration is estimated to be from the start of design on June 1, 2001
to completion of operational tests in late March, 2003. The start date for the project
is somewhat arbitrary and could be earlier allowing more time for construction and
design. The durations and dates shown here, however, are reasonable for the
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complexity of the design and construction for this alternative. It should be noted that
certain critical construction activities may involve multiple crews to accomplish the
work. This is particularly true for the critical concrete removal activities during the
maintenance window.

The permitting and agency coordination activities are less well known. It is
likely that these will involve an ongoing process starting with this Phase Il Technical
Report. For more information on environmental requirements, see Section 6 in this
report.
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SECTION 5 - LOWER GRANITE LOCK AND DAM

51 GENERAL

Lower Granite Lock and Dam, completed in 1975, is located on the lower
Snake River at River Mile 107.5. The normal range of forebay elevations is 733 to
738 ft. above mean sea level (msl). The tailwater elevation typically varies between
elevations 633 to 642. The main project features of the dam include a powerhouse
with six main turbine units, a concrete spillway with eight 50-ft. wide spillways
separated by 14-ft. piers, a navigation lock, concrete and earth fill non-overflow
sections, juvenile fish collection and bypass facilities, and a single adult fish ladder
on the south shore and associated fishway collection system with entrances on the
north shore and south shore and along the downstream face of the powerhouse.

52 EXISTING SYSTEM

5.2.1 Existing System Description

5.2.1.1 Fish Ladder

The adult fishway at Lower Granite consists of a fish ladder on the
south shore with entrances on the south shore, across the downstream face of the
powerhouse, at the non-overflow section between the powerhouse and spillway, and
on the north shore (Figure 5.1). The fish ladder is 20 feet wide with a floor slope of 1
vertical to 10 horizontal for Weirs 634 through 727 and 1 vertical to 32 horizontal for
Weirs 728 through 737. Along the length of the ladder are 97 dual-crest overflow
weirs and 10 vertical slot and orifice control weirs. The overflow weirs have two 18-
inch by 18-inch orifices at the bottom to allow low level fish passage. The orifice and
vertical slot control weirs are 6 feet high with two low level orifices, 18 inches by 24
inches high, and a 1-foot wide variable height slot in the middle. Flow to the top of
the ladder is provided by a gravity system supplying Diffuser 14. During emergency
operations for the ladder when the forebay is lowered to El. 710 ft. in preparation for
large flood events, three vertical pumps located on the forebay wall can supply water
directly to the top of the ladder, to Diffuser 14, and to a false weir next to the regular
exit. An 18-inch pipe is employed during these events to allow safe passage from
the exit to the lowered forebay.

A junction pool at the bottom of the fish ladder splits the ladder flow to
the various fishway entrances. These include two entrances on the south shore
(SSE-1 and SSE-2), three powerhouse fish collection channel entrances (NPE-1,
NPE-2, and NPE-3) plus four floating orifice entrances, and three north shore
entrances (NSE-1, NSE-2, and NSE-3). Entrances NPE-3 and NSE-3 are not
normally operated. Flow to the north shore entrances is supplied by a continuation
of the powerhouse collection channel that continues past the powerhouse running
through the central non-overflow dam section and then through the spillway monolith
to the north fishway entrance. The ladder exit is located at the forebay on the south
end of the powerhouse.
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5.2.1.2 Auxiliary Water Supply System

The auxiliary water supply system for the fishway provides
supplemental flow to the north and south shore ladder entrances as well as the
powerhouse collection channel entrances to supplement the 75 cfs supplied by the
ladder itself. The auxiliary water supply system has two components. The first
component, a gravity supply system at the ladder exit, supplies the upper portions of
the ladder and contributes to the total ladder flow of 75 cfs, providing for a constant
flow at all times in the ladder. The second component, a pumped system, supplies
auxiliary water through diffusers in the floor of the ladder or channel to supplement
the flow in the north and south fishway entrances and the powerhouse fish collection
channel. A possible third component may be added in the future and would entail
diverting approximately 200-250 cfs of excess water from the dewatering structure at
a planned new juvenile fish facility at the project. This component would presumably
be similar to the existing system at Little Goose and would supply water to the pump
discharge chamber on the south shore.

The pumped system consists of three electric motor-driven pumps,
with a maximum total rated capacity of 3,150 cfs at 4 feet of pumping head.
Pumping Units 2 and 3 each consist of a single-speed, 800-hp electric motor, a gear
box, and an axial-flow, fixed-blade propeller pump. Pumping Unit 1 is similar except
that it has a two-speed motor that it is rated to deliver either 1,050 cfs at high speed,
or 445 cfs at low speed, both against 4 feet of pumping head. Typically, only the two
single-speed pumps operate, with the dual-speed pump reserved to provide extra
water for high tailwater conditions (above 639 feet) and as a backup for the other
two pumps. These pumps, located in the south shore pump house located in the
Erection Bay, discharge into a pump discharge chamber. From here, the flow is
routed through three separate conduits to the entrance and lower ladder diffusers in
the south shore fish ladder, the diffuser between the spillway and powerhouse in the
central non-overflow section, and to the fish collection channel along the
downstream powerhouse face. The pumps are manually controlled to provide the
supplemental flow consistent with tailwater demands. Slide gates and orifices
regulate this pumped flow into the system.

5.2.2 Existing System Evaluation

5.2.2.1 Hydraulic and Adult Fish Passage Evaluation

Flow rates supplied to the auxiliary water system: Flow can
be supplied to the auxiliary system by any of three electric motor-driven pumps,
each with a rated discharge capacity of approximately 1,050 cfs when operating with
a pumped lift of 4 ft.

There is some uncertainty about actual flow rates supplied
by the pumps. Evaluations conducted using physical model calibrations of fishway
entrance flow rates, computational model analysis of the auxiliary water distribution
system, and the manufacturer's supplied pump performance rating curves indicated
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that supplied pumped flow rates may be as much as 2% greater than to 19% less
than the original project design requirements (Hydraulic Evaluation of Adult Fish
Passage Facilities at Lower Granite Dam, July 1995) [3]. Sources of deviation may
include:

¢ Undetected obstructions in the auxiliary water supply conduits

» Inefficiencies/head losses in the auxiliary water supply system that require
operation with increased pumped head which in turn reduces pumped flow rates

o Excessive leakage that may be occurring from the collection channel which adds
inaccuracy to the field rating of pumped flow rates and also requires additional
flow to be supplied to the system to meet entrance criteria

e Pump units that are operating at less than design efficiency

o Evaluation errors

Although all of the above could have some influence, close
correlation between flow rates determined from the manufacturer’s rating curves and
from analysis of the distribution system imply that the manufacturer's pump rating
may be fairly representative.

Adult Fishway Performance: Substantial efforts have been
made to refine fishway operation with the objective of complying with established
criteria as described in the 2000 FPP [7]. In general the existing operation does
comply. Exceptions are:

» Differentials generated at the North Shore Entrances are approximately 0.8 to 0.9
ft. which are lower than the 1.0 ft. FPP minimum.

e Transport velocities in the junction pool and south end of the powerhouse
collection channel are typically lower than the 1.5 fps FPP minimum.

Simultaneous operation of two pumps is required to achieve
this performance. As a consequence it appears that the third pump can function as
a backup.

Fishway operation could be improved by reducing head
losses in the auxiliary water distribution system and by reducing leakage from the
fishway. Efforts might focus on improvement of the supply conduit configuration for
Diffuser 13 located at the north end of the powerhouse.

Simultaneous operation of all three pumps (possibly with one
pump operating at half speed) could also be used increase flow through the fishway
system. It is likely that such an operation would increase flow rates at the North
Shore Entrance, bringing generated differentials into compliance. An attempt to
evaluate such an operation showed that when the pumps are operated at low
tailwater (and in particular when Pump 1 is operating at low speed) there is a
tendency for the pumps to overheat and overload as described in Section 5.2.2.2.

5.2.2.2 Mechanical Evaluation

The auxiliary water supply system pumps for Lower Granite
consists of three electric-motor-driven pumps. The motors drive the pumps through
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right-angle gear drives. Pump 1 is two-speed; Pumps 2 and 3 are single speed.
The pumps were placed in service in 1975 during the original construction of the
dam.

The pumps were manufactured by Baldwin-Lima-Hamilton.
Impeliers are 3-blade, 126 inches in diameter. Rated speed is 78 rpm. Rated pump
flow is 1050 cfs at 4 feet pump head. Pump 1 is also capable of low speed
operation at 55.6 rpm; delivering 455 cfs at 4 feet pump head.

Pump 1 motor was manufactured by Hitachi and was
provided as original equipment by the pump supplier. Pump 2 and 3 motors were
manufactured by Ideal Electric and were Government Furnished for installation by
the powerhouse contractor. Motors are horizontal, rated 800 hp, 705 rpm, 4-kV.
Pump 1 motor can also operate at a low speed of 500 rpm, developing 510 hp.

Speed reducers are right angle spiral-helical design. The
Falk Company originally manufactured all three speed reducers. Pump 1’s Falk
speed reducer was replaced with a Philadelphia Gear Company unit in 1978 after
failure of the Falk unit, because Philadelphia could deliver the speed reducer in time
for the next fish passage season while Falk apparently could not. Pumps 2 and 3
speed reducers remain Falk units. Speed reducer specifications are as follows:

Specification Philadelphia (Pump 1) Falk (Pumps 2 and 3)
input RPM 500/705 708
Output RPM 55/77.6 78
Ratio 9.03:1 9.08:1
Rating, hp 510/800 800
Service (Safety) Factor 2/2 2

Gears and bearings are pressure lubricated. Water-oil heat
exchangers maintain oil temperatures. Kingsbury thrust bearings are incorporated
into the speed reducers to handle pump hydraulic thrust. The Falk units also
incorporate anti-backspin devices to prevent backspin due to reverse flow when the
pump is not operating. An external Formsprag holdback device on the input shaft
provides anti-backspin protection for Pump 1.

As was noted earlier, two pumps are required to meet AWS
requirements during the fish passage season. The pumps are manually controlled.
Presently, only Pumps 2 and 3 are used. Pump 1 has not been used since 1995
according to plant personnel. It was originally reported that Pump 1’s speed reducer
was not operable. Subsequent discussions and research now reveal that the pump
is believed to be capable of operation but that the Formsprag holdback tends to slip
with reverse flow through the pump. Correcting this deficiency will provide three
operable pumps, one of which would be available as standby for EAWS service.

5-5




Little Goose / Lower Granite Lock and Dam EAWS Final Report
Phase Il - Technical Report September 2000

To verify the present availability and reliability of Pump 1, the
pump was tested on August 8, 2000. Problems noted during the test that precluded
successful operation of the pump are:

e The pump shaft seal was found cracked, resulting in excessive water leakage.

e Pump bearing lubricating water flow was blocked. The blockage appears to be in
the bearing supply piping.

e The Formsprag temperature alarm relay had been cannibalized for use on
another pump and not replaced.

The plant plans to correct known problems and retest Pump
1 after the main fish run, probably in November.

With the exception of Pump 1, which has not been operated
since 1995, the pumps have been well maintained through the years despite
continued maintenance cost constraints. Various upgrades have been made over
the years, including replacing the original grease lubricated pump bearings with
water lubricated bearings and reworking the pump shaft seals.

A July 1995 hydraulic study indicated that the fish water
pumps were operating at their original design capabilities. Comparison between
computer modeling and the pump performance curves showed agreement within 6%
when any combination of two pumps were operated. During tests run at normal
tailwater elevations of 636.7 ft. with Pumps 2 and 3 operating at full speed and
Pump 1 operating at low speed, all pumps apparently operated with no problems
although pump tests were of a short duration (all pumps were operating
simultaneously for less than one-half day). When the tailwater was dropped to
elevation 633.2 ft., an unusually low tailwater condition, and the same test was run,
Pump 1 cut off after two hours of operation. After several failed attempts at
restarting the pump for continued operation, it was concluded that the pump motor
was overloading and overheating and would not stay running for very long under
those conditions. Pumps 2 and 3 were starting to heat up as well during this test.
This can be expected as the power requirements, and thus motor currents, increase
at increasing head. It was concluded that simultaneous operation of three pumps is
not viable at very low tailwater elevations, but that normal pump operation can be
expected for simultaneous operation of any two pumps regardless of tailwater
conditions. Another problem with three-pump operation at low tailwater elevations is
the limited outflow capacity of the diffuser system, causing a rise in discharge
chamber levels, increasing the head on the pumps above four feet.

During the site visit in May 2000, Pumps 2 and 3 were
observed to operate without undue noise or vibration. Pump 1 was not operating.
Recent inspections by plant personnel reported that pump impellers are in very good
condition.

Plant personnel reported that it is difficult to start the pumps
at the beginning of the fish run due to the high viscosity of the speed reducer oil
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apparently causing the motors to overheat. Installation of electric heaters should
eliminate this problem.

The original equipment, installed in 1975, has 25 years of
service. The equipment has been overhauled, rebuilt and refurbished throughout
the years. USACE ER 37-2-10 (Chapter 31, Appendix A), lists normal service life of
motors, speed reducers, pumps and their major sub-components as follows:

e Pump Motor Winding 20 Years
e Pump Impeller 30 Years
e Thrust Bearing 35 Years
e Speed Reducer 40 Years

The service life of the equipment listed above have to be
evaluated in the context of their present condition and the level of maintenance and
upgrades. With the level of maintenance and upgrades at the plant, the pump units
should have an effective service life of another 25 years.

Since the initial installation at Lower Granite, system
reliability has been tied to that of the spiral-helical geared speed reducers. The
other major components of the system have proven dependable. Work required on
either the motors or the pumps have not resulted in substantial downtime during fish
runs. The Phase | report indicated that the speed reducers were the weak link in the
system, due to their age. As noted above, their age alone is not a good criterion for
replacement.

The speed reducers were subject to major failures during the
first 15 or so years of operation. The failures are summarized below:

Date Speed Red. Probiem
October 1976 No. 1 (Falk) Failed Input Shaft, Gear Damage
July 1977 No. 3 (Falk) Failed Input Shaft
March 1978 No. 1 (Philadelphia) | Failed Low Speed Pinion
September 1978 No. 3 (Falk) Bevel Gear Failure
January 1979 No. 1 (Philadelphia) | Failed Low Speed Pinion
September 1982 No. 2 (Falk) Failed High Speed Pinion
March 1983 No. 2 (Falk) Failed Bevel Gear/Pinion
March 1988 No.1 (Philadelphia) | Failed Bevel Gear. Replaced Bearings
February 1989 No. 1 (Philadelphia) | Failed Bevel Gear

Maintenance records available for review did not give
complete details of failures in all cases. However, the records, and previous
investigations, do indicate that most of the speed reducer failures have been related

5-7




Little Goose / Lower Granite Lock and Dam EAWS Final Report
Phase |l - Technical Report September 2000

to manufacturer design deficiencies or quality control/manufacturing deficiencies.
These problems have been corrected during the various rebuilds. The last recorded
major failure was in February 1989. Since then, speed reducer reliability has been
equal to or better than the other major pump unit components.

A spare Falk speed reducer is kept on site. Previous studies
indicate that a Falk speed reducer can be replaced within two weeks [12]. Replacing
the Philadelphia speed reducer with the spare Falk would take about 4 weeks as the
previously removed Falk base, shafts and bearings, while still at the plant, would
also have to be reinstalled.

Falk and Philadelphia Gear technical service personnel were
contacted to determine replacement parts availability. Both firms maintain a stock of
spare bearings and seals for the speed reducers. The manufacturers can
manufacture major items such as gears and shafts from the original drawings. The
pump manufacturer, Baldwin-Lima-Hamilton, is no longer in business. However,
Ingersoll-Dresser Pumps, Liberty Corner, NJ, maintains drawings and patterns for
Baldwin-Lima-Hamilton pumps and can produce repair parts should there be major
failures. Both ldeal and Hitachi can service the motors. Minor items, such as
instruments and auxiliaries, are readily available for all equipment.

Intake and discharge bulkheads isolate the AWS pumps.
Intake bulkheads are needed only when the intake water passage or pump impeller
area is to be serviced or inspected. Discharge bulkheads are installed when a pump
is not operating to prevent reverse flow through the pump. The bulkheads are
installed by the plant’s mobile crane. Plant personnel estimate that the installation of
intake bulkheads takes about three hours on a weekday day shift and about 7 hours
at other times due to the need to call out personnel. This is well within the criteria of
providing an alternate source of EAWS within 24 hours on a major equipment failure
event. Therefore, the existing bulkhead system is satisfactory.

5.2.2.3 Electrical Evaluation

The three pump motors are locally controlled using four
medium voltage motor starters. The four starters are mounted in a single enclosure
in the pump room. The motor for Pump 1 has two starter units, one for each speed.
Pumps 2 and 3 are single-speed pumps and each requires a single starter. The
current system drawings indicate that the pumps derive their power from two
separate busses, Bus 1 and Bus 2. Bus 1 feeds Pump 2 and 3 while Bus 2 feeds
Pump 1. As has been noted earlier, in order for the system to provide sufficient
water there needs to be at least two pumps in operation. Failure of the source
feeding the two pumps (Bus 1) or failure of the feeder from Bus 1, would leave the
system with only 1 operational pump (Pump 1) which by itself is unable to provide
sufficient water. Failure of Bus 2 or the feeder from Bus 2 would result in a lack of
redundant spare pump capacity. Thus, the electrical system needs to be
reconfigured to improve reliability such that failure of power from either Bus 1 or 2
will not result in loss of capacity.
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Another weakness in the current system is the controller
enclosure. An electrical fault within the enclosure could severely damage the
equipment and cause an extended outage of all three pumps. The configuration of
the controller enclosure should be revised to rectify this problem.

5.2.3 Evaluation Summary

Like the system at Little Goose, the existing auxiliary water system at
Lower Granite has generally been a reliable system over the years, thanks in part to
a consistent maintenance program. The speed reducers, which were very unreliable
in the early days, appear to have had the systemic problems corrected through
numerous rebuilds and now match the other components in reliability.

However, a speed reducer failure would still cause major disruption to
the AWS. At the present time this is fairly well mitigated, as there is a spare Falk
speed reducer on site. The Falk can also be installed on Pump 1 with some
additional down time. Without the on-site spare, procurement of a new unit would
require approximately 35 weeks. The electric motor-gear box-pump system appears
to have considerable remaining service life based on the performance history of
comparable systems.

The status of Pump 1 should be verified by a complete inspection
followed by additional testing. Evidence from the 1995 pump tests suggests that it is
comparable in discharge and performance to the other two pumps. Thus,
operationally, all three pumps appear to be comparable.

Based on the operational history at the Lower Granite, only two of the
existing three pumps are required to meet FPP criteria, although conformance to
these criteria is marginal (but apparently acceptable) at the North Shore ladder
entrances due to sub-criteria head differentials and transport velocities below the 1.5
fps minimum transport velocity. Thus, there is a one-pump spare capacity at the
project, meeting the spare capacity requirement listed in the assessment criteria.

The reliability of electrical power supply to the motors is not
acceptable. This is due to the lack of redundancy of the power supply to the motors
and the potential for a single-mode failure via an electrical fault in the electrical
equipment enclosure.

5.3 DEVELOPMENT OF ALTERNATIVES TO BE REVIEWED IN THE PHASE Il
REPORT

5.3.1 Phase | Report Alternatives

Following the evaluation of the auxiliary water system at Lower
Granite, which was performed in the preceding section, and following a review of the
alternatives identified in the Phase | report alternatives, it is clear that not all of the
alternatives reviewed in the earlier report are suitable for a more detailed review. In
this section, each of the Phase | report alternatives for Lower Granite will be
evaluated for merit for further investigation in this report.
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5.3.1.1 Alternative 1 - Increase the reliability of the electrical supply
and enhanced preventive maintenance program

In Alternative 1, the electrical reliability concerns of the AWS
pumping system were addressed by proposing modifications to the electrical service
to the pump motors. An enhanced maintenance program was also proposed for the
motors, speed reducers, and pumps. As was noted in the Phase | report and
confirmed in this report, the project has spare capacity in that only two of the three
AWS pumps are operated and required to operate the fishway system to meet the
FPP criteria. Thus, this alternative is feasible in that increasing the reliability of the
existing equipment should result in meeting the spare capacity criteria. It was also
confirmed earlier in this report that the electrical system should be upgraded to
improve the reliability of the system. Consequently, this alternative should be
advanced for a more detailed evaluation in this report and is listed as Alternative 1.

5.3.1.2 Alternative 2 - Gravity feed supply through south non-
overflow section

In Alternative 2 in the Phase | report, spare hydraulic capacity
equivalent to one pump was proposed to be developed for the AWS system through
construction of a gravity feed system from the forebay through the south non-over
section of the project. Flow would be routed to the AWS pump discharge chamber.
Since, per the conclusions of the evaluation of the system in the preceding sections,
spare capacity already exists at Lower Granite in that only two of the three pumps
are required to operate the AWS, development of additional spare capacity beyond
the existing spare capacity is not warranted and will not be pursued in the Phase Il
report.

5.3.1.3 Alternative 3 - Enhanced preventive maintenance program

Alternative 3 in the Phase | report focused on increasing the
reliability of the existing system (particularly the electrical system) through enhanced
preventive maintenance. The object of this program would be to anticipate possible
equipment failures and work to prevent them through preventive maintenance as
well as being prepared to resolve them promptly if they should occur. The electrical
configuration deficiencies identified would not be corrected in the alternative. While
similar to Alternative 1 in that the primary capacity requirements are met, this
proposal can be accomplished at less cost with some decrease in reliability and a
greater risk of losing two or more pumps. Thus, this alternative will be carried
forward to this report as Alternative 2.

5.3.1.4 Alternative 4 - “No Action”

As was noted earlier, unlike Little Goose, Lower Granite does
have existing spare capacity in the unused third AWS pump. Thus, the ability to
keep at least two pumps running under the current maintenance program and parts
inventory becomes the issue. While theoretically a “No Action” proposal could
provide a reasonable level of assurance of continued operability of the fishway within
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FPP criteria in that the spare pump exists, the electrical power supply concemns,
which if not properly addressed could defeat more than one pump, makes this
alternative inappropriate for further investigation.

5.3.2 Other Water Supply Alternatives

The issues at Lower Granite are considerably more straightforward
than at Little Goose. Existing spare pumping capacity exists and the most cost
effective means of accomplishing the goal of increasing reliability of the AWS is to
make sure that the existing equipment is reliable. Consequently, evaluations of
alternative water sources for the AWS (such as additional pump supplies from the
tailrace and gravity feed systems from the forebay) will not be pursued in this report.

5.4 ALTERNATIVE 1 - ENHANCED MAINTENANCE AND EQUIPMENT
RELIABILITY UPGRADES

5.4.1 General Discussion

Alternative 1 in the Phase | report reviewed a concept for increasing
the electrical reliability of the AWS system to ensure continued availability of the
pumps to provide water for the AWS system and to ensure that the third pump is
available as an EAWS source. It also proposed a program of enhanced
maintenance to increase overall reliability of the system. This alternative will be
expanded in this Phase Il report.

A third area mentioned in the Phase | report, a more aggressive
operation and maintenance program, is not required. The maintenance staff is well
aware of the importance to maintaining the AWS and repairs to the systems are a
high priority. Preventive maintenance is also high with quarterly, semiannual and
annual programs in effect. Even if it were valid, this solution would probably be
nearly impossible to implement considering present and expected future budget
constraints on maintenance functions.

This alternative would be a responsibility of Project Operations and
would require increased funding through the Operations and Maintenance Budget.

5.4.2 Design Development Criteria

In refining this alternative for the Phase Il report, the following criteria
was used for design development:

e Pump1is an integral component of the EAWS system at Lower Granite and its
readiness as a standby pump or one that regularly shares pumping duties must
be confirmed.

* Known problems that cause lost time or service in the operation of the AWS
system or problems presently preventing operation of AWS components should
be corrected. Such problems either reduce reliability or cause the shutdown or
startup of equipment to be excessively long.

* Increase the reliability of the electrical supply to the pumps.
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e An inventory of spare parts shall be maintained to permit repair of minor
auxiliaries within a 24-hour period.

5.4.3 New System Description

The following is a description of the major features and design
considerations for development of Alternative 1. Electrical system upgrades for
Alternative 1 are depicted on Plate 2.1.1.

5.4.3.1 Mechanical
a. Verify Pump 1 Operability:

As discussed in Section 5.2.2.2, Pump 1 has not been
successfully operated since 1995. The reasons are unclear. Plant personnel
believed the pump was operable with the exception of a faulty backspin device.
Pump 1 should be operated to verify that all three pumps are capable of full AWS
service. Deficiencies should be noted and appropriate remedies instituted at once.

To resolve the question of the readiness of Pump 1, it
was recommended that the COE operate the pump to confirm its status [15]. The
following test program was recommended:

e The pump would be operated in tandem with either Pump No. 2 or Pump No. 3.
There is no perceived need to test all three pumps simultaneously since FPP
criteria are apparently (nominally) satisfied with the operation of only two pumps.

e The pump would be operated for a minimum of one hour after temperatures
stabilize to confirm its condition.

e Any mechanical/electrical anomalies observed during the operation of the pump
would be noted. The following mechanical/electrical monitoring would be
performed during operation of the pump:

a. Pump, speed reducer, and motor temperatures
b. Speed reducer oil pressures

c. Pump speed

d. Motor voltage and currents

e The project staff would be prepared to immediately terminate the test if
equipment damage appears to be a possibility.

- The operational test was performed on August 8, 2000
and found multiple deficiencies as described in Section 5.2.2.2. The plant plans to
correct known problems and retest Pump 1 after the main fish run, probably in
November.

b. Correcting Known Problems:

Problem: Pumps are difficult to start due to high oil
viscosity in the speed reducers when the oil is cold. Operators have to go through
several attempts until the oil is warm enough to prevent tripping the drive motor
breaker. This can take several hours.
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Recommended Solution: The recommended solution is
to install an oil heating circuit to circulate speed reducer oil through an electric heater
when the pump unit is not running. The circuit would consist of a connection to the
pressure oil pump suction line, a small (1 or 2 gpm) circulating pump, an in-line
electric heater and discharge filter and piping terminating at the sump oil drain port.
The heater would be thermostatically controlled.

Problem: The Pump 1 Formsprag anti-backspin device
slips under reverse flow conditions. This requires the discharge bulkheads to be
installed whenever the pump is stopped. Otherwise the slippage shocks could
damage the pump and speed reducer. The tenuous nature of this installation
detracts from the pump serving as a reliable standby.

The described slippage is indicative of worn internal
parts. The HDC designer and Formsprag’s technical services representative both
concur with this diagnosis. The adequacy of the Formsprag for the loads was
questioned. HDC data indicates that the installed model, LLH-900 is rated for over
twice the expected load.

Recommended Solution: The unit cannot be repaired in
the field but must be sent to Formsprag for overhaul. This is about a two-month
process at current factory workloads. The recommended solution would be to
purchase a new unit for immediate installation and send the existing unit to the
factory for overhaul. The overhauled unit would then be kept in inventory as a
spare. An alternative solution would be to immediately have the present Formsprag
unit repaired so it could be installed during the Year 2001 maintenance period, thus
eliminating the cost of a spare. Because of past problems with the Formsprag unit
and the long turnaround time for repairs, the AWS would be better served by
maintaining a spare on hand as noted above.

Problem: Multiple Types of Speed Reducers Installed.
Having both Falk and Philadelphia speed reducers installed complicates
maintenance and spare parts inventory. There is also the belief of plant and District
personnel that the Philadelphia reducer is not as robust as the Falk reducers.

Recommended Solution: Replacing the Philadelphia
speed reducer with the spare Falk will provide a common installation for all three
pumps. The old Falk output shaft extension to the pump and the Falk structural
base are stored on site. Since the Falk unit has a built-in anti-backspin device, the
defective Formsprag device would not have to be replaced. From discussions with
plant personnel, major speed reducer repairs would be more efficient if spare gears
and shafts were available, rather than replacing the entire speed reducer. Spare
gears and shafts are included in the enhanced spare parts inventory described
below. Having a single speed reducer design would be an advantage. It is
recommended that the Philadelphia reducer be replaced by the Falk reducer when a
major overhaul is required.
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c. Enhanced Mechanical Spare Parts Inventory:

This part of the alternative would provide a stock of spare
parts to permit rapid replacement of failed items, thus improving overall system
reliability. The items listed in the following table covers longer lead purchased items.
Common materials such as pipe, fittings, small hand valves, conduit and wire would
be readily available at the plant or quickly procured from local sources. The
quantities should be sufficient for one pump unit.

Falk Lub.Oil Pump Speed Reducer Gears and Shaft Set
Falk Thrust. Bearing Oil Pump Speed Reducer Bearings
Philadelphia Lub.Qil Pump Pump Shaft Seal

Philadelphia Thrust. Bearing Oil Pump Pump Bearing Set

Speed Reducer Oil Flow Switch Motor RTD Relay

Speed Reducer Temperature Transmitter | Thrust Bearing Shoes, Set (2)
Speed reducer Water Flow Switch Water Solenoid Valves

Speed Reducer Temperature Relay Formsprag Anti-backspin Device

Recommended Spare Parts Inventory

There is a complete spare Falk speed reducer on site.
This will serve either Pump 2 or Pump 3. With three operable pumps, and only two
required for AWS, it is not necessary to also have a spare Philadelphia reducer on
site. Also, the spare Falk speed reducer could be refitted to Pump 1 with some
additional installation delay.

5.4.3.2 Electrical
a. Correcting Known Problems:

Problem: As was noted in Section 5.2.2.3, the current
system has Pumps 2 and 3 connected to station service Bus 1 and Pump 1
connected to Bus 2. Failure of Bus 2 would leave the system with only two pumps
available (Pumps 2 and 3) and consequently without any spare capacity, while
failure of Bus 1 would leave only one pump available (Pump 1) which would not
provide sufficient flow for the fishway.

In evaluating reliability of the electrical system, the goal is
to create a condition that should a failure occur to the electrical supply, a minimum of
two pumps should be available at all times. During normal operating conditions, a
spare (third) pump must be available to meet the EAWS one-pump spare capacity
criteria, but not necessarily following an electrical system failure. This is consistent
with the concept that from a pump reliability standpoint, the goal is to have three
pumps able to operate during a normal operating condition, but should a mechanical
failure occur in one of the pumps, two pumps would be remaining. It is not
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reasonable to postulate a failure of both the electrical system and a failure of one of
the pumps due to mechanical problems. Thus, the deficiency to be rectified is the
potential electrical system failure leading to less than two pumps available.

Recommended Solution: To ensure a minimum of two
pumps available after an electrical system failure, the critical configurational change
to the existing system is to address the potential failure of Bus 1 which would disable
Pumps 2 and 3. This would be accomplished by the addition of a 5 kv automatic
transfer switch. The automatic transfer switch would provide power only for Pump 1.
Pump 2 would be permanently connected to Bus 2, and Pump 3 would remain
permanently connected to Bus 1. [f an electrical fault occurs in one of the station
service busses, the transfer switch will change the source of power to the alternate
bus to ensure a source of power for two pumps under all conditions. Thus, failure of
Bus 1 would mean that Pump 3 would be disabled, but that Pumps 1 and 2 would be
available. Failure of Bus 2 would mean that Pump 2 would be disabled, but that
Pumps 1 and 3 would be available. The project would be capable of two-pump
operation with an extended outage on either of the station service busses.

Problem: Also noted in Section 5.2.2.3, the motor
control center has all the motor starters arranged as a single unit. This arrangement
is prone to a single mode failure. It is possible for an electrical fault in one of the
motor starters to disable the remaining starters.

Recommended Solution: To rectify this problem, the
motor starters are separated into separate enclosures and are mounted adjacent to
the motors.

b. Enhanced Electrical Spare Parts Inventory:

The most common failure of power supply to the motor
starters has been the failure of the control power transformer. The control power
transformer is connected to the 5-kV power supply feeding each of the motor
starters, providing the power necessary to operate the motor starters. The failure of
this transformer has left the individual motor starter inoperative untili a new
transformer can be ordered, delivered, and installed. This problem has occurred five
times since the system was originally installed, and has typically left the pump
inoperative for two to three days. Having the pump unavailable for such a long
period of time leaves the system without any spare capacity while the repairs are
being made. The five failures indicates a problem with the electrical circuits, not
necessarily with an under-rated transformer as might first be assumed. The cause
of the failures should be investigated by the plant to determine the correct course of
action. Until the cause is determined, the simplest solution would be to maintain a
stock of spare parts, including a spare transformer, thus eliminating the ordering and
delivery portions of the repair. The repair itself should be accomplished in less than
two hours.
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5.4.4 Estimated Construction and Expanded Parts Inventory Costs

The following table presents the estimated construction costs for
Alternative 1. Detailed cost information for Lower Granite EAWS system alternatives
is provided in Appendix D.

DIRECT CONSTRUCTION COSTS $124,267
CONSTRUCTION RELATED COSTS :
Mobilization/Demobilization (5%) $6,213
General Contractors Overhead and Profit (26.5%) $34,577
CONSTRUCTION SUBTOTAL $165,057
Construction Contingency (25%) $41,264
~ TOTAL CONSTRUCTION COSTS $206,321
PLANNING AND ENGINEERING (22.5%) $46,422
CONSTRUCTION MANAGEMENT (12.5%) $25,790
TOTAL ESTIMATED COST OF CONSTRUCTION (IN 2000 DOLLARS)

The cost for procurement of the proposed expanded inventory of spare parts
for the Lower Granite AWS system is $144,130. Detailed cost information for the
expanded parts inventory described in this altemative is provided with the
construction cost estimate in Appendix D.

5.4.5 Conclusion

The following section discusses how Alternative 1 meets the criteria
established earlier in this report with regards to providing emergency auxiliary water
supply and addresses design complexity, constructability, operations and
maintenance, construction and O&M costs, and other issues.

EAWS Criteria: The Lower Granite EAWS requirement is presently
met with the existing three pumps. Two pumps supply the required water and the
third is a “standby”. Alternative 1 would verify the operability of AWS Pump 1,
improve electrical reliability to the pumps and correct known O&M problems. In
addition, maintaining a supply of spare parts would minimize downtime due to
failures in unit auxiliaries.

Two types of enhancements were considered: 1) Correction of known
operating and maintenance problems to existing equipment, and 2) increased spare
parts inventory to permit rapid correction of minor auxiliary equipment failures.

Design and Construction Issues: There are no major design issues
involved in Alternative 1. The addition of speed reducer heaters and an automatic
transfer switch, separated motor starters, and repair of the Pump 1 holdback device
are straightforward designs. The modifications would be installed in the AWS pump
room. Work can easily be accomplished during the normal AWS maintenance
period.
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Replacement of Pump 1 Philadelphia speed reducer with the spare
Falk will require modification of the structural base and the pump connecting shaft.
The parts are already on site.

Operations and Maintenance Issues:  The systems associated with
Alternative 1 would be quite compatible with current dam operations. The new
components are similar to other systems at the dam. The additional recommended
spare parts would require procurement and storage. The speed reducer oil heaters
will be automatic, requiring little monitoring or adjustment and will reduce the effort
needed to start up the system. The automatic transfer switch and motor starters
would also be automatic in operation.

Construction and O&M Costs: The estimated construction costs for
this alternative is presented in Section 5.4.4.

Conclusions: Adoption of Alternative 1 under the auspices of
O&M will reduce downtime from failures of auxiliary or bus systems and
consequently providing greater reliability to the AWS system.

5.5 ALTERNATIVE 2 - ENHANCED PREVENTIVE MAINTENANCE PROGRAM

5.5.1 General Discussion

As noted earlier, Alternative 3 in the Phase | report focused solely on
increasing the reliability of the existing system through enhanced preventive
maintenance by anticipating possible equipment failures and working to prevent
them, as well as being prepared to resolve them promptly if they should occur
through an enhanced inventory of critical parts. Unlike Alternative 1 described
above, known electrical and mechanical configuration deficiencies would not be
corrected in the alternative except as might be required to repair Pump 1.

5.5.2 Design Development Criteria

In refining this alternative for the Phase II report, the following criteria
were used for design development:

e Pump 1 is an integral component of the EAWS system at Lower Granite and its
readiness as a standby pump or one that regularly shares pumping duties must
be confirmed.

e An inventory of spare parts shall be maintained to permit repair of minor
auxiliaries within a 24-hour period.

5.5.3 New System Description

The following is a description of the major features and design
considerations for development of the pump system upgrades.
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5.5.3.1 General

This alternative is similar to Alternative 1 at Lower Granite
(see Section 5.4) except that no physical modifications (except as might be required
to repair Pump 1) would be made to repair known deficiencies in electrical and
mechanical components. Increases in reliabilty would be obtained through
enhanced maintenance.

5.5.3.2 Mechanical

Mechanical features for Alternative 2 are as described in
Section 5.4.3.1 where they are related to enhanced maintenance. These include:

a. Verify Pump 1 Operability:
(See Section 5.4.3.1.a)

b. Enhanced Mechanical Spare Parts Inventory:
(See Section 5.4.3.1.¢)

5.5.3.3 Electrical

Electrical features for Alternative 2 are as described in
Section 5.4.3.2 where they are related to enhanced maintenance. These include:

Enhanced Electrical Spare Parts Inventory:
(See Section 5.4.3.2.b)

5.5.4 Estimated Expanded Parts Inventory Costs

The estimated cost for an expanded inventory of spare parts
associated with Alternative 2 is the same as Alternative 1 and is estimated to be
$144,130 as presented in Section 5.4.4 .

5.5.5 Conclusion

The following section discusses how Alternative 2 meets the criteria
established earlier in this report with regards to providing emergency auxiliary water
supply and addresses design complexity, constructability, operations and
maintenance, construction and O&M costs, and other issues.

EAWS Criteria: As stated in Alternate 1, The Lower Granite EAWS
requirement is presently met with the existing three pumps. Two pumps supply the
required water and the third is a “standby”. Alternative 2 is a subset of Alternative 1
considering only additions to the spare parts inventory to minimize downtime due to
the failure of unit auxiliaries.

Design and Construction Issues: There are no design or construction
issues involved with Alternative 2.

Operations and Maintenance Issues: Other than storing spare parts,
there are no Operations and Maintenance issues involved. A readily available
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supply of critical spare parts will enhance maintenance activities for and increase the
reliability of the AWS pump systems.

Construction and O&M Costs: The estimated costs for this alternative
are presented in Section 5.5.4.

Conclusions: Adoption of Alternative 2 under the auspices of O&M will
reduce downtime for failures of auxiliary equipment providing greater reliability to the
AWS system.

5.6 ALTERNATIVE COMPARISON

5.6.1 Alternative Comparison and Recommendation

Alternatives 1 and 2 are different only in that Alternative 2 does not
include the equipment reliability upgrades proposed for the pumping equipment.
The installation of the oil heaters, the repair of the anti-backspin device for Pump 1,
and the planned replacement of the Philadelphia speed reducer with the Falk unit
are all reasonable measures to increase the reliability of the systems and should be
undertaken. Also reasonable are the separation of the motor control centers and the
reconfiguration of the power supply to include an automatic transfer switch. It is felt
that for the modest investment represented by these modifications, that Alternative 1
should be selected. The benefit of an enhanced parts inventory will only increase
the reliability and decrease the maintenance pressures resulting from failure of
critical parts. Thus, Alternative 1 is the recommended alternative at Lower Granite.

5.6.2 Design and Construction Schedule

Ali of the constructed features associated with Alternative 1 must be
completed during the maintenance window for the fish ladders in January and
February. Some of the work can be accomplished ahead of this shutdown with final
tie-ins accomplished during the shutdown, but it is felt that the magnitude of the work
is such that it can easily be accomplished during this window. Design activities can
precede the construction activities without limitation. Permitting issues should be
minor or non-existent for these modifications.
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SECTION 6 - ENVIRONMENTAL REQUIREMENTS

6.1 GENERAL

Construction, installation, and operation of emergency auxiliary water supply
systems for the existing auxiliary water supply systems at Little Goose and Lower
Granite will require coordination with appropriate agencies, as well as compliance
with applicable environmental laws and regulations. These requirements include the
National Environmental Policy Act (NEPA), the Endangered Species Act (ESA), the
Fish and Wildlife Coordination Act (FWCA), and various cultural resources and water
quality laws. Coordination and compliance work will begin when the recommended
alternative is defined.

6.1.1 NEPA Requirements

All options outlined within this Phase |l report are consistent with a
category of activities that carry out authorized project purposes at completed U.S.
Army Corps of Engineers projects [refer to Engineer Regulation 200-2-2]. These
activities have been determined to be categorically excluded from NEPA
documentation. Appropriate documentation addressing NEPA laws and regulations
will be drafted to warrant a categorical exclusion for the alternatives selected, based
on project authorization for Little Goose and Lower Granite to provide upstream
passage for adult salmon.

6.1.2. ESA Requirements

6.1.2.1  Anadromous Fish Stocks

Federal agencies are required to consult with NMFS for
actions they intend to implement that may jeopardize the existence of ESA-listed fish
stocks. The Snake River sockeye salmon (listed as endangered on December 20,
1991) and the Snake River spring/summer Chinook and fall Chinook salmon
(upgraded from threatened to endangered by the proposed listing on December 28,
1994) pass around Little Goose and Lower Granite during their upstream migration
as adults and their downstream outmigration as juveniles. Because the construction
and operation of the auxiliary water supply systems at Little Goose and Lower
Granite have the potential to affect listed salmon stocks, a formal or informal
consultation with NMFS on these actions will likely be necessary.

6.1.2.2 Terrestrial Wildlife and Resident Fish

Federal agencies are also required to consult with the U.S.
Fish and Wildlife Service (USFWS) for actions they intend to implement that may
jeopardize the existence of ESA-listed freshwater fish stocks and terrestrial species.
Although the endangered peregrine falcon, bald eagle, and bull trout may use the
habitat around Little Goose and Lower Granite, it is anticipated that no impact to
these species will occur. Therefore, consultation with USFWS will not be necessary
for the species of concern, with the possible exception of bull trout.

6-1




Little Goose / Lower Granite Lock and Dam EAWS Final Report
Phase Il - Technical Report September 2000

6.1.2.3 The FWCA Requirements
Coordination with USFWS will occur to ensure compliance

with FWCA.

6.1.2.4 Clean Water Act Requirements

Emergency auxiliary water supply alternatives that have any
in-water discharge of fill material will require compliance with sections 404 and 401
of the Clean Water Act, Public Law 95-217, 1977. Any modification of water quality
standards and/or in-water permits will be required from the State of Washington.

6.1.2.5 Cultural Resources Requirements

Coordination for cultural and historic properties must be in
compliance with sections 106 and 110 of the National Historic Preservation Act,
Public Law 89-665, 1996. All activities resulting from the implementation of these
options will occur in previously disturbed areas and to facilities less than 50 years in
age. Therefore, it is unlikely that these actions will result in an adverse affect to
cultural resources. A request will be sent to the Washington State Historic
Preservation Officer for a concurrence of no effect.

6.2 RECOMMENDED ALTERNATIVES

Formal consultation will be initiated with NMFS to seek their concurrence that
the operation of the adult fishways and auxiliary water supply pump failures, while
the systems are out of service during their overhaul, is unlikely to adversely affect
individuals of listed salmon stocks.

An ESA consultation for the operation of the systems following the period of
modifications will not be required, because they will operate in much the same
manner as described in the FPP for the year of implementation. The NMFS has
previously been consulted, and they have commented on the operation of fish
pumps identified in the FPP in the Supplemental Biological Opinion, Operation of the
Federal Snake River Power System, 2000. Recommended alternatives will be
coordinated with Federal, State, and Tribal fishery agencies through the U.S. Army
Corps of Engineers’ Fish Facilities Design Review Workgroup process resulting in
biological effect and benefit analysis evaluation to be included in the NMFS'’
Biological Opinion, Operation of the Federal Snake River Power System, 2000.




PLATES




SAVd INIMIINIONI 3INTVA

1'31vid o
[ oN-AM] woms sv 3wds

4 KNI
SAYVO ONY SX007 ALNVAD A3M07 ¥ 35009 TN
AlddNS Y3LVM AYVITUXNV AON3OYINI

OHYXE ONY NOLOMHSYA OXNO WM TS REEEREE" 3
HIAIY VNS H3IMOT . e
LIS Emé»ﬁ-d!.—._ui ¥ ..... — omolo 0 uibij ) @ a
=T= a ———— /7 7/
SINN NI 3v3S .
dVIN ALINIDIA |

q
N

@ 494 DMEB I J-UO LN\

N093H0 —w
NOLONIHSYM Y% o &

Aww\\

# suopuy

Mﬂunﬁum-'rrr @

2N~

§||

oum<aﬂ,az<4:mw
W <
|l ) 4/7/,%

W<

0

~ A

SNOILVI0T "R
1939rodd

VST =] SAVd A133VS -1 __ SUTINIONI 40 SAW0D




SAVd INIYIINIONI 3NTIVA

OHYOI ONY NOLOMHSYA ‘NOTINO WGAN VNS

ATddNS HILVM AMVIUIXNY AONIOUINI |

AYQ_ONV %307 35009 31111 |

NOLONMSYA 'VTVA YTWA

10150 yId A 51 | dnapasag

R

4 94 ANy

L2 R

=l

L I S

1334 N 3OS

RVTORV WJ0'T 35009 1IN

[

1

AMTHS .

a
[ AN =
L oI
of G
% //
m v / "~ YFONVT HSI
L
g (v N s e
e |1 FUNLNMLS
k YALYNXY
w i
g Ir
e 1
[
i H N A2ISIS NOLLIITIOS
o | HSId ISTOHIINOS
H A (33N 3N}
\ \u\l\ﬂiﬁﬁ S
N FSTOHNOd HLHON
{
T
b
nnaioaon #nd
WYINZD

I ¥ VvV N S

ARYY °S

SAVd AL3dVS

SHIINIONI 40 SdH0D




- o | SAVA OMMIIMONI 3NTVA

N
T 3LV 1d . — o
"ON AN NMOHS SY_3T¥2S - Siave g
— = T ones am.a_( INILSIXI
—wr v L o HALndwey NOILOMYLSNOD WIN ———————— o T o
NYTd - NYO MOL3IA0-NON HLNOS 1733 N TV
| AILYNY3LTY Emans— s RO ELE D] wWH
AlddNS ¥3ILVM AUVIIXNY ADNION3NT el
OVl GNY NOLOMMSYA ‘OO0 AN IS [Z3
AVQA ANV %207 3S009 1Ll —"w|
NOLONHEVE VTIVA VTIVA SnF taxaza |
1001150 UTNONT ARV ST dnapasag N : -
o o TR m_ E . iy i . W .
H,Q,ﬂ,.mu ¥ ! :

e LOO¥SE AT Ty
F AN TNT HAIINAZ ONLLSINT

C IS m&i.ﬁ

Dol 3N MINIS IO OMLSIYT

T

SNITUIS ONNTINHL

- Gl i wa00v7
TV §oeled : St ONTESIXT

40265 LS \

OLE o8 33

AT E SNISIKT

RIS
TSI

]
£

]
|| 8 b & .
H + -
; AUNYD VI 06 MIN —— 1 [} ¢
] _ [} B
ke L 1
o s | ...
; Sy by . YIEMHD
i IWIN M ..,
Heoot
w @ ok
L3R
N o . J
‘ﬁdcnm ¥
T T e T s
ANYY 'S N [ ] SAVd Al3dvs [ ] SUIINION3 40 SdHOD




SAVd ONIMIINIONI 3NIVA

2T 3LV d

NOILIZS - VO AOLRIIAC-NON HLNOS
| IANLVNEALTY o

AlddNS Y3LVM AYVIIXAY AINIOYINI

OHYOl ONY NOLONISYE NOTINO WGAN TIVNS

WVQ GNV %307 35009 3111

ONILSIX3

TR |

‘: ‘ -.-. NOILONYLSNOD M3N
X

T

T W

(STWd 3)

iwwﬁ Q.“\:W\*Ek
14+WNa
D F
a2 & > Bem—rcr~_t—
P
& »
&
»
&
F
&
&
1S9 #) «
ot « 3
~ :
|
=
=1
cxay A A
13 SM _
e [
73 SA _
|
( t
CdAL T 005973
vy ‘ivuk
NIISIS
AYIS SRR
¥ (EN3SSY
NG NTRIOS -
AWYY 'S "N ]

*ON393T

MOET3 ONNOROD

WANOZRIOH Sb 3 WIALHIALE AR

NS

OWY SIHOAdNS

I e

#0873 D6

n

EL

A IJ
T

/

+

HONNLN ¥
IAWA INTTIS 3L

e

3

P

[=<] SAVd AL3dvS P

SYIINIONI 40 SdH0D




SAVd ONIMIINIONT 3NTIVA

SEIVAL)
ONANI| NMOHS SY 3T¥J5

SNYWd - 3UVAN AVESHO4
| 3AILVNY3LV .

AlddNS YILYM AUVIIXNY AJNIOY3N3
OHYGL ONY NOLINHSYE OO IR TIVNS.

AYQ GNY 901 35009 31LLN [~

NOLIMHSYA VTR YTWA
LOMISID YITINONT AMHY ST

BNI TIEATS
e

ONIdid “AVE0S 01 NOYE

IMYS GIME Y - -
1SN VIS

(VIR LIANLS)

MOI IS &

Ielid LTS ¥A0 06 3

3Mvyd 03wYE ) — -

NMOHS LON
Q3LN0H 38 01

— NILSAS AVHAS NIIS MOY3 39UVHISIO ‘2

3INMLN0 NIFHIS —T]

(AL NIFHS I \

@ 3i0m wva__ 11

WIS NITUIS:

osxam —|

IIIIIII —H

(ILYMXOSIY) INLIND

ANINSHNOF CIGHISSY

AUJS O IR
WIS WTIAEL

osxam —]

NOILYHLNId
3did LY ATIYI07T 30N9 3L3UINOD 3AON3Y I
T3LON
I AR
ONILSI 1734 N TS
NOILOMHLSNOD M3N 0°159 713 - NVd
$AN393T
(FLYNIXOHIN) INNLNO
ANINIDI ATGNISSY
NudS O INIT
NIFUIS NTIAYL
1. /
I |
F— IMVYS OIWYG Y - - — - — - —— = — - — HeY—— — — — — \— —
2EXEM
(Mo738) 4

ERT RN

4m”“«uuc“~h

14 N TN

0°019 *13 - NVd

NIWS

o2

04 /

(SINT 2) NITIS . I v
NTINYL MO+ NNO-

(AL TOWINGD

AUSOUOS

RO 1S

L e

1=

!

oo

KOS 100
MW HEYHL FWIN -

G'0C+35 8485

ANYY 'S "N

SAVd AL3dvS

SYIINIONI 40 SdH0D




il oo | SAVd ONIMIINIONT 3NTVA
[ANIEINAL] . — T
| TONAN] NAOHS SY IWOs | oniLaveQ
o AN e v 3wos | - .
- D
I o - Py A
SNOILIIS - H3IEMVHD dmnd 1
I JALLYN3LTY —1
ATddNS HILVM AMVITIXNY AONZONANG | 2S |
OV ONY NOLONHEYR NOTINO WBAN IS L
AVQ OGNV %2071 3S009 I1LLT — %
NOLONMEVA VTVA VTIVA ECTERT TS T
100150 ETNNG ARV ST dnapJeag
o | w0 L) T | |
INLSIXI
NOULINYLSNOD MIN
10N3931
7 5 L I SR i
P s s 2
- I
CROTRES Aaw Vv NOILD3S
! St
i o | 4 BT
i } ; i |
—] i i >
i SN # b .
] o “ 17
i
A | . i [0 o :
oddne i [ T susnsug !
03
e ; = _ 2|
%45 N VIS 3did 3 ! i Wl . R IS~ ‘
4 (WO LNVVIO. YIA0T) : LATHD. LNYHOVIO . MINTT), sl )
L EEEE | | TS | swiw 5
o8 o8
- Gas 33 i
[
s S 1
42K N ey
v VRIS : e 5
: YLV WAGON Slts
# L5 3NNS HE
HITIM ROAYH g
iR - M
i
el i . e £ - P n .
ki 1.\\ hS BEETTTT
5 LHWA
SNILSIXT

SYIINIONI 40 SJH0D

ANYY °S N g SAVd Al3dvS B




SAVd ONRIIINIONT INTIVA

ST aLvd
“ON "ANI| NNOHS SY ITVDS

MYHOVIO INM-3N0 TYIRLIIT *
1 ALYNYALTY oa
ATddNS YILVM AMVIIXNY AON3IOHINI ek

OHVGL ONY NOLOSNISYA ‘WOTINO W3AN TIVNS
ANVQ ANV %207 3S009 31LLIN -+ AT
NOLONMHSVA ‘YTIVA VTWVA SNI SITATD

L0150 YTNND ARV ST dnapasag

2/120-9-T1-d97 ONNYYO JONFY3STH |
*S3LON

vz
7]
v
vz (.
AYSL
Vo
T wLon
HOLVYIS0
——@) 3w
- TS

vos ( uid IAWAM

_

AVHIVIO 3NIT 3NO

§
T
%
Shi

]
v
1 300 30ms (§)——or—t——g_r——
NIISIS Ads @l%l.Tanwlll.
£
[==" ﬁTI.Ji»I.I
o
) IWIM
-’ w
K4 A@ GE..A@
§H e SNE) gH lle SNG)

WINHILUNS A0¥ (3}

ANYY 'S ‘N

SAVd AL3dvS

SYIINIONI 40 S4H0D




i o [ SAYd ININFIMIONI 3NTVA I
A T R ey [ —
NN MRS SYIWOS | Nve g I e AR
lu.” - Zuﬁun-unﬂ_( 1334 N IV
| v — wue| | 000 w3Lnanw WAKS ¥ . -
el ae ) @ o 88 @' 0626 13 - Wid @V
2 3AILVNYILTVY T 43w 3
AlddNS HILVM ANVITIXNY ADNIONINI £ F )
OHYO! OV NOLSNHSYA WOIINO VI TIVNS a5 (dAL) FND TINL/YTWTIO NIFHOS HO138) TM
AVQ GNY X207 3S009 3Ll ] /
NOLOMHEVA ‘VTWA YTWVA BNI fATALa Mo LiNn .
1001510 MTHINT ANV ST dnapseag . ,
- S §wﬁw.m&§/ \ .

!
. ! ) ML SR RPN 1 d
R £y
mLsna h o E
NOLLONHLSNOD AN . \ i

7 N
*ON39T 3 A e e S
; /{ taaw snan I IV~
(AL SSXVEM b5 B & 5
3kl S0 uut/\ IO AN FNSH'IALYd : " 2o iy 25X
. prammoeery o . e e PR ki
P : ! B g
L A : = S .,:;M,.:x B esh ot s sl da,
| B SIWT FAAY
! : 1075 FOLIEO WO
. . S Lot ; o S 2)(MOTI8) ININISO TNLE X 30IM2I MIN
; . , !
_ 7 1w Iwens
006
] i ta
1334 N IS
P BRI 20w @V 0855 13 - NVid
\&/ 2 i _Imgens
NV US) 1L w005
dAD) 010 1INV .!zquuhwﬂ-__ ¢ odad
Ve oo By N— P
AL IVHIH & | Ak | o5 o
' dAL SSXTIM
|
|
Frroo L | I
A L - | T e e . R
i = il =
M b .wm‘ h 9 TESUPIU AEE TR S Sviens: s
ool _ NG o 30 3 R O SRR WA S gl 5 [T g
1" NVd - 30N9 ¥VE HSMYE VOIdAL / l@
e
yzem3n AITRS HSIS
aw T TS SO
ws wse
1 \
A} ¥

ARYY 'S N

[*<] SAVd AL3dVS

SHIINIONI 40 SJ¥Od




SAVd ONIMIINIONT 3NTVA

272 3LV 1d :.

NOLLI3S ¥ NOLLYATTS - NOLLYLS drrid
2 3AILYNY3LTV
AddNS Y3LVAM AYVIIXNY AINIOUINI
OHYD ONV NOLONSISYA ‘'NOSTNO WGAN VNS

Wvd GNV %2071 35009 31ii|

NOLONHSYA YTWA VIWA

LORLSI0 WEINONS ARV SN

ONILSIT
NOLLONMLSNOD MIN

1334 N IS
(Al

vV NOILO3S

$ON3937

1075 YIHNING 3801
LWH0 WLLSIXT

55)

1S3INd 3)
amd 1076 13915 { 3N WS ¥ I DU SSOHNM
TIN/ONY 03ISYTNG

el
XPEM

8 NOILVA3T3 TVYNOILI3S

| e

, \ .
s v N : ) . : I
- . : . .
N B - t ,.,m,f .
. . S Vo i soxaim
. R . ) ) w AYIG 3 LRI
N . ONILSIXT 0 JOL

(NHOHS. LON)
i3ysve
w014 GINVA

Ydl

— %
H— #01d
(SINTd 9'IAD WE
HSMWE Y3NYTT0 N335

N

il T

o s, e \ _

309
PREEER mosny
1HOddNS

P . vz |P805 73 ¥ %14 _
o AR HUIM |

gm

.i;kf
3353?!14///
: g

BHTT = ol

ARYY °S ‘N

SYIINIONI 40 Sdu0D




SAVd ONRIIINIONT 3NTVA

£°2°1 31Vd N — e ——
T R = [ig
......................... e = nos
T e asany
—— — v3indwony
AYSO0 IO WOMLITT
Z JAILYNY3LWY E—
ATddNS Y3LYM AYYIIXNY AINIOHINI .m.ml
HYD DY NOLNHSVE WOTNO AN TN s
WVQ ANV %3071 3S009 3NLLIN [----wéwwr
MOLOMISYE YTWA VTWVR SNETazAIS
L1OMISI NN ARV ST dnapasag
- AVUSVIG SN0
2/RV¥I-9-T1-407 "ONINYHD 30N S3Y 1 NOLLIMILSHOD N3N
1S310N $ON3OT
4
SN YIYNSLS ST I
WIS ofid FNTWL ;i
T T T e @ W i
| Y dADd MR AR
_ oHOOE SHOOE dHOOE dHOOE B
|
I
|
womoums |
H000.L10 (W)
L
h & 7
T
[ m«ﬁl
w A».
NOISNILXI SN (N) MLUM ¥
WIHOUNS HOOINI(3) M
ANYY °S 0 [~ SAVd AL3IVS

SYIINIONI 40 Sdu0D




v.u SAVd ONIIINIONT 3NTVA
3
AlddNS Y3LVM AYVITIXAY AIDN3IOH3IN3 e
CHYOL ONY NOLONHSYE WOTO VAN TN [£d
AVQ OGNV %207 3S009 311111 ——wwries |
NOLOMHSYA VTWA VTIVR oSNNI fazazs
LIS NG AN ST dnapasag
i1 "03A0M3Y 39 OL SN3ll §
2 S Saaar ) ARG &
OMLSIXT w7 s
NOILONULSNOD A: Vv NOILO3S NVd NOILITON3Q
$AN3937

Spre

ANYY °S ‘1t

8 SAVd Al3dvs B




SAVd ONIYIINIONI INTIVA

NOILJ3S ONY NY'IJ - ISNOHIMNd SAY

AlddNS ¥3ILVM AYVIIXAY AINIOY3IN3
OHYO) GNY NOLOMMSYA WOCINO GAN IS

WYQ OGNV %3071 35009 3111

LORLSI0 YN ARV ST

CTIVA SHL 1Y ONNENOD TTEXTTS FHL LY ONY
3ATVA ANHILING OC ONILSIX3 L LY OIINYTY
ONIT8 38 0WI0A %D0LSN3d 9 NOLLJO ¥04 “ANO
Z NOLLAO - € JAILVNN3LTY HOJ 378V lddY
Y 30HVHOSID %O01SN3J LY SNOLLYII4OOW I

$S310N

$ON3931

I DAL
e

NVId - NOOY dANd Y3LVMHSIA

Ae—— NOBTI S VD 05
1 STV 3 @A) L0 RDLTY -
w7 (s300d 2 A 1000 adans
L. . R T~ (JAVA ¥200) IAVA
T NR/3LING OF MILSIXS
- en
I <. |
, wo10m v | | | !
Py - ndd N yzongay g > afa
LS TITV
oy ol ajsg Cris
i [ e O 4204 2
U|+|VN
ANYY SN SAVd AlL3dvS h F

wxumz_uz\u 40 Sduod




SAVd INIYIINIONT 3NTYA

AYHONID 3N-3N0 TYORLOTT

€ 3AILYN¥IALTY T

AlddNS YILVM AUVIUIXAY AINIOY3INI
CHYO QY NOLONHSYS WOORO UIAN TS

AYQ NV %007 35009 31111 [ ww]

SNI SIAID

LOMISI0 YNNI ARIY ST

dnapseag

2/2Y1~9-'1-d91 OMAYY0 3ONZMIS3H |

'S31O0N

OMLSIX3
NOILJHLSNOD MIN

*ON3931

SEINAL T ey I T
ON AN RMORS SV 308 |~~~ . svive g
S e Ly
p— o - el AN

P

bt peerd

3DIAY3S NOILY.

NYHOVIQ 3NM-3

S
0

NOISNIIXI
SR N

ANYY °S *n

SAVd A134VS

SYIINIONI 40 Sdu0I




= e | SAVd ONINIINONI 3NTVA
vl 3LV1d T ey T
“ON AN NROHS SV 3WVas |~~~ onLave )
......................... o, Setig
B e ————— Q3o
Sp—— — o uainowony
AVEOVIO 3N-3N0 YORUOIT® 000 [ TTTTT T ==
¥ 3ALVNMELTY SRR
AddNS ¥ILYM AMVIUXNY AONIOWINI | e
CHVI O HOLINISYA WOI0 AN THVNS L
AVQ ANV Y307 3S009 JTLLN [ wti
WOLONHSYA YTVA YTVA N TxArs
10190 N0 Ay ST || dnapaeagy -
2/R01-9-1-497 ONIMYNG 30NIYIJ3Y 1
$S3LON
INILSIT
NOILOMMLSNOD MIN
*ON3931 UVIOHILINS 1003
AVYDVIT INIT-3ND
1554 104l
myvse wy sz
t HOLNS
YISSWYL
IYROLN (N)
PABEL ;
W PETOE
s Panly
QRT=y B TR ’
- J g P
ZiEE Se- o [ et 94
L TrEeEy TSEIOnT ré S L e
£ -
(BILA) T S € 2,
S ety s ﬂx..,..w x\\ka \c@ o rw MW D) ﬂ“\m‘v\‘mﬂnww
2 ~
sp00 oy | ) S S | )
T NS RSO JECLT | it § Nt
VAYE | L
o/
2L
ANG 7]
ARGV S N [<] SAVd AL33vS [~} | SHIINIONT 40 SdH0D




SAVd ONIMIINIONT 3NTIVA

NOLONMSYA VTWA VTVA

LORILSI0 HIIMONI ARV ST ii

e

oNLSIXa
NOLLONHLSNOD MaN

£ON3931

STIWINI dMnd S

B

TSTIVE —= p—
“ON AN WAOHS SV 31¥0s - ea
— . — s A s B W
NY1d - AVIM dd SAY =
S JAILYNYILTY = 'Y
AlddNS YILVA AUVIIXNY AINIOHINI —
CHYOL CNY NOLSMISYA MOSINO AN TVE 5 "
AVG ANV %3071 35009 3111 —"%| i

&2

9z

B-5E

051 €1 HOLVH
FLRMWOS ——

T

0L

LG 5t D 7 SRy MS

oSSR i
TROMRS AN [ L e
cidiia
i Bamngp ooy i
W OYS 0L v
ANEY S0 [><] ! SAVd Al3dvS \m SYIINIONI 40 Sd4HOI




= N1 [ SAVd ONINIINIONI 3NTVA
TSIV — S
[ onm[moms svaws [ e Ga
S — - b A

SNOLLI3S - VLN dnd SHY

S IAMLYNYILTY x=m

ANddNS ¥3LVM AMVIIXNY AONIONINI L
OHY Y HOLONHSYA YOO 1GAN 3ME a&

WVQ ANV %207 3S009 31N —%]
MOLIBEYA VTWA YTWA SNETIIAIS

10MISI0 ETMNE ARV ST dnapasag

ONLSHG

.“ w w 2 .m M w 2
N ims woIws 434 N IS
g 1
$ON3937 8 NOILI3S vV NOILJ3S
S i\ =
Y AN
=22 ¢ e 7
B - R

(€ 0N dNd) s s e @ 91N S}

- = i o S5 S LT nd s 3 e
b N L 2, 3
4 g

2

o w S mesﬂt!sﬁaﬁ;w

T s 2iuons sow 30 aw
MW D5, X 35 LSS

| w0 2 12 mhﬁa«

YIGWH) JANd
F14N00 MIN

FLFONDO O * DI
ANYY 'S °n

[>] SAVd AL3d4VS a

[ - ~ SYI3INONI 40 SJu0D




£ST 3LVd

ON "ANI| NBOHS SY 31Y0S

SAVd ONIMIINIONT 3INTIVA

SNOILITS - UVIM dNnd SAY

S JAILYNY3LTY

OHYO ONY NOLONHSYA ‘NOTNO AN TIVHS:

ATddNS ¥ILVM ANVIIXNY AONIOYINI
NVQ ONV %3071 3S009 31117

oN
=
—— C T}
=1 | onisve Q
LYY noISS
= a3o
comore
o e
[ & |
r o)
[Z3

WOLNSESYVA YTWE YTHA
LOR1SO YT ARV ST

v

ELS

INILSIXI
NOILINYLSNOD M3N

$ON3937T

SR
(571 TR IWIH ONOL3) o~

ZON UISAIAG 0L SN0 MILSIXT
SN 9RL
MNIO 0 AOLIOE
0058513

Y DAL L

1331 W 3wos

NOILD3S

%4{ _{
: L

L1
i——

177

$97d ¥
(TVM 3N ONDAE)

1O ¥ISN4NG
0L SNINFIO BWISIXT

U
=] .N‘ WRON Iim IS
1S7148) 309 v
g n I\\ "soims #s
HEE
{ | y
W ! p O i —
| | ] / Pt
e
EZd _ _ rFrl _ ] X -
Hor aw annd 3 HaH oW ) D& | waom ow o 3
TN aw )
] | | AL HOLH XII0 O X O
] = o

ANYY °S °n B SAVd Al134vS ﬂ _

SYIINIONI 40 SdH0I




ON “LNOD _

SAVd INIM3INIONI 3NTVA

AYEIVIO IN-IN0 TYORILITTI
S JAILYNYILTY
AlddNS Y¥3LVAM AYVITUXNY AINIQUINI
CHYG CNY NOLIBESYR YOO AN IS

NVA ANV 32071 35009 J1LiN

CoT

LORLSIO YIINONT ARV ST

2/R2¥-9-11-d9"1 "INMYYG ONFUIIIN |

*SILON

AEN A I S — o
T R - g
......................... g
..................... .2 a3ongy
S — e S

oML
NOLLOMYLSNOY MIN ———— —

1ON3937

SINNd HILYMISId ST
NOLIYLS dMfd TWINI SW

oW LSIXT

JOIAH3S NOLLYLS

AVYIVIQ INIT-INO

|
WIHILUNS _
500070 ) '
IS R D i |
|
_ 7 s
R & X
q |
w A%I .
|
I
|
w AA. |
MOISKIIXT SNG M) HUM 3 ’
WHOLNS HOOON! (3) ﬂ |
'
1
iw
-4
#
-l
ANYY °S N [27] SAYd AL3dVS

- I

SHI3NION3 4O SdHOD




006 3

X3 YIODNT HSId

] v | SAVJ ONIIIMIONT 3NTVA
re 3Avid | g — R
T G T g
......................................... e Vg
NYW mu.”l ..... Ilw.nw..l.” bp”wu.nﬂﬂ.s_
[ s ._H.Mm miNaws
AlddNS ¥ILVM ANVITIXAY AINIOUINI £
NVA ANV Y077 3JLINVHO ¥3IMOT------ o
NOLOMIMSYA ‘VTIVA YTWA ONI STIATD
108150 o iy s || dmapasagy "
=T L v | 3SNOH JANd
~ \ YILYNXIN
-
— II\\

¥ N | £ LNn | 2 L | | LN

9 uwn | s L

000.L 3

/ ——————  @-33dW
/ o
— / i
/ /ts.»um
/ AOIRIONN
MW
/
/
d
—
2]
(2-FSK'F-ISN) FIVYINI
WSS HOHS HLON
o o e e
)i 1
'] b
— O T
a4y _
°’ooy N[} . T - = = - === — - - -
: ~
© { X200 NOLLYANN
et ] SAvd Madvs & SUIINONT 30 Sau0D




SAVd ONIHIINIONI INTVA

T 3LV d -
V| | [ e
......................... O~ 3 TSy
I e . P AN
AVEIVIA IO TYMLI T 0 [T
| IANILYNYILTY T
AddNS ¥3LVM AMVITIXNY AON3OWINI [ = WIS NOILVIS
CHYCE ONV MOLONSISY NOON0 WIAN THVHS -
NVA ANV X007 JLINVHO HIMOT----4 T
NOLONMSYA VYA YTWVA SNE taiAIs
LOMISI0 ETNING ARV ST dnapasag <
= o T | [ vavwss
: _ﬁ R Y Y n_
| |
I |
-d09 ONIMYHG 3ONIY3I3N 71 _ _
- 1SILON | |
o
ONILSIX3 _ m W— _
NOILOMNYLSNOD M3N _ X) HOUNS _
10N3931 _ |
| |
| |
| |

- Ty
| i
I
1
Ll
i
p :
. 1
i :
.
1
PR f
Lot
. ; ; Q
Co 1
. i i
[N : T
e {
m
: d
e i : 1
b S |
VRN AR BT IES GG
R RN L
DERE T
o
A 00§
ARYY S N SAVd AL33VS 8 ] SHIANIONT 40 SJH0D




APPENDIX A

Quality Control Plan
And
Independent Technical Reviews (ITR)
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STATEMENT OF TECHNICAL REVIEW
COMPLETION OF INDEPENDENT TECHNICAL REVIEW

The Sverdrup Civil, Inc. and its subconsultants ENSR Corporation and DCV Consultants have
completed the Independent Technical Review of the Little Goose/Lower Granite EAWS Phase II
Technical Report (DACW68-99-D-0003, Task Order No. 1). Notice is hereby given that an
Independent Technical Review (ITR) has been conducted, that is appropriate to the level of risk
and complexity inherent in the project, as defined in the Quality Control Plan. During the ITR,
compliance with established policy principles and procedures utilizing justified and valid
assumptions was verified. This included: review of assumptions methods, procedures, and
material used in analyses; alternatives evaluated; the appropriateness of data used and level of
data obtained; and reasonableness of the results, including whether the product meets the
customers’ needs consistent with law and existing Corps policy. The ITR was accomplished by
Sverdrup Civil, Inc. and its subconsultants ENSR Corporation and DCV Consultants.

IMQMQQM“J\ q/ 'LQ/ 00

"Marinus R. Voskuilen, PE Date
Technical Review Team Leader

Review Team Members

Kelly B. Freeman, PE Aaron L. Newman, PE
Sverdrup Civil, Inc. DCYV Consultants
Marinus R.(Reece) Voskuilen, PE David M. Thomas, PE
Sverdrup Civil, Inc. DCYV Consultants

Mizan Rashid, PE, PhD
ENSR

CERTIFICATION OF INDEPENDENT TECHNICAL REVIEW
Technical concerns and the explanation of the resolution are attached:
As noted above, all concerns resulting from independent technical review of the project have

been considered. The report and all associated documents required by the National
Environmental Policy Act have been fully reviewed or are not applicable.

e M (lndihf 729/oe

Glen M. Aurdahl, PE ate
Sverdrup Civil, Inc. Hydro/Fisheries
Section Manager
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and
Meeting Minutes




Sverdrup Civil, Inc.

Northwestern Region/Seattle

March 8, 2000
X310 01 MM 001

MEETING MINUTES

DATE: February 28 and 29, 2000
TIME: 10:00 AM — 3:00 PM (February 28) , 9:00 AM — 3:00 PM (February 29)
PLACE: Little Goose Dam (Feb. 28), Lower Granite Dam (Feb. 29)

SUBJECT: USACE Walla Walla District - Contract No. DACW68-99-D-0003
Task Order No. 1 — Little Goose / Lower Granite Emergency Auxiliary Water
System (EAWS)
Site Visit — Project Kickoff Meetings

February 28, 2000 — Little Goose Dam:

ATTENDEES:
Name

Ron Porter

Van DeWitt

Ray Eakin

David Embree

Rolf Wielick

Steve Wittmann-Todd
Perry Johnson

Dave Absher

Jerry Walker

MINUTES:

Company Phone Number

USACE - Walla Walla ~ (509) 527-7519
USACE - Walla Walla ~ (509) 527-7562

USACE - Little Goose  (509) 399-2233
USACE - Lower Granite (509) 843-1493
Sverdrup Civil, Inc. (425) 452-8000
Sverdrup Civil, Inc. (425) 452-8000
ENSR (303) 697-1989
DCYV Consultants (206) 669-4833
DCV Consultants (415) 457-2739

Location

Walla Walla, WA
Walla Walla, WA
Little Goose Dam
Lower Granite Dam
Bellevue, WA
Bellevue, WA
Morrison, CO
Seattle, WA

San Rafael, CA

These meetings, the Initial Meetings for Task Order No. 1, are required meetings per the
statements of work for the Task Order and were scheduled to be conducted at the project sites,
Little Goose and Lower Granite Dams. The visit to Little Goose Dam occurred on February
28, while the visit to Lower Granite Dam occurred on February 29. The meetings allow for
items of concern and the scopes of work to be discussed as well as an opportunity to visit the
project site areas. These minutes represent our interpretation of the discussions of the meetings
and serve as our record of those discussions.
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1. We arrived at Little Goose Dam at about 9:00 am and proceeded to the lunch room area
where we met Ray and David. We began with a general discussion about the project and
what we wanted to accomplish. Basically, the Sverdrup team was interested in reviewing
the auxiliary water system (AWS) at the dam in the context of the Phase I report that was
prepared in 1995 by Raytheon. We wanted to look at the various facilities at the dam that
were described in the report, look at where proposed facilities in the report were located,
confirm the findings in the report in terms of the operations of the fishway, engage in
discussions with plant operators to gain their perspective of the system and its shortcomings,
if any. To do this, we will need to talk to plant operations staff, tour the dam, see the
equipment, and review plant documents related to operations and maintenance, as well as
project drawings that we might find useful for the project.

2. Ray began with an overall description of the AWS. He noted that in general, the AWS is in
conformance with the latest Fish Passage Plan (FPP) which apparently has been updated
over the 1995 Plan cited in the Phase I report. Exceptions include an inability to provide an
8.0-ft flow depth at the entrances when operating with low tailwater and slightly inadequate
discharges generated at the north fishway entrance (differentials of approximately 0.8-ft
instead of the desired 1.0 to 2.0 ft). Ray noted that the agencies were aware of these
problems and had accepted this situation. Rolf asked if Sverdrup could get a copy of the
updated FPP. He said that he would put a list together of items that Sverdrup needed and
would forward the list to Ron.

3. Ray noted that they currently operate all three pump-turbine machines simultaneously to
supply water to the AWS. This is conflict with the Phase I report which suggests that the
AWS needs can be met with 2 pumps operating. Ray said that regardless of that, they
operate all three at the same time (pumped flow and combined turbine discharge of
approximately 260 cfs contribute to the AWS flow). They also draw water from the
juvenile fish bypass system (about 240 cfs). He showed us a diagram out of the operations
manual for the fishway that showed how the system works. Rolf requested a copy of the
fishway operations manual which Ray gave him. Rolf will have it copied and returned to the
project by the end of the week. Ray said that there were a few “problem” areas in the AWS
and fishway that had been reviewed in the past. One was the discharge problems at the
north shore fishway (noted above), and the other was a slack water reach around the
channel bifurcation which did not meet the required minimum channel velocities of 1.5 fps
(the range is 1.5 to 4 fps). A number of people have looked at these issues over the years.
Lynn Reese (COE Walla Walla) has been involved in some of that work. Perry asked if we
could get a copy of the hydraulic study. Ron said that Lynn should be able to find that and
provide it. Rolf will include that on his list.

4. Ray said that because of the flow problems in various parts of the system, many of the
control gates had been taken out to reduce headloss to the very minimum. He also noted
that several of the floating orifice entrances on the powerhouse attraction channel had been
bulkheaded. The two weir orifices at the north end of the powerhouse are open. He said
that there was speculation that one of the reasons that there is a flow problem to the north
shore fish ladder is a rather inefficient hydraulic condition occurring on the north end of the
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powerhouse supplying the floor diffuser there caused by the water conduit taking a series of
dramatic 90-degree bends.

5. The fish pumps are operated so that they are pumping against about 4 feet of head (this
likely varies with changes in tailwater elevation and discharge) in the pump chamber. Ray
noted that there is a belief that the pumps operate at less capacity then they are rated.

6. Rolf asked about the spiral case tap that appears in the Phase I report. Ray was not familiar
with that concept and couldn’t comment on how the project felt about it.

7. We then departed for a tour of the project. The first stop was the control room where we
observed the plant operators working on new software that had been recently installed to
monitor plant conditions and operations. The fishway screen shows water surface elevations
at various locations in the fishway. Ray showed us the fishway status drawing which depicts
the status of the various components of the fishway. From there we went to the
pump/turbine room. We observed three Francis turbines driven by a single penstock from
the forebay. Each turbine was coupled with one propeller pump located about 70 feet
below. Power was transferred to the pump through a large gear box. All three systems
were running. Ray explained that there was a spare gear box located in the generator hall
that can be installed with relatively short notice. This spare gear box is shared with Lower
Monumental which has a similar system. We spent a considerable amount of time looking at
the machinery. Jerry took the “pulse” of the various components in an attempt to assess the
relative condition of the equipment and noted a “knock” in Pump 1 at frequency of rotating
speed. A more detailed analysis would require review of the maintenance records, etc.

8. After the pump room, we walked out onto the tailrace deck of the powerhouse and walked
north to the central non-overflow section. Besides confirming that the AWS was operating,
there was relatively little to see here. '

9. We then went to the top of the dam and looked at the various locations proposed for the
gravity intake for the AWS from the Phase I report. It was not clear how a large screening
facility could be adapted to the south end of the powerhouse for the intake. This will have
to be reviewed in more detail. We then went to the north shore and looked at the proposed
gravity intake location there.

10. After our tour, we went back to the lunch room and had lunch. After lunch we spent the
rest of the afternoon going over project drawings and other project documents to determine
what we needed for the project.

11. (See attached trip notes from DCV Consultants for more detail on the pumping equipment
at Little Goose).

12. We departed Little Goose at about 3:30 pm for Walla Walla.
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February 29, 2000 — Lower Granite Dam:

ATTENDEES:

Name Compan Phone Number  Location

Ron Porter USACE - WallaWalla  (509) 527-7519 Walla Walla, WA
Kevin Renshaw USACE - WallaWalla  (509) 527-7570 Walla Walla, WA
Dick Hammer* USACE - Lower Granite (509) 843-1493 Lower Granite Dam
David Embree USACE - Lower Granite (509) 843-1493 Lower Granite Dam
Jim Holston* USACE -~ Lower Granite (509) 843-1493 Lower Granite Dam
Coleyne Lasher* USACE — Lower Granite (509) 843-1493 Lower Granite Dam
Rolf Wielick Sverdrup Civil, Inc. (425) 452-8000 Bellevue, WA

Steve Wittmann-Todd Sverdrup Civil, Inc. (425) 452-8000 Bellevue, WA

Perry Johnson ENSR (303) 697-1989 Morrison, CO

Dave Absher DCV Consultants (206) 669-4833 Seattle, WA

Jerry Walker DCV Consultants (415) 457-2739 San Rafael, CA

* Participated on a part-time basis during the site visit.

13. We arrived at Lower Granite at about 10:00 am. Upon our arrival, there was a crew of
people completing some modifications to the fish ladder. These will create higher walls on
the lower ladder to force more water through the orifices. The ladder was dry and was
going to be watered up during the day to get ready for March 1 start of operations. We
went up to the offices and met Dick Hammer. We explained what we were doing at the
project and what we hoped to accomplish. Dick noted that he would probably have one of
his staff explain the AWS system in detail for us but he could provide a more general
overview of the system.

14. The Lower Granite AWS operates with the use of two pumps with a third pump not
operated (FP #1). The pumps are motor-driven unlike Little Goose which are turbine-
driven. They have about the same capacity as the Little Goose pumps. Only two are
required to meet the FPP criteria. Dick noted that the north shore fish ladder discharge is
occasionally less than desired (differentials of 0.8 to 0.9-ft) but that the agencies have
accepted this. Again, this is tailwater related.

15. Rolf asked why they didn’t use the third pump. Apparently this pump has not been operated
for a long time. It had not been used since Dick had been there (1995). From the
discussion, it appeared that it had not been used for as long as anyone could remember. A
bulkhead gate had been deployed over the discharge to keep it from back spinning and
loosing water back to the tailrace. Jim Holston, who is mechanical maintenance supervisor
at the project, noted that he thought that the problem was that the gear box was defective.
It was thought that the pump had run until about the early 1980°s but then had mechanical
problems after which they could not get the manufacturer to warranty the equipment. It had
not been used (as an integral part of the AWS system) since. It was not considered to be a
functional piece of equipment by the plant staff. This is somewhat in contrast to the
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conclusions of the Phase I report which does not report any operational problems with the
pump as of 1995. That report concludes that spare capacity is available due to the presence
of the three pumps available and only two operating at one time. Jim noted that there is a
spare gear box at Lower Granite for the AWS pumps. It was not clear why that gear box
had not been installed if there were concerns about the adequacy of the gear box on FP#1.

16. Rolf asked about the power supply to the pumps. The Phase I report notes that reliability of
the system could be dramatically improved if a second motor controller were added with
two motor starters and the power feeds to the pumps were reconfigured to increase
redundancy. It was suggested that Coleyne could join us on the tour to try to explain the
electrical issues at the pumps.

17. We then went down to the control room and after that, to the pump room. This installation
is similar to that at Little Goose except that there are large motors instead of Francis
turbines to drive the pumps. The equipment was not operating at the time since the fishway
was not in service. The pump systems are in separate soundproof enclosures that also serve
to keep the temperatures moderated around the motors. We looked at the equipment for a
consider amount of time. Since the equipment wasn’t operating, it was difficult to “take its
pulse” like we had at Little Goose. David looked at the electrical equipment and from his
discussions with Coleyne, was not able to confirm the conclusions from the Phase I report.
There appears to be some disagreement on the whole electrical configuration. (Later when
we were in the powerhouse offices, the CADD drawing was reviewed and it appeared to
disagree with what was believed to be the actual field conditions.) This will have to be
reconciled as will the actual status of FP#1. It was suggested that a couple of the “old
timers” who had retired could be queried about the pumps.

18. We then walked outside and looked at the rest of the site. It is very much like Little Goose
in configuration. The odd supply conduit configuration at the north end of the powerhouse
also appear at Lower Granite. Again, this may be one of the features adding additional
headloss to the system. On the deck of the dam, we looked at the proposed location of the
gravity feed intake described in the Phase I report. Steve looked at the location of the
removable spillway weir (RSW) that is being developed under Sverdrup T.O. No. 3.

19. After our site visit, we went to the engineering offices. There we proceeded to go through
the project drawings, project documentation, and O&M manuals. Rolf asked if we could
get a copy of the fishway operations manual. A copy was provided to him. Jerry went
through the pump manuals. Jim Halston provided the team with a copy of the maintenance
logs for the equipment related to the fishway.

20. Rolf asked Kevin if he had any knowledge of why the scroll case taps were not pursued
further in the Phase II report for the Western Projects the COE prepared. Kevin did not
know except that they only looked at the alternatives that were identified as the
“recommended alternatives for further study” and the spiral case taps were not included. I
also asked about the statement in the NMFS reviews of the Phase II report that asked the
COE to consider traveling screens rather than the screen designs that the COE has shown.
Kevin said that they feel that the traveling screen concept is well documented and that it is
as complex (or more so) than the designs they depicted since it has a lot of moving parts.
Rolf also asked about the NMFS comment in the report that they were concerned about
sleeve valves being too noisy and distracting fish. Kevin said they contacted a vendor who
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sleeve valves being too noisy and distracting fish. Kevin said they contacted a vendor who
said that they were quiet and have some experience with existing valves at Dworshak
- which, according to staff there, are quiet. This may in fact be difficult to evaluate without
hydrophones to record the actual noise signature under water.
21. (See attached trip notes from DCV Consultants for more detail on the pumping equipment
at Lower Granite).
22. We left the dam at about 2:30 pm for our trip back to Seattle and other parts.

Prepared By:

Attachments:
- Trip notes from DCV Consultants dated March 6, 2000
- Consolidated list of requested information
- Drawing requests

Distributions:
Meeting Attendees (w/ attachments)
Kevin Crum (Walla Walla) (w/ attachments)
Larry Swenson, NFMS Portland (w/ attachments)
Project Files (w/ attachments)
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40 1. Son Pedro Rd, Ma. 57, San Rofoe, CA 94901

CONSULTANTS " Yelephons: (415) 4572739
Beckical and Mechenicel Engineating Services RX: (415H457.2704
‘ March 6, 2000
To: Files
From: Gerald Walker

Subject  COE Task No. 1 -EWAS
Trip Report 2/27/00 — 2/29/00

1. February 27, 2000
a Traveled from San Francisco to Walla Walla

2. February 28, 2000
a. Met Sverdrup team_ Traveled to Little Goose
b. Inspected fish water pumps.

i Pump vibrations from less 1o most: 2, 3, 1. This by feel.

il Pump 1 has a “knock” occurring at rotating speed (~1/sec @ 70 rpm).
Plant reports this has been there for some time and cause has not been
determined.

iii.  Alarm monitoring for temperatures only. Vibration monitoring not
provided. Should be added.

iv.  Monitoring panel located on turbine floor in erection bay. Monitors flows
and rpm’s (See Picture) Receat Rosemont temperature monitoring panel on
gide.

v. Farval grease lube system for pumps and turbines has been replaced with
water lube system.

‘ ¢. Fish pump operation

i Startadmdmppedmam:ally If three operating and one shuts down,

two are adjusted to reduced gate (60%7).

i, Len Reese of COE has recently made flow measurements so should have
current curves. Believed to be operating at less capacity than specified.

i,  Rating 850 cfs pump @ 4" head with turbine at 90° gross head. 700 cfs
pump @ 4’ head with turbine @ 95° gross head. Max speeds: 690 rpm
turbine=80 rpm pump

d. Equipment:

i Turbine: B-1-H Order No. 500-50204, Contract 65-142, 22” Dia. runner,
13 blades.

id. Pump: B-L-H (same order and contract no.), 115” Dia., 3 blades.

iii. Gear Box: Philadelphia Gear, No. B-141917, Model Size: 3500-25
SBVHX,. Right angle, 8.63:1 spiral bevel-helical. 562 HP @ 690 rpm input,
10° hours bearing life @ 562 HP.

iv, There is a spare gear box on site. It is to be shared with Lower
Monumental

¢. Maintepance
i Good. Main problems are in instrumentation. Original parts not available.

3. February 29, 2000
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a. Traveled to Lower Granite
b. Inspected fish water pumps

i Purnip No. 1 not in service. Bulkheaded. Believed due to leck of faith in
gearbox. Pump has not operated since at least 1995, Therefore, no spare fish
water capacity at present.

ii. Pumps 2 and 3 impellers inspected recently from bottom. No problems
noted. Pumps 2 and 3 packing repaired last year. Repaired by building up with
epoxy and re-machining, Jim Holsten (Mech O&M) noted packing box is one
piece, requiring pulling shaft to fix. He plans to convert to two-piece for ease
of maintenance. i

ii.  Original contract provided each pump with Falk gear box_ In 1978
(Contract 78-C-0063) Falk was replaced with present Philadelphia gear box i
on Pump 1. Will have to find gut why. Pump 1 is two speed with Hitachi .
motor that appears to be Contractor furnished. Puraps 2 and 3 motors are Ideal !
and were Government furnished. :

iv.  Maintenance period is usually one month starting Jarmary 1. 1

\2 Electrician stated that she had heard that Pump 1 gear box vendor said !
Anti backspin device is not suitable for loads. Maintenance files show that i
Chief of Design Branch had stated device was satisfactory and it should be ;
mstalled Plant mamtenanceformdon’t betieve it is suitable. Will have to

i. Pumps are started and stopped manually. Controls will muto-start standby
pump. '

ii. Problems getting gear box oil temperature up to normal on start. Operator
has to baby them along. Oil heaters should be installed. All gear boxes have
openings for heaters,

ii. There is a spare Falk gear box on site.

d. Discussions with Kevin Renshaw
L Raytheon report had main turbine spiral case tap as alternative for Lower
Monumental. Final report did not address this. Kevin did not remember why it
wasmtaddressedoraﬂeastreasonsstmdwhynwasnotaddv&e%d will
llow with is.

fi. chnsmdtheﬂappmachforlcc}hxborandLowaMonumentalwasto
accept that alternates discarded in Raytheon report were not to be fusther
studied in final report.

. Shawn Milligan did a report on Pump No. 1. We should get this report.

e. Equipment

i Pumps 2 and 3: 1050 cfs @ 4’ @ 705 rpm @ motors (Ideal)

ii. Pump 1: Hitachi motor, 455 «fs @ 4’ @ 500 rpm. 1050 cfs @ 4" @ 705
pm.
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Information Request For Sverdrup Civil, Inc.

Little Goose / Lower Granite EAWS

Task Order No. 1

b

9.

10.
11.
12.

13.

Request Kevin Renshaw review his files to determine why spiral case tap alternative
was dropped between Raytheon report and Lower Monumental Phase II report.
Request copy of Sean Milligan report on Fish Pump 1 at Lower Granite

Request copy of Lynn Reese report of fish pump operation and flows at Little Goose

Still some confusion over history of Lower Granite Fish Pump 1.

a. Originally provided with Falk gearbox.

b. Philadelphia gearbox with Formsprag backspin device installed in 1978 under
Contract 78-C-0063. Don’t know why. Is there more information on reasons for
change?

c. Questions raised by COE about capability of Formsprag device (believe 1982).
Chief of Design Branch reviewed and approved installation. Anti backspin device
still reported by current staff as not suitable. Are there more details available on
current unsuitability?

d. There is a file folder in Mechanical maintenance records file cabinet (top drawer)
in office at Lower Granite Dam that covers the early history of Fish Pump 1. It is
the thickest of the pump files and I think in a legal size folder. Is it possible to
have this folder sent to us for abstraction of pertinent data, then returned to the

plant?
The latest FPP for Little Goose and Lower Granite Dams (Year 2000) .
Lynn Reese's hydraulic evaluation of Little Goose with any other hydraulic
documentation that Lynn has. (same as Item No. 3?)
Sean Milligan's hydraulic evaluation of Lower Granite with any other hydraulic
documentation that Sean has (same as Item No. 2?)
Pump-turbine (as a function of head differential across the turbine and pumped lift)
and pump (as a function of pumped lift) rating curves for Lower Granite and Little
Goose.
Hydraulic Evaluation of Adult Fish Passage Facilities at Little Goose, Lower
Monumental and McNary (southshore) Dams, Corps of Engineers, November 1988
Lower Granite Lock and Dam, Fishway General Arrangement Drawings from Water
Control Manual
Lower Granite Dam Maintenance Records for Fish Pumps 1, 2, and 3
(Draft or Final?) Hydraulic Evaluation of Adult Fish Passage Facilities at Lower
Granite Dam, Hydraulic Design Section, Walla Walla District, US Army Corps of
Engineers, July 14, 1995
Any other hydraulic evaluations done for fishway systems at either dam.
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40 Point San Pedro Road, No. 23, San Rtafael. CA 94901
CONSULTANTS - T D s

Electrical and Mechanical Engineers Email: DCVConsult@aol.com

May 19, 2000

TRIP REPORT

Date: May 16 and 17, 2000

Place: Little Goose (May 16) and Lower Granite (May 17) Dams

Subject: USACE Walla Walla District — Contract No. DACW68-99-0003

Task Order No. 1 — Little Goose / Lower Granite Emergency Auxiliary Water System
(EAWS()
Site Visit — Data Gathering

May 16, 2000 — Little Goose Dam

ATTENDEES:

Phil Rider USAACE Mechanical Forman

Kevin Goe USACE Electrical Forman

David Embree USACE Electrical Engineer

Rex Baxter USACE _ Project Fisheries Group

Gerald Walker Sverdrup/DCV Consultants Mechanical Engineer

David Absher Sverdrup/DCV Consultants Electrical Engineer

MINUTES

1. The site visit was to gather additional data and expand on questions arising from reviews of project

documents obtained on the February 28, 2000 site visit.

A current study at Lower Monument would replace the existing turbine drivers with electric-motor-driven
drivers. Little Goose also uses turbine drivers so the possibility of adding two circuits to the existing 5 kV
switchgear (SQO) to accommodate electric drivers at Little Goose was investigated.. Another purpose was
to investigate the current 480 V power-supply for the existing turbines.

The 5 kV switchgear has sufficient overall capacity to power three 800 HP motors. The line up currently
does not have any spaces to install new circuit breakers, but upcoming revisions to the 5 kV power
distribution system could leave space for two spare breakers. If not, there is sufficient floor space and
overall capacity install new switchgear to hold the new breakers.

The replacement of the turbines with electric motors was discussed with the site personnel. The consensus
among the site personnel was that the current turbines are very good sources of power for the pumps,
mainly due to the low maintenance aspects of this type of machine. The main complaints were with the
auxiliary systems. Generally the turbines are set to the desired flow, and left at one position until they are

1
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Electrical and Mechanical Engineers Email: DCVConsult@aol.com

shut down at the end of the season — usually 9 months. Adjustments are required so seldom that the turbine
wicket gates stick in place, and changing the gate position can take several hours. This can be a serious
problem when a pump fails and a change from three-pump to two-pump operation is required. A solution
is to replace the Limitorque operator with hydraulic cylinders and a pump set with accumulators. This type
of system would provide stored energy in order to operate the system during power failures. The controls
could be designed to provide an automatic change from three-pump to two-pump operation, eliminating
any disruption in the flow. The replacement system would eliminate the problem with the wicket gates
sticking. An alternate would be to require operators to frequently adjust gate positions for short intervals.

Another problem is cold oil after the pump has been at rest. This could be improved through the addition
of heaters to the gearbox.

Discussed installation time for removing and setting isolating bulkheads in fish pump slots. About three
hours during normal weekday day shift; about 7 hours at other times due to calling out crew and mobile
crane operator.

When a fish pump fails, plant operator adjusts weirs for lower flows. Weir adjustment takes about an hour.

Rex Baxter said a 24 hour timeframe to make emergency repairs is acceptable. He realizes a major failure
of a turbine, speed reducer or pump could not meet the 24 hour requirement.

Phil Rider stated that operation with two fish pumps will meet project needs.

10. Reviewed project Preventative Maintenance records for the fish pumps. Requested some specific reports

referenced in the records but they could not be located. Will make further request when we return to home
office
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May 17. 2000 — Lower Granite Dam

ATTENDEES:

Dick Hammer USACE Maintenance Forman

Marty Mendiola USACE Maintenance Supervisor
Jim Holston USACE Mechanical Forman

Gerald Walker Sverdrup/DCV Consultants Mechanical Engineer
David Absher Sverdrup/DCV Consultants Electrical Engineer

1. The revisions to the power distribution system for improved reliability were discussed with the plant
maintenance personnel. The current system has one circuit powering Pump #1, and another breaker
feeding Pumps #2 and #3. Each circuit is fed from two separate identical breakers. The breakers are
connected to separate busses. The easiest modification would be to connect all the pumps to both breakers,
with only one connected at a time. This and additional circuitry and protective relays would transfer
automatically between the two busses upon failure of the one currently in use.

2. The Portland office of the COE is currently in the process of re-designing the 5 kV power distribution
system, and replace the 5 kV switchgear. This would be an opportune time to incorporate these changes
into the new switchgear. We will find out what Portland is doing and how it may affect our study.

3. It would be possible to separate the motor starters, however it would not improve the reliability of the
system. The most typical problem has been the loss of the control power transformer. A solution to this
would be to convert the gear to 125 VDC

4. As with Little Goose, Lower Granite speed reducers are difficult to get operational when the oil is cold.
They should be fitted with heaters for the oil.

5. The fish way level controls should be upgraded to match that found at Little Goose.

6. Plant personnel have further investigated the status of Pump No. 1 they say the pump is operational and
ready to go. However, when not operating, the isolating bulkhead must be installed. Backflow through the
pump causes the Formsprag backspin device to slip, jarring the pump and speed reducer. The slip is not
continuous, rather in discrete jumps. We will discuss the situation with Formsprag. From a document
review, it appears that there have been two or three different anti-backspin devices used. This only occurs
on Pump No. 1 with the Philadelphia speed reducer. Pumps 2 and 3 have Falk speed reducers which
incorporate anti backspin devices.

7. Discussed changeover of fish pump bulkhead gates. Timeframe is the same at Lower Granite as at Little
Goose.

8. Obtained copies of two reports:

a. Lower Snake River Hydro-Projects — Upstream Migrant Fish Attraction Auxiliary Water Pumping
System — Gear Reducer Reliability Report. September 1983, by NPD Hydro-Electric Design Branch.
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Report discusses speed reducer problems and proposes alternates for improving reliability as well as
proposing alternate sources of auxiliary fish water.

Turbine Drive Feasibility Study — Little Goose / Lower Monumental Fishwater Pumps, September I,

1989, by NPD Hydroelectric Design Center. Study discusses turbine problems at both plants, proposes
upgrades, and investigates electric motor drivers.
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MEETING MINUTES

DATE: July 18, 2000

TIME: 9:10 AM-2:10 PM

PLACE: USACE Walla Walla District Conference Room - Walla Walla, WA
SUBJECT: USACE Walla Walla District - Contract No. DACW68-99-D-0003

Task Order No. 1 — Little Goose/Lower Granite EAWS
60% Submittal Review Meeting

ATTENDEES:

Name Compan Phone Number Location

Ron Porter USACE - Walla Walla  (509) 527-7519 Walla Walla, WA
Van DeWitt USACE - Walla Walla  (509) 527-7562 Walla Walla, WA
Sean Milligan USACE - Walla Walla  (509) 527-7535 Walla Walla, WA .
Lynn Reese USACE - Walla Walla  (509) 527-7531 Walla Walla, WA
Jon Lomeland USACE - WallaWalla  (509) 527-7652 Walla Walla, WA
Kevin Renshaw USACE - Walla Walla  (509) 527-7570 Walla Walla, WA
Dave Hurson USACE - Walla Walla  (509) 527-7125 Walla Walla, WA
Ray Eakin USACE - Little Goose  (509) 399-2233 Little Goose Dam
Rolf Wielick Sverdrup Civil, Inc. (425) 452-8000 Bellevue, WA
Perry Johnson ENSR (303) 697-1989 Morrison, CO
David Absher DCV Consultants (206) 669-4833 Seattle, WA
Gerald Walker DCYV Consultants (415) 457-2739 San Rafael, CA
MINUTES:

1. The following is a summary of the discussions and significant issues raised during

the review meeting as required in the Scope of Work for Task Order No. 1. The purpose
of the meeting was to provide comments and engage in discussions regarding the 60%
Draft Report submitted by Sverdrup to the Corps. These minutes will serve to outline the
meeting. Detailed comments were provided to Sverdrup via the standard Corps review
form (Form 32). For the most part, this meeting involved the discussion of these written
comments and other verbal comments provided by reviewers who had not yet submitted
formal written ones. The completed forms have been attached and serve as the formal
response vehicle for the written comments. Reference will be made to this form in these
minutes and Sverdrup’s responses will not be repeated in this text. Responses to verbal
comments will be addressed separately.
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2. Ron distributed a copy of the agenda for the meeting (copy attached) and then
began with introductions of the meeting participants. From Ron’s agenda, we looked at
Item 1a, the status of the station service capacity at Little Goose relative to Alternatives 2
and 3 in the draft report. Rolf led off the discussion by noting that this may have become
a less critical issue than originally thought since HDC had recently provided us
information suggesting that the following excess capacity existed at Goose and Granite:

Little Goose: Bus 1: 878 kVa (excess capacity)
Bus 2 : 1181 kVa (excess capacity)

Lower Granite:  Bus 1: 2471 Kva (excess capacity)
Bus 2 : 2064 kVa (excess capacity)

The consequence of this is that for Alternative 2 (the new pumped intake at the tailrace
deck), the four 300-hp pumps, which draw around 1000 kVa together. This could be
taken in total by Bus 2 or split between Bus 1 and 2. For Alternative 3, which would add
two 700 to 1000-hp pumps, the loads would be in excess of what the current system could
handle without an upgrade in capacity. This is consistent with what had been discovered
for Lower Monumental for a similar proposal.

Rolf also noted that our contacts with HDC suggest that the station service system at
Goose and Granite are going to be going through a reliability upgrade which is apparently
not going to affect capacity.

3. We then talked about the proposed pump test at Lower Granite to confirm the
reliability of Fish Pump No. 1. Dave Hurson noted that NMFS is apparently not opposed
to the proposed test. It should take about two hours to change out the bulkheads. The
pump should be scheduled for the test. There was discussion about the long-term plan for
the pump. Dave was of the opinion that perhaps we should take the Philadelphia speed
reducer off and replace it with the Falk unit. Dave was of the understanding/opinion that
the Falk was a more substantial unit and would be better for the long term if Fish Pump
No. 1 became a regular part of the operations at the dam (was worked into a rotation with
the other two pumps). Dave felt that the reason the Falk had not been installed was a lack
of money to do it since the cover plates would have to be changed out. It was suggested
that perhaps it would be better to leave the Philadelphia on so that if one of the other two
gear boxes went out (also Falks), then the change-out of cover plates would not be
necessary. This might be more efficient. Jerry did not feel that there was any compelling
reason to take the Philadelphia box out. It does not seem to have any inherent problems
to affect reliability (except the anti-backspin device, which needs to be fixed). It was
decided that the report would only suggest that the final configuration of the speed
reducers should be left to the projects since they would have the best knowledge about the
efficiency of either option.

4, We decided that the ITR review comments would be left off the discussion for
today except that Ron felt there were good comments in them.
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5. We then talked about the NMFS comments to the report (60%). Rolf noted that
there are some rather significant comments regarding the basic question of adequacy of
the existing operations at the projects with regards to flow in the attraction water system
(see attached comments form NMFS with responses). Rolf expressed concern that these
questions really went beyond the issue of providing emergency auxiliary water supply
(EAWS) which is the focus of the report. Sean agreed and it was suggested that this was
an issue that really needed to be dealt with by the Corps through discussions with NMFS.
It was concluded that for the purpose of this report, we should accept the existing AWS
operations at the project as adequate and concentrate on EAWS. Other NMFS comments
are addressed in the attached response form.

6. Van DeWitt had no specific comments on the report at this time but would
provide written comment to Ron. (Editor’s note: Van’s comments were received on July
25 and will be addressed separately later). It was noted that there is some
misunderstanding of the issues related to the recent electrical failure at Goose and that the
discussion at the top of page 4-8 is not accurate. Ray said that the failure was a plant-
wide blackout. The report text will be corrected to reflect the actual situation.

Dave Absher said that he would like to have the electronic file for the station service
protective relay study. He noted that he had spoken with Chris Gantenbein at HDC
Portland concerning the availability of the files. It was suggested that we forward that
request to Ron and Ron would get in touch with HDC.

7. Dave Hurson noted that the dates on the Page 4-5 are substantially wrong with
regards to the repairs of the pumping equipment at Little Goose. The corrected dates
were recorded and will be corrected in the report. Jerry noted that his dates came from
interviews with project personnel and from the maintenance records and acknowledged
that there may be accuracy problems with his sources for this information.

8. Jon Lomeland had not formalized his structural questions at the meeting but
offered several for discussion. (Editor’s note: Jon’s questions were received on July 25
and are attached to these minutes. His comments appearing in the written form will not
be repeated in this text. See attached responses.) Jon asked how many pieces the pump
station structure would come in prior to assembly. Rolf said that in the text it is
suggested that it might be one piece but that one of the ITR comments questioned the
feasibility of that considering the variability of the concrete on the dam. Consequently,
the structure could come in large subassemblies and assembled into the final
configuration underwater.

9. Dave Hurson asked about predators hanging around the open area of the pump
station noting that this would be prime predator habitat. Rolf noted that the open design
shown could easily be converted to a closed design by adding stiffened panels to the face
of the structure if necessary. The text will reflect this concern and ways to deal with it
should that be necessary. Dave also asked about the floating orifices on the face of the
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powerhouse. Rolf said that any floating orifices in front of Unit 2 would have to be
closed in this design. The text will reflect this.

10.  Rolf asked Ron if Sverdrup could get information on what the value of lost power
generation capacity is at Little Goose (as would be the case for Alternative 1) as well as
the cost that the COE uses to assess the cost of electricity for running pumps off the
station service system (as would be the case for Alternative 2). Ron asked that a request
be sent to him for that information.

11.  We then talked extensively about the NMFS comment regarding the butterfly
valve shown for Alternative 1. Specifically, the comment was:

“The proposed butterfly valve-diffuser manifold system could be made to work very well
at or near the design flow rate. The design would not be appropriate if we wanted to run
for extended periods of time at reduced flow rates. The sleeve valve would provide the
flexibility to be able to run at any desired rate at or below the design rate.”

It was noted that the concept of using the EAWS as a flow supplementation feature in the
future was probably inevitable. Dave Hurson said that if the COE builds additional flow
capability, that someone will ask that it be used to supplement the existing AWS system.
In Alternative 1, this would be accomplished by making the control valve more flexible,
i.e., using a sleeve valve that would allow for greater regulation of flow. For Alternative
2, the pump station alternative, one or more of the 212 cfs pumps could be run to add
more flow to the system. There is value of course in designing in this flexibility,
although strictly speaking, it is not a criteria in developing an EAWS which presumably
replaces, on an emergency basis, existing discharge capacity. Sverdrup will review the
butterfly valve design and look at options for increased flexibility.

12.  After lunch, Ray Eakin contributed a few comments. He suggested another
pumping alternative that he had in mind. This one would pump directly out of the
existing pump intakes (through the 7-foot thick roof of the pump intake), and into the
conduit feeding Diffusers No. 1 and 2 on the South bank. Either this flow would be
directed solely to these diffusers, or could be added to the conduit and might also back
flow up into the existing pump discharge chamber. The flow requirements of the two
diffusers would dictate the feasibility of this concept. Sverdrup will investigate this and
add it if it appears to be feasible.

13.  Sean Milligan had a few comments. Note that at this writiﬁg, his formal
comments have not been received. These will be responded to when they are received.

Page 4-11:  Sean’s first comment was with regard to why 850 cfs was selected for the
“spare pump capacity” for Little Goose. Rolf explained that this was because the rated
capacity of the Goose pumps was 850 cfs and that it did not make sense to develop spare
capacity for a lesser amount, especially if the pumps or the fishway system, which
discharges less than this amount in actual operation, might eventually be modified in a
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manner which will allow them to once again (or for the first time) discharge the rated
capacity. Sean agreed with this approach.

Page 2-7 and 4-12:  Sean asked why NMFS juvenile fish screening criteria were being
applied to the project. Rolf noted that traveling screens were being shown for the forebay
intake for Alternative 1 because of the need to preclude entrainment of fish in the supply
system. We talked about whether, if the intake was deep enough, screens would be
required. Rolf said that the decision to add screens was based on the regional bias
towards screening intakes. He also noted that for the Phase II report for Lower
Monumental for a similar forebay intake, juvenile screens were included. Sean asked that
the report note that the decision to include screens may be related to the depth of the
intake and that this should be reviewed during final design.

Page 4-14:  Sean was confused about the depiction of the screen extending from El
646.5 to El. 646.5. Perry explained that the screen actually wraps around from water
surface to water surface but acknowledged that the this was confusing. The report will be
revised.

Page 4-22:  Sean expressed confusion over the apparent contradiction in the discussion
of the depth of the tailrace pump station and the need for screens and then shortly
following, a discussion that seemed to contradict that for the new pump station. Rolf
explained that one discussion was for the Phase I report design for the pump station while
the second one was for the Phase II report design for the pump station. Rolf was urged to
make the Phase I report discussions more separate from the Phase II report discussions to
reduce confusion. This will be done.

14.  We talked more about Alternative 2 (the pumped tailrace intake). It was noted by
COE staff that the Sverdrup plan to control flow into Diffuser No. 12 would be difficult
now that the two gates had been removed. It was suggested that these would need to be
replaced to make Alternative 2 work, however, the gate openings should be enlarged to
maybe 4°x4’ to reduce head losses. The original two gates were 3’ wide x 4’ and were
removed to reduce head losses to Diffuser No. 12.

15.  Sean also asked about the plan to route flow back up the Northshore Fishway
Supply Conduit and into the pump discharge chamber. He asked if we had considered the
hydraulic anomalies that may be caused by flow going in opposite directions in the pump
chamber. Perry said that yes, we had, and that with the moderate velocities in these
conduits and with the overall turbulence already inherent in the chamber, that this should
not be an issue. We will note this in the text.

16. It was asked if the pump station in Alternative 2 could be operated with the draft
tube bulkheads installed. Rolf said the he was quite certain that it could (the ability to use
the removable seal at the gate slot opening when the bulkheads are in place is the issue
here), but he would confirm this and describe this in the text.
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17.  We talked briefly about Alternative 3 and the construction of this alternative. It
was our collective opinion that this alternative has major feasibility issues because of the
extensive construction duration to replace each pump. Certainly, this could not be
accomplished during the normal maintenance window in January and February.
Consequently, construction would have to stretch into the normal ladder operation
season. This would mean that at least one of the existing pumps would not be available
meaning that the AWS would be operating on only 2 of the 3 pumps. This would not be
acceptable unless a replacement water source could be added or the fishway operated
significantly below FPP criteria for an extended period of time. This issue will be noted
in the report text.

18.  Rolf asked Ron which year dollars the cost estimates should be prepared for. Ron
asked that they reflect costs in October, 2000.

19 The meeting ended at 2:10 PM after which time, the Sverdrup team reviewed the
map files for drawings for Ray’s new alternative. We also talked with other COE staff
members. We departed for the airport at about 4:00 PM for our return flight to Seattle.

Prepared By: /@/ ; W

Rolf G. Wielick

Distributions:
Meeting Attendees
Project Files
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SVEl‘dl’llp CiVil, Inc. Northwestern Region/Seattle

September 22, 2000
X31001 MM 003

MEETING MINUTES

DATE: September 19, 2000

TIME: 9:30 AM-11:30 AM

PLACE: USACE Walla Walla District Conference Room - Walla Walla, WA
SUBJECT: USACE Walla Walla District - Contract No. DACW68-99-D-0003

Task Order No. 1 — Little Goose/Lower Granite EAWS
100% Submittal Review Meeting

ATTENDEES:

Name Compan Phone Number  Location

Ron Porter USACE - Walla Walla  (509) 527-7519 Walla Walla, WA
Van DeWitt USACE - Walla Walla  (509) 527-7562 Walla Walla, WA

Sean Milligan USACE - Walla Walla  (509) 527-7535 Walla Walla, WA
Kevin Renshaw USACE - Walla Walla  (509) 527-7570 Walla Walla, WA
Karl Pankaskie USACE - Walla Walla  (509) 527-7517 Walla Walla, WA
Dave Embree USACE - Walla Walla  (509) 843-1493 Lower Granite Dam

Rolf Wielick Sverdrup Civil, Inc. (425) 452-8000 Bellevue, WA
MINUTES:
1. The following is a summary of the discussions and significant issues raised during

the 100% submittal review meeting as required in the SOW for Task Order No. 1. The
purpose of the meeting was to provide comments and engage in discussions regarding the
100% Draft Report submitted by Sverdrup to the Corps. These minutes will serve to
outline the meeting. Detailed comments were provided to Sverdrup via the standard
Corps review form (Form 32). For the most part, this meeting involved the discussion of
these written comments and other general discussions relevant to the report. The
completed forms have been attached and serve as the formal response vehicle for the
written comments. Reference will be made to this form in these minutes and Sverdrup’s
responses will not be repeated in this text. Mr. Pankaskie’s comments, which were
received at the meeting, were not discussed in favor of allowing Sverdrup to address them
upon their return to their offices and forwarding responses as a part of these minutes.

2. Ron distributed a copy of the agenda for the meeting (copy attached) and then
began with introductions of the meeting participants. From Ron’s agenda, we looked at
Agenda Item la, and he asked if anyone needed a copy of the ITR review comments.

Q:\job\W3X310\1 000\S00COMM\540MEETM\X310 01 MM 003.doc

B-64




MEETING MINUTES
X310 01 MM 003 - Page 2

None were requested. We then looked at Agenda Item 1b which related to the schedule
for Alternative 5 at Little Goose. Ron noted that Sverdrup had resubmitted the schedule
in response to his review comments and the revised schedule seemed to make sense.
There were no other comments.

3. Ron then asked Rolf if he had any issues he wanted to discuss related to Agenda
Item 2a, the submersible pumps proposed for Alternative 5 at Little Goose. Rolf briefly
described the issues as he saw them related to the submersible pumps. There have been
some concerns expressed as to the selection of submersible pumps in lieu of lineshaft
pumps which are more typical at the projects. This issue was raised by Sean Milligan in
his review comments in regards to a perceived lack of support for these types of pumps
by project staff (specifically at Lower Monumental) in an earlier report. Thus, there
might be a similar resistance at other projects. No comments have been received from
Little Goose with regards to this issue, so it is being discussed in anticipation of these
negative comments. Rolf explained that from a concept perspective, the type of pumping
equipment is less of an issue than whether the basic concept of Alternative 5 is attractive
to the Corps. The design could be revised to accommodate lineshaft pumps instead of the
submersible pumps. The submersible pumps were depicted because they resulted in the
most efficient structure design, were lower cost equipment than lineshaft pumps, and
were easier to remove (only need to pull them up). At this level of design development,
even the design for the pump station showing the submersible pumps would likely change
between this report and final plans. The report text will discuss in greater detail the
options with regards to pump equipment selection for this alternative. Rolf gave Ron
some literature from MWI on submersible pumps and noted that this information would
be included in the DDR for the report.

4. We then talked about both Alternatives 1 and 5 and compared them. Both are
attractive in Rolf’s opinion. Sean felt that one of the attractive features of Alternative 5 is
that the flow is dedicated to specific diffusers making the entire alternative very simple
and straightforward. Rolf noted that this also reduces operational flexibility. We talked
about the flexibility of use of the EAWS as a flow supplementation system to the AWS
system. Rolf felt that Alternative 1 was more flexible in that regard. He further noted
that the designs shown were not developed with use as a flow supplementation system
specifically in mind. This led into a discussion about the hydraulics of the fishways at
Goose and Granite. Sean said that he will be spending a good portion of next year
working on the hydraulic issues at the fishways to resolve the hydraulic problems that
have been identified so that current FPP critena is better met under all conditions. Sean
said that it was nice to have two viable alternatives (Alternatives 1 and 5) emerge from a
report.

5. Ron then proceeded with the comment review responses. These are attached to
the meeting minutes. Sverdrup had prepared responses to the comments ahead of the
meeting and sent them to the Corps the previous day. The reviewers had an opportunity
to review the responses and had a few additional comments on them. Kevin started the
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process. He had questions about our responses to his comments No. 21, 22, 26, and 71.
For comment No. 21, he asked for further clarification about the debris return pipe. Rolf
explained that the intent was to run a 8 to 10-inch pipe along the upstream face of the
powerhouse under gravity flow carrying the debris flushing flow to a location remote
from the screen. It could be PVC or similar piping with standard pipe hangers. The idea
is to route it far enough away to minimize the chance of it being reintroduced on the
screen. Sverdrup did not intend to detail the pipe on the drawings.

On comment No. 22, we talked about the freezing issues for the screen. We talked about
strategies for keeping the ice at bay. This included running the screens during cold
weather to prevent the screens from jamming with ice. Rolf noted that the screens should
not be operating during January and February. He also noted that since frazil ice is not a
particular concern, and since the screen in predominantly underwater, the biggest issues is
at the interface zone with the water surface. This should not be too hard to deal with.

On comment No. 26, Rolf explained that a lock-out of the sleeve valve appeared to be the
only reasonable way to deal with the issue of preventing accidental filling of the supply
pipe in Alternative 1 while the pump chamber is empty. This is rather standard procedure
for the projects.

For comment No. 71, Rolf noted that we would look at the text and ensure clarity and
consistency.

6. Ron then asked Dave what the project’s plan was for Pump No. 1 at Granite.
Dave said that the project is looking for direction (from Dave Hurson). There also
appears to be the issue of how repairs to the pump will be funded. This was discussed to
some decree.

7. We then talked about Sean’s comments. He felt that Sverdrup had addressed his
comments to his satisfaction.

8. Dave’s comments were reviewed next. Dave only wanted to emphasis that in his
comment No. 1, that failure of power to the wicket gate actuators will not cause the
turbines to be shut down or go off line. Rather, it will only impact the automated control
features of the actuators. The gates can be operated manually if necessary. For his
comment No. 2, Rolf noted that we would add an explanation of the term “Service
Factor” in the text of the report.

9. Karl had a few questions in addition to his review comments. He was interested
in knowing how we proposed to install the steel structure for Alternative 2. Rolf noted
that the report indicates that the approach would be to install it in panelized components
for final fit-up underwater with divers. Karl said that was the way they did the SBC at
Lower Granite. He asked about the installation of the perforated pipe in the pump
chamber for Alternative 1. Rolf said that we would need to install it through the
excavated opening in the concrete wall on the south side of the pump chamber. The pipe

Q:\job\W3 X310\ 000\S00COMM\S40MEETM\X310 01 MM 003.doc




MEETING MINUTES
X310 01 MM 003 - Page 4

would need to be support either through deck hatches or with temporary support steel .
inside the pump chamber. It might be supported from the floor of the chamber.

10.  Ron asked if there were any other comments or questions. Hearing none, he
closed the meeting at 11:30 AM. After lunch Rolf drove to McNary Dam to view the
construction on the dewatering prototype.

Prepared By: /& 4‘6{1“.’4‘4

Rolf G. Wielick

Distributions:
Meeting Attendees
Jon Lomeland, COE
Perry Johnson, ENSR
Gerald Walker, DCV Consultants
David Absher, DCV Consultants
Project Files

Attachments:

Meeting Agenda
Submittal comment and responses from Sean Milligan, Ron Porter, Kevin .
Renshaw, Karl Pankaskie, Jon Lomeland, and Dave Embree
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AGENDA for Review Meeting on the EAWS Little Goose and Lower Granite

0930-0940

940-950

0950-1100

NonEWN&=

1100-1130

1.
2.

Phase II - Technical Report with Sverdrup - Task Order #1
Review of 100% Submittal - 19 Sept., 2000 - 0930-1130 hours’

Introductions

General Comments Relating to the 100% Submittal

. from Corps’ perspective:

a. Good review comments submitted by Sverdrup ITR team. (copies to ?)

b. Revised schedule for completion of Alt. #5, 2 years appears
reasonable.

c.

from Sverdrup’s perspective:

a. Submersible Pumps are they viable for Alt #5? Corps O&M issues?
b. Option to the Alternative #5 for using different types of pumps.

c.

Review & Comment Discussion by Discipline — Corps Comments

Mechanical - Renshaw

Structural - Lomeland
Environmental/Fish (NMFS questions)
Hydraulic — Milligan

Electrical - Embree

Cost - Pankaskie

General - Porter

Suminary of Recommendations & Agreements (Action Items)
Little Goose :
Lower Granite
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APPENDIX D

Construction Cost Estimates — Lower Granite
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